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10353.14 MW 12:00 Hr. MKWHr.

10353.14 MW 12:00 Hr. MKWHr.

11311.4 MW 19:00 Hr. MKWHr.

11311.4 MW 19:00 Hr. °C

7383 MW 05:00 Hr. MMCFD

11311.4 MW 19:00 Hr. Tk.

Gas Coal HFO HSD Hydro Solar Import Wind Total

25.74 0.00 5.10 0.00 0.00 0.18 0.00 0.00 31.02

4.71 38.93 1.32 0.00 1.10 0.14 0.00 0.44 46.65

20.29 0.00 1.48 0.00 0.00 0.39 2.38 0.00 24.54

0.60 0.00 1.53 0.00 0.00 0.27 0.00 0.00 2.40

20.49 0.00 0.00 0.00 0.00 0.05 0.00 0.00 20.54

1.11 23.34 0.00 0.00 0.00 0.47 8.86 0.00 33.78

8.06 24.35 0.00 0.00 0.00 0.00 0.00 0.00 32.41

11.61 0.00 0.14 0.00 0.00 1.25 27.92 0.00 40.92

0.00 0.00 0.91 0.00 0.00 0.86 0.00 0.00 1.77

92.61 86.62 10.48 0.00 1.10 3.63 39.15 0.44 234.03

Power Grid Bangladesh PLC

National Load Dispatch Center (NLDC)

System Summary Report

08-01-2026

Zone-wise Generation Summary (MKWHr.)

Rangpur Zone

Total

Dhaka Zone

Chattogram Zone

Cumilla Zone

Mymensingh Zone

Power Supply Scenario

Energy Demand 234.03365

Energy Generated 234.03365

Energy Unserverd 0.00000

Day Peak Generation

Day Peak Demand

Evening Peak Generation

Maximum Temperature 24.50

Maximum Generation of the Day

Minimum Generation of the Day Total Gas Supplied 679.02

Production Cost per KWHr 5.94179

Evening Peak Demand

Sylhet Zone

Khulna Zone

Barishal Zone

Rajshahi Zone

Fuel-Wise Generation Summary

Gas

Coal

HFO

HSD

Hydro

Solar

Import

Wind

Cost-Wise Generation Summary

Gas

Coal

HFO

HSD

Hydro

Solar

Import

Wind

Fuel Fuel

Gas Hydro

Coal Solar

HFO Import

HSD Wind

Total: Tk.

KWHr: MKWHr: 8.856 Peak Hr Flow408.00 MW at 19:00 hrs.

KWHr: MKWHr: 27.915273 Peak Hr Flow1358.00 MW at 19:00 hrs.

MW: MKWHr: 2.38272 Peak Hr Flow108.00 MW at 19:00 hrs.

MW: MKWHr: 39.153993 Peak Hr Flow1874.00 MW at 19:00 hrs.

Sl Capacity Sl Capacity

1 20

2 100

3 85

4 115

Total 320 Total 0

Siddhirgonj 210 MW  TPP

Total Unavailable Capacity 320

Event Summary

Rangpur 20 MW  GTPP

Baghabari  100 MW GTPP

Barapukuria TPP  Unit-2

398

Khulna 0 1309

Barishal 0 320

Rangpur 0 741

Total 0 10907

Rajshahi 0 1017

Plant Name Plant Name

Total Import through C/B Interconnector:   2019

34348163.64

Production Cost (Tk.)

325927264.1

574781556.8

176020957.9

0

109800

56459781.24

250860480.1

6418267.2

Tk. Tk.

Planned S/D Forced S/D

Zone-wise Load-shed and Demand Summary (MW) at evening peak Hour (19:00 Hr.)

Zone Load-Shed

Status of unavailable Power Plant

Maximum Power Flow (W-E):

E-W Interconnector & Import Scenario

Import through HVDC C/B Interconnector:   

Import through Adani C/B Interconnector:   

Import through Cumilla C/B Interconnector:   

0

1619

Energy Flow from East to West:

Energy Flow from West to East:

Power Flow during Peak Demand (W-E):

Demand

Dhaka 0 4165

139,05,78,107

Mymensingh 0 893

Sylhet 0

Chattogram 0 1130

Cumilla 0 934

Wind Wind

Outage Time
Restoration 

Time
08:00 16:02

08:00 Haripur-Meghnaghat  230kV Ckt-2 Scheduled S/D from Meghnaghat 230/132kV end Due to Clam 

connector assembly work 

 

Event Summary

Description of Event Description of Event

Cumilla(N)-Kachua 132 kV Ckt-2 Scheduled S/D from Kachua 230/132/33kV end Due to For 

annual maintenance work. 
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08:08 16:15

08:08 16:33

08:08 16:33

08:17

08:18

08:30 17:03

08:30 15:52

08:31 17:46

08:31 17:34

08:39 15:49

08:39 15:50

08:41 16:21

08:42 12:43

08:52 16:32

Maintenance Work. and from Jhenaidah 230/132kV end Due to annual Maintenance 

 

HVDC Bheramera- Rajshahi   230kV Ckt-2 Scheduled S/D from BIPTC end.  

Rajshahi 230/132/33kV S/S 230 Kv BIPTC Ckt-02 Scheduled S/D Due to Annual Maintenance 

work. 

 

Gopalganj 400/132kV S/S 400kV Aminbazar Ckt-2 Scheduled S/D Due to Annual Maintenance  

Aminbazar 400/230/132kV S/S Gopalganj-2 Scheduled S/D Due to Annual Maintenance 

Jhenaidah 132/33kV S/S Transformer T-1 LT Scheduled S/D Due to Annual maintenance  

Jamalpur United (20MW)- Sherpur  132kV Ckt-2 Scheduled S/D from Sherpur 132/33kV end Due 

to Annual maintenance. 

 

Jhenaidah-Khulna  230kV Ckt-2 Scheduled S/D from Khulna(S) 230/132kV end Due to Annual 

 

Jhenaidah 132/33kV S/S Transformer T-1 HT Scheduled S/D Due to Annual maintenance  

Payra_P/S-Payra 400kV Ckt-2 Scheduled S/D from Payra 400/132/33kV end Due to Annual 

Maintenance 

 

Chhatak 132/33kV S/S T-1 LT Scheduled S/D Due to For Tan Delta Test  

Chhatak 132/33kV S/S T-1 HT Scheduled S/D Due to For Tan Delta Test  

Kaliakoir 400/230/132kV S/S Bibiyana1 Scheduled S/D Due to Annual maintenance.  

Magura-Narail   132kV Ckt-1 Scheduled S/D from Magura 132/33kV end Due to Annual 

Maintenance. and from Narail 132/33kV end Due to For Annual maintenance work. 

 

Payra 400/132/33kV S/S 400/132/33 kV Auto Transformer-02 HT Scheduled S/D Due to Annual 

Maintenance 

 

08:54 16:21

08:59 17:02

09:00

09:04 16:35

09:08 16:35

09:16 16:15

09:17 16:15

09:20 14:19

09:21 17:33

09:25 18:10

09:26 16:42

09:27

09:31 16:53

09:34 18:17

09:34 15:02

09:38 15:01

10:05 13:26

10:09 15:52

maintenance and from Dohazari 132/33kV end Due to Annual maintenance 

 

Bogura-Bogura (New)) 132 kV Ckt-2 Scheduled S/D from Bogura 230/132kV end Due to annual 

Maintenance work and from Bogura 132/33kV end Due to Annual /maintenance 

 

Kurigram-Lalmonirhat  132kV Ckt-1 Scheduled S/D from Kurigram 132/33kV end Due to Annual 

Maintenance 

 

Bagerhat-Mongla 132 kV Ckt-2 Scheduled S/D from Mongla 132/33kV end Due to Annual 

maintenances and from Bagerhat 132/33kV end Due to Yearly maintenance 

 

Kabirpur -Kodda  132kV Ckt-1 Scheduled S/D from Kabirpur 132/33kV end Due to Annual 

maintenance 

 

BIPTC S/S 230kV Bus-2 Scheduled S/D  

Cox'sbazar-Dohazari 132 kV Ckt-1 Scheduled S/D from Coxsbazar 132/33kV end Due to Annual 

Rangpur 132/33kV S/S 132KV Bus B Project Work S/D Due to Re-conducting work  

Gopalganj 400/132kV S/S 400kV Amtoli Ckt-2 Scheduled S/D Due to Annual Maintenance  

Rangpur 132/33kV S/S Rangpur-GTPS Project Work S/D Due to Re-conducting work  

Mirpur 132/33kV S/S Reserve Bus Scheduled S/D Due to Annual maintenance work on 132 kV 

Reserve Bus Bay equipment of T2  Xfr. 

 

Mirpur 132/33kV S/S T2 LT Scheduled S/D Due to Annual maintenance work on 132 kV Bay 

equipment of T2  Xfr. 

 

Mirpur 132/33kV S/S T2 HT Scheduled S/D Due to Annual maintenance work on 132 kV Bay 

equipment of T2  Xfr. 

 

Tongi 230/132/33kV S/S T-01 LT Scheduled S/D Due to Annual maintenance work  

Tongi 230/132/33kV S/S T-01 HT Scheduled S/D Due to Annual maintenance work  

Chauddagram-Feni 132 kV Ckt-2 Scheduled S/D from Feni 132/33kV end Due to Deadline Check 

and from Chauddagram 132/33kV end Due to Yearly maintenance and from Feni 230/132kV end 

Due to Annual maintenance and from Feni 230/132kV end Due to Annual maintenance 

 

Jamalpur United (20MW)-Jamalpur  132kV Ckt-2 Scheduled S/D from Jamalpur 132/33kV end Due 

to Annual Maintenance 

 

Sirajgonj 225MW CCPP Unit-1, FGMO is OFF with remarks:-   

10:09 15:52

10:10 15:52

10:20

10:21

Thakurgaon 132/33kV S/S T-1(422T) HT Scheduled S/D Due to Oil leakage at Bukholz  

Muradnagar 132/33kV S/S 132KV Transformar-02 LT Scheduled S/D Due to For PBS project 

works 

 

Muradnagar 132/33kV S/S 132KV Transformar-02 HT Scheduled S/D Due to For PBS Project 

works. 

 

Thakurgaon 132/33kV S/S T-1(422T) LT Scheduled S/D Due to Oil leakage at Bukholz.  
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10:30 16:06

10:32 16:10

10:58 16:04

11:05 17:30

11:40

12:10

12:10

12:30

12:31

12:45 16:28

12:46 16:28

12:53 15:37

12:57

12:59

Bheramara 410 MW CCPP Shutdown with remarks:- ST  

Bheramara 410 MW CCPP was shutdown due to gas shortage.  

Joypurhat 132/33kV S/S Transformer T-4 (437 T) LT is restored.  

Chhatak 132/33kV S/S T-2 LT Scheduled S/D Due to Tan Delta test  

Chhatak 132/33kV S/S T-2 HT Scheduled S/D Due to Tan Delta Test  

Cumilla(N)-Cumilla(S) 132 kV Ckt-1 Scheduled S/D from Cumilla(S) 132/33kV end Due to 

Annual Maintenance 

 

Chandpur 132/33kV S/S 422T(T-5) LT is restored.  

Joypurhat 132/33kV S/S Transformer T-4 (437 T) HT is restored.  

interrup. 

Bhaluka-Mymensingh 132 kV Ckt-1 Forced S/D from Bhaluka 132/33kV end Due to Load 

Management 

 

Sreepur 230/132/33kV S/S Sreepur-Valuka Ckt-2 Scheduled S/D Due to annual Maintenance  

instructions of ALDC, Bogura and from Purbasadipur 132/33kV end Due to EEGBPS project 

 shutdown for equipment dismentale for GIS connection. No loadshed becauseLoad served by 

GIS to AIS connection. 

 

Chandpur 132/33kV S/S 402T (T-01) LT Forced S/D Due to N/A  

New Tongi S/S T1(403T) HT Scheduled S/D Due to Annual Maintanance  

Purbasadipur-Saidpur  132kV Ckt-2 Scheduled S/D from Saidpur 132/33kV end Due to By the 

Bhaluka 132/33kV S/S Sreepur Ckt- 02 Scheduled S/D Due to Dead line check at sripur end. 30.0MW load 

12:59

13:12 16:01

13:38 15:01

16:32

16:32

18:04

18:21

18:21

18:32 19:28

18:32 19:29

19:00

01:44

05:00

06:30

06:40

06:49

06:50

07:00

07:03

07:48 Meghnaghat-Shyampur  230kV Ckt-2 Scheduled S/D from Shyampur 230/132kV end Due to  

Deadline checking and from Meghnaghat 400/230kV end Due to Instructed by NLDC 

 

Matarbari 2*600 MW (CPGCBL) Unit-2 was shutdown.  

 Minimum Generation: 7436 MW.  

Ashuganj 420 MW CCPP (East) ST was shutdown due to filter change and offline water wash.  

Ashuganj 420 MW CCPP (East) GT was shutdown due to filter change and offline water wash. 

Rampura 230/132kV S/S Auto Transformer - 03 HT Scheduled S/D Due to Annual Maintenance  

Meghnaghat 230/132kV S/S Bus1  Scheduled S/D Due to Maintenance work.  

Meghnaghat 400/230kV S/S 230kV BUS Section 01 Scheduled S/D Due to Instructed by NLDC  

 

Rampura 230/132kV S/S Auto Transformer - 03 LT Scheduled S/D Due to Annual Maintenance  

Aminbazar-Kaliakoir 230kV Ckt-1 is restored.  

Aminbazar-Kaliakoir 230kV Ckt-1 is restored.  

Beanibazar 132/33kV S/S 132 KV Transformer TR-01 HT Forced S/D Due to LA Maintenance  

Beanibazar 132/33kV S/S 132 KV Transformer TR-01 LT Forced S/D Due to LA Maintenance  

Evening peak generation: 11311 MW  

Cox'sbazar-Dohazari 132 kV Ckt-1 Scheduled S/D from Dohazari 132/33kV end Due to Annual 

Maintenance 

 

HVDC Bheramera- Rajshahi   230kV Ckt-2 is restored.  

Rajshahi 230/132/33kV S/S- 230 Kv BIPTC Ckt-02 CB closed  BIPTC side.  

Bibiyana-Fenchuganj 230 kV Ckt-2 is restored.  

Bheramara 410 MW CCPP was shutdown due to gas shortage.  

Bheramara 410 MW CCPP Shutdown with remarks:- GT  

Jamalpur-Mymensingh  132kV Ckt-2 Scheduled S/D from Jamalpur 132/33kV end Due to Annual 

maintenance. 

 

Sub-Divisional Engineer Executive Engineer Superintendent Engineer

Network Operation Division Network Operation Division Network Operation Division


