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7934.87 MW 09:00 Hr. MKWHr.

7934.87 MW 09:00 Hr. MKWHr.

8758 MW 21:00 Hr. MKWHr.

8758 MW 21:00 Hr. °C

7140.62 MW 15:00 Hr. MMCFD

10907.75 MW 00:00 Hr. Tk.

Gas Coal HFO HSD Hydro Solar Import Wind Total

33.67 0.00 0.08 0.00 0.00 0.07 0.00 0.00 33.81

4.88 18.15 0.17 0.00 1.42 0.13 0.00 0.26 25.02

20.49 0.00 0.00 0.00 0.00 0.25 1.97 0.00 22.72

3.39 0.00 0.27 0.00 0.00 0.08 0.00 0.00 3.73

23.64 0.00 0.00 0.00 0.00 0.02 0.00 0.00 23.67

6.73 16.06 0.00 0.00 0.00 0.46 18.47 0.00 41.72

7.50 18.39 0.00 0.00 0.00 0.00 0.00 0.00 25.89

7.69 0.00 0.00 0.00 0.00 0.81 19.95 0.00 28.45

0.00 1.27 0.00 0.00 0.00 1.05 0.00 0.00 2.33

107.99 53.88 0.51 0.00 1.42 2.88 40.39 0.26 207.33

Sylhet Zone

Khulna Zone

Barishal Zone

Rajshahi Zone

Rangpur Zone

Total

Zone-wise Generation Summary (MKWHr.)

Dhaka Zone

Chattogram Zone

Cumilla Zone

Mymensingh Zone

Minimum Generation of the Day Total Gas Supplied 779.81

Maximum Generation of the Day Production Cost per KWHr 4.94478

Evening Peak Generation Energy Demand 207.33007

Evening Peak Demand Maximum Temperature 31.00

Day Peak Generation Energy Generated 207.33007

Day Peak Demand Energy Unserverd 0.00000
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Power Supply Scenario

Fuel-Wise Generation Summary

Gas

Coal

HFO

HSD

Hydro

Solar

Import

Wind

Cost-Wise Generation Summary

Gas

Coal

HFO

HSD

Hydro

Solar

Import

Wind

Fuel Fuel

Gas Hydro

Coal Solar

HFO Import

HSD Wind

Total: Tk.

KWHr: MKWHr: 18.470545 Peak Hr Flow 893.00 MW at 21:00 hrs.

KWHr: MKWHr: 19.946546 Peak Hr Flow 848.00 MW at 21:00 hrs.

MW: MKWHr: 1.97184 Peak Hr Flow 46.00 MW at 21:00 hrs.

MW: MKWHr: 40.388931 Peak Hr Flow 1787.00 MW at 21:00 hrs.

Sl Capacity Sl Capacity

1 100

2 85

3 115

Total 300 Total 0

Outage 
Time

Restoration 
Time

08:05

08:13

08:15 Meghnaghat CCPP(Summit)-2 Shutdown with remarks:- GT  

Event Summary

Description of Event Description of Event

Meghnaghat CCPP(Summit)-2 Shutdown with remarks:- ST  

Meghnaghat CCPP(Summit)-2 GT Shutdown with remarks:- None  

Plant Name Plant Name

Baghabari  100 MW GTPP

Barapukuria TPP  Unit-2

Siddhirgonj 210 MW  TPP

Total Unavailable Capacity 300

Total 0 8446

Status of unavailable Power Plant

Planned S/D Forced S/D

Rajshahi 0 1038

Rangpur 0 637

Khulna 0 1043

Barishal 0 300

Mymensingh 0 744

Sylhet 0 389

Chattogram 0 916

Cumilla 0 872

Zone-wise Load-shed and Demand Summary (MW) at evening peak Hour (21:00 Hr.)

Zone Load-Shed Demand

Dhaka 0 2507

Power Flow during Peak Demand (W-E): 649 Import through Cumilla C/B Interconnector:   

Maximum Power Flow (W-E): 1604 Total Import through C/B Interconnector:   

Energy Flow from East to West: 0 Import through HVDC C/B Interconnector:   

Energy Flow from West to East: 20855818.18 Import through Adani C/B Interconnector:   

9013881.3 222773792.6

0 3897561.6

102,52,00,727

E-W Interconnector & Import Scenario

Production Cost (Tk.)

Tk. Tk.

375997941.2 141636

366713952.3 46661962.8

09:00

10:24

10:51 11:27

10:58 11:27

Brahmanbaria-Shahjibazar 132 kV Ckt-2 Tripped from Shahjibazar 132/33kV end showing  

Distance relay relays Due to Heavy rain With Thundering 

Brahmanbaria-Shahjibazar 132 kV Ckt-1 Tripped from Shahjibazar 132/33kV end showing  

Day Peak Generation: 7931 MW.  

Ghorashal unit-7 ST was sync.   
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11:04

11:15

11:20 11:36

11:20 11:36

11:20 11:36

11:26 12:05

11:26 12:06

11:29

13:01

13:23

15:03 18:52

15:03 18:52

15:20 15:52

15:38

interrup. 

Baroaulia-Hathazari 132 kV Ckt-1 Tripped from Hathazari 230/132/33kV end showing Alstom  

 Quadramho relays. and from Baroaulia 132/33kV end showing 1.(B)2.(C) relays Due to 

Unexpected 

Meghnaghat 450 MW CCPP (MPL) Synchronized with remarks:- ST  

Meghnaghat 450 MW CCPP (MPL) Synchronized with remarks:- GT-2  

Madaripur 132/33kV S/S T3-426T HT Forced S/D Due to Due to fault 20.0MW load 

interrup. 

Madaripur 132/33kV S/S T3-426T LT Forced S/D Due to Due to fault 20.0MW load 

Narshingdi 132/33kV S/S T-2 LT Tripped showing REF 630 relays Due to Inter trip  

 Matarbari 2*600 MW (CPGCBL) Unit-1 was shutdown  

SS Power unit-1 was shutdown.  

Hasnabad 132/33kV S/S 33kv Main Bus Tripped showing Over current and Earth fault relays 30.0MW load 

Due to 33kv pangaon and Nawabganj-2 feeder fault interrup. 

Narshingdi 132/33kV S/S T-2 HT Tripped showing RET 670 relays Due to Mechanical trip  

relays Due to 33kv pangaon and Nawabganj-2 feeder fault interrup. 

Hasnabad 132/33kV S/S 132/33kV 404 T-1 LT Tripped showing E/F, O/C and 33kv master trip 15.0MW load 

OPDG relays Due to 33kv pangaon and Nawabganj-2 feeder fault interrup. 

Rampal 400/230kV S/S Bus Reactor is restored.  

Rampal 400/230kV S/S Gopalganj Line-1 Reactor is restored.  

Hasnabad 132/33kV S/S 132/33kV 424 T-5 LT Tripped showing Over current and Earth Fault 15.0MW load 

Distance Relay relays Due to Heavy Rain With Thundering 

15:38

15:40 20:05

15:52 17:55

16:06 16:07

16:07 16:07

16:12 16:13

16:12 16:13

16:16 16:37

16:26 16:56

16:36 18:26

16:36 17:06

16:52

16:58 17:27

17:14

17:56 20:02

19:10 20:48

19:10 20:50

relays Due to 230 kv bus 2,  B phase PT Blast 

Kodda(300MW)-Tongi  230kV Ckt-1 Tripped from Tongi 230/132/33kV end showing 86 R1 R2,  

phase OPTD main 2 dist. Prot. relays Due to 230 kv bus 2,  B phase PT Blast 

JERA Meghnaghat Power Limited 718 MW CCPP tripped.  

Kalurghat 132/33kV S/S TRFO-01(506T) LT Tripped showing REF615,RET650,RET 670 relays Due  

to Fault by bpdb 

Kaliakoir-Tongi  230kV Ckt-2 Tripped from Tongi 230/132/33kV end showing LBB protection  

Rampal 1320 MW (BIFPCL) unit-1 was shut down due to low demand caused by bad weather.  

Goalpara-Labanchura  132kV Ckt-2 Tripped from Goalpara 132/33kV end showing distance  

  relay relays Due to distance trip bagerhat-2zone-1 trip bagerhat-2 phace -c,   

circuit km-28km 

Pbs Charbaria 33kV feeder bus loop fault interrup. 

Barishal 132/33kV S/S T-1 (405T) LT Tripped showing Inst. O/C, Deff. O/C relays Due to 22.0MW load 

T-1 & T-2 33kV trip for pbs Charbaria 33kV bus loop fault interrup. 

OC/EF fault. 

Dohazari-Sikalbaha 132 kV Ckt-1 Tripped from Dohazari 132/33kV end showing Siemens O/C  

Relay: General Peak/trip,R-phase trip,Y-phase trip,B-phase trip.Distance Relay:Zone-01 

 (A,B) relays Due to ***Tripped portion: Dohazari to Patiya.Stormy Weather 

Barishal 132/33kV S/S T-2 (415T) LT Tripped showing Inst. O/c, Deff. O/C relays Due to 12.0MW load 

Cumilla(S) 132/33kV S/S TR-3 LT Scheduled S/D Due to Bus Shifting Tripura to Bd  

Cumilla(S) 132/33kV S/S TR-3 HT Scheduled S/D Due to Bus Shifting Tripura to Bd  

Shahjibazar 132/33kV S/S TR-02 LT Tripped showing Non relays Due to Madhabpur-3 Feeder  

33 KV Bus PT Blast interrup. 

Cumilla(S) 132/33kV S/S TR-1 LT Scheduled S/D Due to Bus Shifting Tripura to Bd  

Cumilla(S) 132/33kV S/S TR-1 HT Scheduled S/D Due to Bus Shifting Tripura to Bd  

Meghnaghat 450 MW CCPP ST  was sync.   

Bagerhat-Bhandaria 132 kV Ckt-1 Tripped from Bagerhat 132/33kV end showing Distance Relay  

relays Due to OV 

Mongla 132/33kV S/S T-2 LT Tripped showing Over Current/Earth Fault relays Due to Due to 9.0MW load 

19:27

20:42 23:48

20:42 23:48

Hasnabad 132/33kV S/S 132/33kV 424 T-5 HT Scheduled S/D Due to Red hot at 33 kv bus  

isolator 

Hasnabad 132/33kV S/S 132/33kV 424 T-5 LT Scheduled S/D Due to Red hot at 33 kv bus  

isolator 

Siddhirganj 2*120 MW GT-2 was sync.  



 QF-LDC-08(Sheet-1)page 3 of 3

Date :

Power Grid Bangladesh PLC

National Load Dispatch Center (NLDC)

System Summary Report

20-03-2026

20:42 23:48

21:10 21:25

22:15 23:08

23:09 23:23

23:10 23:45

23:10 00:22

23:57 00:40

00:06 05:46

00:06 05:46

00:46 01:30

00:46 01:26

00:46 01:24

01:27 01:53 Rajshahi 132/33kV S/S Transformer T-2(415T) LT Tripped showing 67 relays Due to Mohonpur  

Feeder Faulty 

Feeder Faulty interrup. 

Rajshahi 132/33kV S/S Transformer T-2(415T) HT Tripped showing Trip Relay relays Due to 10.0MW load 

Mohonpur Feeder Faulty interrup. 

Voltage . 

Rajshahi 132/33kV S/S Transformer T-3 (425T) LT Tripped showing 67 relays Due to 67 20.0MW load 

interrup. 

Rajshahi 132/33kV S/S Transformer T-2(415T) LT Tripped showing 67 relays Due to Mohonpur 10.0MW load 

Rangpur 132/33kV S/S Rangpur-GTPS Forced S/D Due to Emergency Demand of GTPS End  

Bogura 230/132kV S/S Confidance UN-2 Tripped showing Over Voltage Trip relays Due to Over  

Voltage . 

Bogura 230/132kV S/S Confidance UN-2 Tripped showing Over Voltage Trip relays Due to Over  

Bogura(New)-Naogaon 132 kV Ckt-1 Tripped from Naogaon 132/33kV end showing 51 relays Due  

  to Deractional Earth Fault (Whether: Thunderstorm and storm) 

Kabirpur -Tongi   132kV Ckt-2 Scheduled S/D from Tongi 230/132/33kV end Due to Nest  

remove 

Kabirpur -Tongi   132kV Ckt-1 Scheduled S/D from Tongi 230/132/33kV end Due to Bird nest  

remove 

Joypurhat-Naogaon  132kV Ckt-1 Tripped from Joypurhat 132/33kV end showing distance  

relays Due to over Voltage 

Hasnabad 132/33kV S/S 33kv Main Bus Scheduled S/D Due to Red hot at 33kv main bus  

isolator of Transformer-5 

Tongi 230/132/33kV S/S 230 kV Bus-2 Tripped showing High impedance, phase R T,   

Supervison relay relays Due to 230 kv bus 2,  B phase PT Blast 

01:27 01:50

02:08

02:25 03:25

02:25 03:26

03:14

03:15 03:33

03:15 03:33

03:50

03:59

04:00

04:20

Network Operation Division Network Operation Division Network Operation Division

Bagerhat-Bhandaria 132 kV Ckt-1 Tripped from Bagerhat 132/33kV end showing Distance  

relays Due to Over voltage 

Sub-Divisional Engineer Executive Engineer Superintendent Engineer

Chandanimahal feeder fault. interrup. 

Lalmonirhat-Rangpur 132 kV Ckt-2 Tripped from Kurigram 132/33kV end showing Z1,Distance  

Protection(P443) relays Due to PT Burn(B-phase) 

Minimum Generation: 6114 MW  

Faridpur 132/33kV S/S Transformer-2 LT Tripped showing 33kV o/c & E/F relays Due to 33kV 36.0MW load 

khalil mondol feeder fault. interrup. 

Khulna (C) S/S Tr-3 405T HT Tripped showing No relay. relays Due to E/F Inst 33kv side 8.0MW load 

Bibiyana-III 400 MW CCPP Shutdown with remarks:- GT  

Faridpur 132/33kV S/S Transformer-1 LT Tripped showing 33kV over current and Earth Fault. 36.0MW load 

relays Due to 33kV Khalil Mondol feeder fault interrup. 

Bibiyana-III 400 MW CCPP Shutdown with remarks:- ST  

Saidpur 132/33kV S/S TR-5 (434T) HT Tripped showing O/C. and E/F Relay relays Due to For  

33kv Trillion gold feeder trail. 

Saidpur 132/33kV S/S TR-5 (434T) LT Tripped showing No Relay relays.  

Feeder Faulty 

Rajshahi 132/33kV S/S Transformer T-2(415T) HT Tripped showing 67 relays Due to Mohonpur  

Feeder Faulty 


