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Date :

8047.35 MW 12:00 Hr. MKWHr.

8047.35 MW 12:00 Hr. MKWHr.

9782.5 MW 19:30 Hr. MKWHr.

9782.5 MW 19:30 Hr. °C

6619.01 MW 06:00 Hr. MMCFD

9782.5 MW 19:30 Hr. Tk.

Gas Coal HFO HSD Hydro Solar Import Wind Total

43.06 0.00 0.01 0.00 0.00 0.18 0.00 0.00 43.25

4.62 11.31 0.04 0.00 1.92 0.17 0.00 0.08 18.15

21.93 0.00 0.00 0.00 0.00 0.44 1.00 0.00 23.37

3.42 0.00 0.34 0.00 0.00 0.34 0.00 0.00 4.10

21.02 0.00 0.00 0.00 0.00 0.07 0.00 0.00 21.08

7.62 9.54 0.00 0.00 0.00 0.60 11.17 0.00 28.93

7.63 17.49 0.00 0.00 0.00 0.00 0.00 0.00 25.12

7.91 0.00 0.00 0.00 0.00 1.31 20.96 0.00 30.18

0.00 0.00 0.00 0.00 0.00 1.65 0.00 0.00 1.65

117.21 38.35 0.39 0.00 1.92 4.77 33.13 0.08 195.84

Fuel Fuel

Gas Hydro

Coal Solar

HFO Import

HSD Wind

Total: Tk.

KWHr: MKWHr: 11.170909 Peak Hr Flow 710.00 MW at 19:30 hrs.

KWHr: MKWHr: 20.956363 Peak Hr Flow 1076.50 MW at 19:30 hrs.

MW: MKWHr: 1.00032 Peak Hr Flow 48.00 MW at 19:30 hrs.

MW: MKWHr: 33.127592 Peak Hr Flow 1834.50 MW at 19:30 hrs.

Sl Capacity Sl Capacity

1 100

2 85

3 115

Total 300 Total 0

Outage 
Time

Restoration 
Time
08:35

08:36

08:55 12:42

09:42

09:42

12:00 Day Peak Generation: 8044 MW.  

Bashundhara-Rampura 132 kV Ckt-1 Scheduled S/D from Rampura 230/132kV end Due to Annual  

maintenance 

Bibiyana-3 400 MW CCPP ST was sync.  

Bibiyana-III 400 MW CCPP Synchronized with remarks:- STG  

Event Summary

Description of Event Description of Event

Sylhet 132/33kV S/S T4 HT is restored.  

Sylhet 132/33kV S/S T4 LT is restored.  

Plant Name Plant Name

Baghabari  100 MW GTPP

Barapukuria TPP  Unit-2

Siddhirgonj 210 MW  TPP

Total Unavailable Capacity 300

Total 0 9423

Status of unavailable Power Plant

Planned S/D Forced S/D

Rajshahi 0 1047

Rangpur 0 677

Khulna 0 1320

Barishal 0 341

Mymensingh 0 911

Sylhet 0 405

Chattogram 0 1188

Cumilla 0 1018

Zone-wise Load-shed and Demand Summary (MW) at evening peak Hour (19:30 Hr.)

Zone Load-Shed Demand

Dhaka 0 2516

Power Flow during Peak Demand (W-E): 789 Import through Cumilla C/B Interconnector:   

Maximum Power Flow (W-E): 911 Total Import through C/B Interconnector:   

Energy Flow from East to West: 65236.37 Import through HVDC C/B Interconnector:   

Energy Flow from West to East: 15263472.73 Import through Adani C/B Interconnector:   

6582427.2 192449024.9

0 1200336

95,02,80,128

E-W Interconnector & Import Scenario

Production Cost (Tk.)

Tk. Tk.

415720427 192216

256756101.4 77379595.87

Sylhet Zone

Khulna Zone

Barishal Zone

Rajshahi Zone

Rangpur Zone

Total

Zone-wise Generation Summary (MKWHr.)

Dhaka Zone

Chattogram Zone

Cumilla Zone

Mymensingh Zone

Minimum Generation of the Day Total Gas Supplied 887.51

Maximum Generation of the Day Production Cost per KWHr 4.85221

Evening Peak Generation Energy Demand 195.84496

Evening Peak Demand Maximum Temperature 29.90

Day Peak Generation Energy Generated 195.84496

Day Peak Demand Energy Unserverd 0.00000

Power Grid Bangladesh PLC

National Load Dispatch Center (NLDC)

System Summary Report

23-03-2026

Power Supply Scenario

Fuel-Wise Generation Summary

Gas

Coal

HFO

HSD

Hydro

Solar

Import

Wind

Cost-Wise Generation Summary

Gas

Coal

HFO

HSD

Hydro

Solar

Import

Wind
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Power Grid Bangladesh PLC

National Load Dispatch Center (NLDC)

System Summary Report

23-03-2026

12:29

19:30

02:32

06:00

06:26

Sub-Divisional Engineer Executive Engineer Superintendent Engineer

Network Operation Division Network Operation Division Network Operation Division

Haripur-Rahim Steel 132 kV ckt tripped showing distance zone-1, O/C and E/F relay.  

Minimum Generation: 7382 MW  

Sirajgonj 225MW CCPP Unit-3 Synchronized with remarks:- GT  

Barapukuria 230/132/33kV S/S 132/33 KV T-5, 424T LT is restored.  

 Evening peak generation: 9782 MW  


