
 QF-LDC-08(Sheet-1)
page 1 of 3

Date :

13353.99 MW 12:00 Hr. MKWHr.

13353.99 MW 12:00 Hr. MKWHr.

14218.9 MW 19:00 Hr. MKWHr.

14218.9 MW 19:00 Hr. °C

10771.09 MW 06:00 Hr. MMCFD

14218.9 MW 19:00 Hr. Tk.

Gas Coal HFO HSD Hydro Solar Import Wind Total

29.17 0.00 10.90 0.00 0.00 0.20 0.00 0.00 40.27

5.36 50.73 6.75 0.00 1.90 0.12 0.00 0.05 64.92

25.65 0.00 5.21 0.00 0.00 0.51 3.71 0.00 35.08

0.32 0.00 3.64 0.00 0.00 0.22 0.00 0.00 4.18

26.95 0.00 0.00 0.00 0.00 0.07 0.00 0.00 27.02

3.94 28.04 0.54 0.00 0.00 0.61 20.72 0.00 53.84

8.44 30.23 1.37 0.00 0.00 0.00 0.00 0.00 40.04

13.66 0.00 3.27 0.00 0.00 1.49 18.04 0.00 36.47

0.00 1.20 2.72 0.00 0.00 1.08 0.00 0.00 5.01

113.49 110.21 34.41 0.00 1.90 4.30 42.47 0.05 306.82

Fuel Fuel

Gas Hydro

Coal Solar

HFO Import

HSD Wind

Total: Tk.

KWHr: MKWHr: 20.715636 Peak Hr Flow 841.00 MW at 19:00 hrs.

KWHr: MKWHr: 18.042292 Peak Hr Flow 755.00 MW at 19:00 hrs.

MW: MKWHr: 3.70944 Peak Hr Flow 184.00 MW at 19:00 hrs.

MW: MKWHr: 42.467368 Peak Hr Flow 1780.00 MW at 19:00 hrs.

Sl Capacity Sl Capacity

1 100

2 85

3 115

Total 300 Total 0

Outage 
Time

Restoration 
Time

08:38 02:02

08:38 09:04

08:48 09:53

08:48 09:50

09:15 13:30

09:15 13:30

09:18 13:24

09:20

09:21

09:29 13:36

09:30 13:39

09:35 13:57

Power Grid Bangladesh PLC

National Load Dispatch Center (NLDC)

System Summary Report

01-04-2026

Power Supply Scenario

Evening Peak Generation Energy Demand 306.86592

Evening Peak Demand Maximum Temperature 34.50

Day Peak Generation Energy Generated 306.82092

Day Peak Demand Energy Unserverd 0.04500

Zone-wise Generation Summary (MKWHr.)

Dhaka Zone

Chattogram Zone

Cumilla Zone

Mymensingh Zone

Minimum Generation of the Day Total Gas Supplied 844.52

Maximum Generation of the Day Production Cost per KWHr 6.62735

Production Cost (Tk.)

Tk. Tk.

394340452.9 189738

745899279.4 67222169.57

Sylhet Zone

Khulna Zone

Barishal Zone

Rajshahi Zone

Rangpur Zone

Total

Energy Flow from East to West: 0 Import through HVDC C/B Interconnector:   

Energy Flow from West to East: 33130400 Import through Adani C/B Interconnector:   

590260829.7 234733357.7

0 762566.4

203,34,08,393

E-W Interconnector & Import Scenario

Zone-wise Load-shed and Demand Summary (MW) at evening peak Hour (19:00 Hr.)

Zone Load-Shed Demand

Dhaka 0 4662

Power Flow during Peak Demand (W-E): 995 Import through Cumilla C/B Interconnector:   

Maximum Power Flow (W-E): 1867 Total Import through C/B Interconnector:   

Mymensingh 0 966

Sylhet 0 508

Chattogram 0 1512

Cumilla 0 1490

Rajshahi 0 1402

Rangpur 0 886

Khulna 0 1901

Barishal 0 462

Plant Name Plant Name

Baghabari  100 MW GTPP

Barapukuria TPP  Unit-2

Siddhirgonj 210 MW  TPP

Total Unavailable Capacity 300

Total 0 13789

Status of unavailable Power Plant

Planned S/D Forced S/D

Shyampur-Shyampur(New) 132kV Ckt-2 Tripped from Shyampur 230/132kV end showing 86 relay  

operated relays Due to Stormy weather 

Shahjibazar 132/33kV S/S TR-04 LT Scheduled S/D Due to Shutdown Taken by pdb for redhot 60.0MW load 

maintenance. interrup. 

Event Summary

Description of Event Description of Event

Fatullah-Shyampur(New) 132 kV Ckt-2 Tripped from Shyampur 230/132kV end showing 86.1  

Operated relays Due to Stormy weather 

valve. 

Chauddagram 132/33kV S/S 132 kv T-2 LT Scheduled S/D Due to Leakage repair of NIFPS  

valve. 

Feni 132/33kV S/S T-1(405T) HT Scheduled S/D Due to T-2,132kV GCB Replace work  

Shahjibazar 132/33kV S/S TR-04 HT Scheduled S/D Due to Shutdown Taken by pdb for redhot 60.0MW load 

maintenance. interrup. 

Chauddagram 132/33kV S/S 132 kv T-2 HT Scheduled S/D Due to Leakage repair of NIFPS  

replacement at Feni 132/33kV Grid end. and from Feni 132/33kV end Due to For T2 132KV 

breaker replacement work 

Chauddagram-Feni 132 kV Ckt-2 Scheduled S/D from Feni 230/132kV end Due to Braker  

replacement at Feni 132/33kV Grid end. and from Feni 132/33kV end Due to For T2 132KV 

breaker replacement work 

Kushtia 132/33kV S/S T-3 HT Project Work S/D  

Kushtia 132/33kV S/S T-3 LT Project Work S/D  

Chauddagram-Feni 132 kV Ckt-1 Scheduled S/D from Feni 230/132kV end Due to Braker  

Feni 132/33kV S/S Feni-Lanka HFO PS Scheduled S/D Due to For T2 132KV breaker replacement  

Fuel-Wise Generation Summary

Gas

Coal

HFO

HSD

Hydro

Solar

Import

Wind

Cost-Wise Generation Summary

Gas

Coal

HFO

HSD

Hydro

Solar

Import

Wind
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09:38 17:22

09:40 12:36

09:44 12:05

10:05 16:29

10:05 16:30

10:15 11:55

10:17 10:51

10:50 18:01

11:01

11:01

11:01 14:50

11:28 18:24

11:40 18:24

11:49

12:00

12:13 14:04

12:13 14:04

12:13 15:15

12:41

13:24

13:36

13:40 16:39

13:40 16:39

14:33 15:20

15:15 17:54

17:30 17:57

17:30 18:01

17:30 17:57

17:30 17:57

17:31 18:34

17:31 18:32

17:56

18:03 20:18

18:27 19:29

18:27 19:31

18:28 19:32

18:28 19:29

19:00

20:13 21:28

20:19

20:28 21:04

Feni 132/33kV S/S Bus-1 Scheduled S/D Due to For T2 132KV breaker replacement work  

Chandraghona-Rangamati 132 kV Ckt-2 Scheduled S/D from Rangamati 132/33kV end Due to Red  

hot temperature maintenance. 

Gopalganj 400/132kV S/S ATR-02 HT Scheduled S/D  

work 

Bibiyana-Kaliakoir 400 kV Ckt-1 Scheduled S/D from Bibiana 400/230kV end Due to Emergency  

 Maintenance 

Relay, Phase -c(A,B,C), Distance -7 km from Bashundhara End. relays. 

Kachua 230/132/33kV S/S Laksam CKT-2 Project Work S/D Due to DFDR Test.  

Payra 400/132/33kV S/S 400/132/33 kV Auto Transformer-01 LT Scheduled S/D Due to  

Maintenance 

Gopalganj 400/132kV S/S ATR-02 LT Scheduled S/D  

Saidpur 132/33kV S/S TR-01 HT Scheduled S/D Due to QF- GMD-39 and as the instruction of  

ALDC Bogura (499264) 

Bashundhara-Tongi 132 kV Ckt-1 Tripped from Tongi 230/132/33kV end showing Distance  

ss maintenance work 

Candpur- Kachua 132kV Ckt-1 Project Work S/D from Kachua 230/132/33kV end Due to DFDR  

Test. 

Kishoreganj 132/33kV S/S Tr-2 (414T) HT Scheduled S/D Due to Transformer Painting work  

Chattak-Sylhet 132 kV Ckt-1 is restored.  

Payra 400/132/33kV S/S 400/132/33 kV Auto Transformer-01 HT Scheduled S/D Due to  

Maintenance 

Candpur- Kachua 132kV Ckt-1 Scheduled S/D from Chandpur 132/33kV end Due to Due to kachua  

Sholosohor 132/33kV S/S TRAFO-02 LT Forced S/D Due to Disk replacement work at 33kV  

feeder sholoshahar-2 isolator by BPDB 

BIPTC S/S 20DF24 is restored.  

Feni 132/33kV S/S T-1(405T) LT is restored.  

Day Peak Generation: 13350 MW.  

Narshingdi 132/33kV S/S T-3 LT Scheduled S/D Due to Bus-1 DS Maintennace  

Narshingdi 132/33kV S/S T-3 HT Scheduled S/D Due to Bus-1 DS Maintanance  

interrup. 

BIPTC S/S 10CF25 Tripped showing 87 Differential Relay relays Due to Tripped by Capacitor  

bank 1 T1 Current Unbalance at B & Y Phase. 

Amtali 400/132kV S/S Amtali - RNPL 400 kV Ckt - 1 Project Work S/D Due to DS problem  

Kodda 132/33kV S/S Summit 149 MW PS Scheduled S/D Due to Red hot maintenance  

Chauddagram 132/33kV S/S 132 kv T-2 HT Forced S/D Due to 33 kV DS Problem. 30.0MW load 

interrup. 

Chauddagram 132/33kV S/S 132 kv T-2 LT Forced S/D Due to 33 kV DS Problem. 30.0MW load 

33KV T2-T3 Bus Coupler Sky Wire depart or fall on. interrup. 

Sirajganj 132/33kV S/S T2-(425) LT Tripped showing O/C IDMT R & Y & B Phase relays Due to 20.0MW load 

33KV T2-T3 Bus Coupler Sky Wire depart or fall on. interrup. 

Sirajganj 132/33kV S/S T3-(435) LT Tripped showing O/C Relay R & Y & B Phase relays Due 22.0MW load 

to 33KV T2-T3 Bus Coupler Sky Wire depart or fall on. interrup. 

Sirajganj 132/33kV S/S T4-(445) LT Tripped showing O/C  R & Y & B Phase relays Due to 22.0MW load 

REL670 relays Due to Storm and rain 

Shahjadpur-Ullahpara 132kV Ckt-1 Tripped from Ullahpara 132/33kV end showing REL650 &  

REL670 relays Due to Storm and Rain 

Sirajganj 132/33kV S/S T2-(425) HT is restored.  

Sirajganj 132/33kV S/S T1-(415) LT Tripped showing O/C IDMT R & Y Phase relays Due to 20.0MW load 

33KV T2-T3 Bus Coupler Sky Wire depart or fall on. interrup. 

Baghabari-Ullahpara 132 kV Ckt-1 Tripped from Ullahpara 132/33kV end showing REL650 &  

Sirajganj 132/33kV S/S T3-(435) HT Forced S/D Due to 33KV T2-T3 Bus Coupler Sky Wire 25.0MW load 

depart or fall on work. interrup. 

Sirajganj 132/33kV S/S T3-(435) LT Forced S/D Due to 33KV T2-T3 Bus Coupler Sky Wire 25.0MW load 

Amtali 400/132kV S/S Amtali - RNPL 400 kV Ckt - 2 Project Work S/D Due to DS Checking  

Sirajganj 132/33kV S/S T2-(425) HT Forced S/D Due to 33KV T2-T3 Bus Coupler Sky Wire 25.0MW load 

depart or fall on work interrup. 

Day peak generation 14218 MW  

Kallyanpur-Lalbag  132kV Ckt-2 Tripped from Kallyanpur 132/33kV end showing Distance  

    AAided TripMain Protection TripTrip Circuit Supervision Trip-1Trip Circuit 

Supervision Trip-2 relays Due to ƵচȨ ঝড় বৃিɲ 

depart or fall on work. interrup. 

Sirajganj 132/33kV S/S T2-(425) LT Forced S/D Due to 33KV T2-T3 Bus Coupler Sky Wire 25.0MW load 

depart or fall on work. interrup. 

Keranigonj 230/132/33kV S/S 132 kV Hasnabad Ckt. 1 Tripped showing 86.1 relays Due to  

SOTF trip & Zone -01 trip 

Hasnabad 132/33kV S/S 132/33kV 404 T-1 LT Tripped showing Overcurrent Relay relays Due to 31.0MW load 

O/C interrup. 
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20:28 21:04

20:28 21:20

20:28

20:54 22:27

20:55 22:26

20:55 22:26

20:56 22:26

22:50 23:37

22:51 23:36

01:19 01:33

01:19 01:33

01:40 01:58

01:40 01:58

05:00

07:12

07:14

07:25

07:57

Hasnabad 132/33kV S/S 132/33kV 424 T-5 LT Tripped showing Overcurrent Relay relays Due to 31.0MW load 

O/C interrup. 

Moghbazar-Rampura  132kV Ckt-2 Tripped from Rampura 230/132kV end showing Distance Trip 19.0MW load 

Tangail 132/33kV S/S Tr-1 LT Forced S/D Due to 33kv t-1 bus section isolator red hot 80.0MW load 

interrup. 

Tangail 132/33kV S/S Tr-2 LT Forced S/D Due to 33kv t-1 bus section isolator red hot 80.0MW load 

interrup. 

Zone 2 (A & B phase) relays Due to Thunder Storm (Hatirjhil GIS SS) interrup. Rampura 

230/132kV end  

Aggreko-keraniganj 132kV Ckt-1 Tripped from Keranigonj 230/132/33kV end showing 86.1  

relays Due to Zone - 3 trip 

Kushtia 132/33kV S/S T-1 LT Forced S/D Due to Red Hot Maintenance of PBS Bus Section 60.0MW load 

Coupler interrup. 

Kushtia 132/33kV S/S T-1 HT Forced S/D Due to Red Hot Maintenance of PBS Bus Section 60.0MW load 

Tangail 132/33kV S/S Tr-2 HT Forced S/D Due to 33kv t-1 bus section isolator red hot 80.0MW load 

interrup. 

Tangail 132/33kV S/S Tr-1 HT Forced S/D Due to 33kv t-1 bus section isolator red hot 80.0MW load 

interrup. 

Bhaluka 132/33kV S/S 01. Transformer- 01 LT Tripped showing 50/51/50N/51N trip relays Due 30.0MW load 

to Thundering interrup. 

Bhaluka 132/33kV S/S 02. Transformer- 02 LT Tripped showing 50/51/50N/51N  

Coupler interrup. 

Bhaluka 132/33kV S/S 02. Transformer- 02 LT Tripped showing 50/51/50N/51N trip relays Due 30.0MW load 

to Thundering interrup. 

Baroirhat 132/33kV S/S TR-1, 406T LT Scheduled S/D Due to Maintenance work  

Baroirhat 132/33kV S/S TR-1, 406T HT Scheduled S/D Due to Maintenance work  

Daudkandi-Sonargaon 132 kV Ckt-1 Scheduled S/D from Sonargaon 132/33kV end Due to OPGW  

trip,df/dt,59(O/V) trip. relays Due to Thundering 

Bhaluka 132/33kV S/S 01. Transformer- 01 LT Tripped showing 50/51/50N/51N  

trip,df/dt,59(O/V) trip. relays Due to Thundering 

 Minimum Generation: 11257 MW.  

Network Operation Division Network Operation Division Network Operation Division

change purpose Tower No_83 to 85 

Dohazari 132/33kV S/S Power Transformer -T-1 LT Tripped showing Siemence Relay relays Due 28.0MW load 

to T-01 Sec. Trip Due to Bashkali 33kv Feeder. interrup. 

Sub-Divisional Engineer Executive Engineer Superintendent Engineer


