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13369.18 MW 12:00 Hr. MKWHr.

13433.97 MW 12:00 Hr. MKWHr.

14370.95 MW 21:00 Hr. MKWHr.

14938.95 MW 21:00 Hr. °C

12072.66 MW 07:00 Hr. MMCFD

14374.54 MW 23:00 Hr. Tk.

Gas Coal HFO HSD Hydro Solar Import Wind Total

32.51 0.00 16.72 0.00 0.00 0.21 0.00 0.00 49.44

5.61 43.50 13.24 0.00 1.92 0.16 0.00 0.05 64.48

26.52 0.00 8.95 0.00 0.00 0.53 3.54 0.00 39.54

0.60 0.00 3.27 0.00 0.00 0.28 0.00 0.00 4.15

27.78 0.00 0.00 0.00 0.00 0.07 0.00 0.00 27.85

5.24 28.98 0.45 0.00 0.00 0.71 208.90 0.00 244.28

5.74 28.99 0.81 0.00 0.00 0.00 0.00 0.00 35.55

15.35 0.00 2.56 0.00 0.00 1.54 18.11 0.00 37.57

0.00 1.18 2.94 0.00 0.00 1.31 0.00 0.00 5.43

119.36 102.65 48.94 0.00 1.92 4.81 230.55 0.05 508.29
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Zone-wise Generation Summary (MKWHr.)

Rangpur Zone

Total

Dhaka Zone

Chattogram Zone

Cumilla Zone

Mymensingh Zone

Power Supply Scenario

Energy Demand 513.68257

Energy Generated 508.29257

Energy Unserverd 5.39000

Day Peak Generation

Day Peak Demand

Evening Peak Generation

Maximum Temperature 36.40

Maximum Generation of the Day

Minimum Generation of the Day Total Gas Supplied 887.68

Production Cost per KWHr 5.91613

Evening Peak Demand

Sylhet Zone

Khulna Zone

Barishal Zone

Rajshahi Zone

Fuel-Wise Generation Summary

Gas

Coal

HFO

HSD

Hydro

Solar

Import

Wind

Cost-Wise Generation Summary

Gas

Coal

HFO

HSD

Hydro

Solar

Import

Wind

Fuel Fuel

Gas Hydro

Coal Solar

HFO Import

HSD Wind

Total: Tk.

KWHr: MKWHr: 208.898181 Peak Hr Flow 865.00 MW at 21:00 hrs.

KWHr: MKWHr: 18.114268 Peak Hr Flow 762.25 MW at 21:00 hrs.

MW: MKWHr: 3.53664 Peak Hr Flow 162.00 MW at 21:00 hrs.

MW: MKWHr: 230.549089 Peak Hr Flow 1789.25 MW at 21:00 hrs.

Sl Capacity Sl Capacity

1 100

2 85

3 115

Total 300 Total 0

Outage 
Time

Restoration 
Time

08:16 12:25

08:21  

Total Unavailable Capacity 300

Event Summary

Description of Event Description of Event

Bog-Sherpur 132/33kV S/S Transformer-3 (424T) HT Tripped showing Trip Relay K31, 

 K32XFR. Auxiliary Relay (K13-14) relays Due to Water entered the PRD box. 

 

Aminbazar-Kaliakoir 230kV Ckt-1 Scheduled S/D from Kaliakoir 400/230/132kV end Due to 

Rangpur 30 865

Total 544 14457

Baghabari  100 MW GTPP

Barapukuria TPP  Unit-2

Siddhirgonj 210 MW  TPP

Rajshahi 85 1606

591

Khulna 185 1827

Barishal 0 473

Plant Name Plant Name

Total Import through C/B Interconnector:   1624

25723290.91

Production Cost (Tk.)

416965450.5

697473609.3

857461143

0

192330

76241886.06

958121003.4

670776

Tk. Tk.

Planned S/D Forced S/D

Zone-wise Load-shed and Demand Summary (MW) at evening peak Hour (21:00 Hr.)

Zone Load-Shed

Status of unavailable Power Plant

Maximum Power Flow (W-E):

E-W Interconnector & Import Scenario

Import through HVDC C/B Interconnector:   

Import through Adani C/B Interconnector:   

Import through Cumilla C/B Interconnector:   

0

1090

Energy Flow from East to West:

Energy Flow from West to East:

Power Flow during Peak Demand (W-E):

Demand

Dhaka 40 4987

300,71,26,198

Mymensingh 75 1176

Sylhet 0

Chattogram 35 1427

Cumilla 94 1505

08:21

08:25

08:58 12:13

Disc Cleaning. (ES Close 9.26) 

 

Kaliakoir-Tongi  230kV Ckt-2 Scheduled S/D from Kaliakoir 400/230/132kV end Due to Disc 

Cleaning. (ES Close : 9.29) 

 

Ghorasal-Joydeb-B   132kV Ckt-1 Project Work S/D from Pubail 132/33kV end Due to Line 

Maintenance Work 

 

Aminbazar-Kaliakoir 230kV Ckt-1 Scheduled S/D from Kaliakoir 400/230/132kV end Due to 
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09:10

09:10

09:13 12:31

09:14 12:30

09:15 12:27

09:15 12:28

09:39 12:03

09:48 18:39

10:03 16:37

12:25

12:41

13:24 14:01

14:21

14:45 15:14

Sirajgonj 225MW CCPP Unit-1 Synchronized with remarks:- GT  

Niamatpur 132/33kV S/S Transformer-2 (417T) LT Tripped showing SIPROTEC 7SJ81 relays Due 

to PBS, Niamatpur-2 33kv CT Burst. 

44.0MW load 

interrup. 

Ishwardi-Rooppur  132kV Ckt-1 Project Work S/D from Ruppur 132/11kV end. and from Ishurdi 

132/33kV end Due to scapffolding work at 132 ishwardi-ruppur circuit-1 

 

Bog-Sherpur 132/33kV S/S Transformer-3 (424T) LT is restored.  

Amnura 132/33kV S/S T-1 (406T) HT is restored.  

Jhenaidah 132/33kV S/S Jhenaidah1-Jhenaidah2,132kV Circuit-2(L3) Tripped showing Distance 

relay relays. 

 

Ghorashal-Ishwardi reconductoring work purpose. 

 

Nabinagar 132/33kV S/S Nabinagar-Dhamrai Ckt-2 Scheduled S/D Due to 230kV 

Ghorashal-Ishwardi reconductoring work purpose. 

 

Ghorasal-Joydeb-B   132kV Ckt-2 Project Work S/D from Joydebpur 132/33kV end. and from 

Pubail 132/33kV end Due to Line Maintenance Work 

 

Ashuganj-Kishoreganj 132kV Ckt-1 Project Work S/D from Bajitpur 132/33kV end.  

Siddhirganj 132/33kV S/S T-2 HT is restored.  

Nabinagar 132/33kV S/S T-1 LT Scheduled S/D Due to 230kV Ghorashal-Ishwardi 

reconductoring work purpose. 

 

Nabinagar 132/33kV S/S T-1 HT Scheduled S/D Due to 230kV Ghorashal-Ishwardi 

reconductoring work purpose. 

 

Nabinagar 132/33kV S/S Nabinagar-Dhamrai Ckt-1 Scheduled S/D Due to 230kV 

Siddhirganj 132/33kV S/S T-2 LT is restored.  

15:09

18:08

18:08

18:43

00:33

00:44 00:55

04:41 05:41

06:29 06:58

07:23

07:24

07:24

07:24

07:24

07:40

07:40

07:40

07:48

07:49

Niamatpur 132/33kV S/S Transformer-2 (417T) HT Forced S/D Due to PBS 33kv Busber red hot 

maintenance 

35.0MW load 

interrup. 

Chandpur 132/33kV S/S 422T(T-5) HT Forced S/D Due to Maintenance  

Chandpur 132/33kV S/S 422T(T-5) LT Forced S/D Due to Maintenance 

Barishal 230/132kV S/S T-5 LT Scheduled S/D Due to Hotspot maintenance  

Barishal 230/132kV S/S T-5 HT Scheduled S/D Due to Hot spot maintenance  

 

Chandpur 132/33kV S/S 33 kV T-5 section Forced S/D Due to Maintenance 25.0MW load interrup. 

Feni 132/33kV S/S Bus-1 Scheduled S/D Due to For bpdb 32.0MW load interrup. 

Feni 132/33kV S/S T-1(405T) LT Scheduled S/D Due to For bpdb request. 32.0MW load interrup. 

Feni 132/33kV S/S T-1(405T) HT Scheduled S/D 32.0MW load interrup. 

maintenance 

35.0MW load 

interrup. 

Jashore 132/33kV S/S T-3 HT is restored.  

Aminbazar-Airport(Old) 230kV Ckt-2 is restored.  

Fenchuganj-Sylhet (T at Bianibazar) 132kV Ckt-2 Tripped from Fenchuganj 230/132/33kV end 

 showing REC650REL670 relays Due to Bad Weather. 

 

Chattak-Sylhet 132 kV Ckt-2 Tripped from Sylhet 132/33kV end showing Distance protection 

Operated Signal relays Due to Distance protection Operated Signal 

 

Rampura 230/132kV S/S NLDC Trafo HT Tripped showing O/C ST-2 relays Due to N/A  

Niamatpur 132/33kV S/S Transformer-2 (417T) LT Forced S/D Due to PBS 33kv Busber red hot 

Shahjibazar 132/33kV S/S TR-04 LT Tripped showing Trip Relay-1 relays Due to Bisic Feeder 

CT Blast 

 

Amnura 132/33kV S/S T-1 (406T) LT is restored.  

Jashore 132/33kV S/S T-3 LT is restored.  

Network Operation Division Network Operation Division Network Operation Division

Sub-Divisional Engineer Executive Engineer Superintendent Engineer


