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13335.2 MW 12:00 Hr. MKWHr.

13922.2 MW 12:00 Hr. MKWHr.

14939.9 MW 20:00 Hr. MKWHr.

15699.9 MW 20:00 Hr. °C

12612.58 MW 06:00 Hr. MMCFD

14939.9 MW 20:00 Hr. Tk.

Gas Coal HFO HSD Hydro Solar Import Wind Total

32.65 0.00 17.93 0.00 0.00 0.21 0.00 0.00 50.78

6.00 46.66 12.50 0.00 1.92 0.15 0.00 0.06 67.29

26.72 0.00 8.28 0.00 0.00 0.33 3.92 0.00 39.25

1.07 0.00 3.15 0.00 0.00 0.27 0.00 0.00 4.49

27.58 0.00 0.00 0.00 0.00 0.06 0.00 0.00 27.64

5.93 29.21 0.58 0.00 0.00 0.61 21.33 0.00 57.67

5.71 28.59 0.88 0.00 0.00 0.00 0.00 0.00 35.18

19.06 0.00 2.00 0.00 0.00 1.60 18.13 0.00 40.80

0.00 1.20 2.77 0.00 0.00 1.45 0.00 0.00 5.43

124.73 105.67 48.09 0.00 1.92 4.68 43.39 0.06 328.54

Fuel Fuel

Gas Hydro

Coal Solar

HFO Import

HSD Wind

Total: Tk.

KWHr: MKWHr: 21.334545 Peak Hr Flow 909.00 MW at 20:00 hrs.

KWHr: MKWHr: 18.133567 Peak Hr Flow 757.00 MW at 20:00 hrs.

MW: MKWHr: 3.91776 Peak Hr Flow 180.00 MW at 20:00 hrs.

MW: MKWHr: 43.385872 Peak Hr Flow 1846.00 MW at 20:00 hrs.

Sl Capacity Sl Capacity

1 100

2 85

3 115

Total 300 Total 0

Outage 
Time

Restoration 
Time

08:19 18:14

08:20 18:13

08:21 11:10

08:32

08:33

09:07 14:03

09:07 17:32

09:08 14:01

09:08 17:31

09:20

09:22

09:26 11:42

09:28 11:42

09:39 12:31

09:39 12:27 Barishal 230/132kV S/S T-4 HT Scheduled S/D Due to Hotspot maintenance  

Patiya 132/33kV S/S TRAFO-01 LT Forced S/D Due to Pbs work 33kv bus.  

Patiya 132/33kV S/S TRAFO-01 HT Forced S/D  

Barishal 230/132kV S/S T-4 LT Scheduled S/D Due to Hotspot maintenance  

Ishwardi-Rooppur  132kV Ckt-2 Project Work S/D from Ishurdi 132/33kV end Due to  

Isd-Ghorasal ckt-2 reconductoring purpose scaffolding work 

Barishal 230/132kV S/S T-5 HT is restored.  

Barishal 230/132kV S/S T-5 LT is restored.  

Joydebpur 132/33kV S/S GT-2 LT Scheduled S/D Due to 33 kV Bus Maintenance by PBS.  

Ishwardi-Rooppur  132kV Ckt-1 Project Work S/D from Ruppur 132/11kV end.  

Joydebpur 132/33kV S/S GT-2 HT Scheduled S/D Due to 33 kV Bus Maintenance by PBS.  

Haripur 230/132kV S/S 132kV Bus Coupler Scheduled S/D Due to Red Hot Maintenance.  

Rangpur-Saidpur  132kV Ckt-1 Scheduled S/D from Rangpur 132/33kV end Due to Development  

work 

Taraganj 132/33kV S/S Taraganj-Rangpur CKT-01 Scheduled S/D  

Event Summary

Description of Event Description of Event

Jashore 132/33kV S/S T-3 LT Project Work S/D  

Jashore 132/33kV S/S T-3 HT Project Work S/D  

Plant Name Plant Name

Baghabari  100 MW GTPP

Barapukuria TPP  Unit-2

Siddhirgonj 210 MW  TPP

Total Unavailable Capacity 300

Total 727 15212

Status of unavailable Power Plant

Planned S/D Forced S/D

Rajshahi 90 1576

Rangpur 100 949

Khulna 160 1915

Barishal 30 457

Mymensingh 160 1245

Sylhet 60 532

Chattogram 17 1555

Cumilla 70 1527

Zone-wise Load-shed and Demand Summary (MW) at evening peak Hour (20:00 Hr.)

Zone Load-Shed Demand

Dhaka 40 5456

Power Flow during Peak Demand (W-E): 1111 Import through Cumilla C/B Interconnector:   

Maximum Power Flow (W-E): 1870 Total Import through C/B Interconnector:   

Energy Flow from East to West: 0 Import through HVDC C/B Interconnector:   

Energy Flow from West to East: 28238618.18 Import through Adani C/B Interconnector:   

844230748.8 239651663.9

0 903782.4

231,55,18,675

E-W Interconnector & Import Scenario

Production Cost (Tk.)

Tk. Tk.

437967160.7 191772

717237659.4 75335888.29

Sylhet Zone

Khulna Zone

Barishal Zone

Rajshahi Zone

Rangpur Zone

Total

Zone-wise Generation Summary (MKWHr.)

Dhaka Zone

Chattogram Zone

Cumilla Zone

Mymensingh Zone

Minimum Generation of the Day Total Gas Supplied 901.75

Maximum Generation of the Day Production Cost per KWHr 7.04795

Evening Peak Generation Energy Demand 341.91375

Evening Peak Demand Maximum Temperature 35.10

Day Peak Generation Energy Generated 328.53775

Day Peak Demand Energy Unserverd 13.37600
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Power Supply Scenario

Fuel-Wise Generation Summary

Gas

Coal

HFO

HSD

Hydro

Solar

Import

Wind

Cost-Wise Generation Summary

Gas

Coal

HFO

HSD

Hydro

Solar

Import

Wind
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09:46

09:46

09:48 10:30

09:59

09:59

09:59

10:00 17:37

10:05

10:05

10:05

10:26 13:56

10:27

10:27 13:56

10:31 18:44

10:39 12:51

10:41 12:51

11:18 11:25

12:48

12:52

13:56

14:52

15:03

15:03

20:11

06:00

06:48

06:49

07:01

07:01

07:02

07:18

Network Operation Division Network Operation Division Network Operation Division

shutdown taken by NLDC and from Bibiana 400/230kV end Due to EM 

Haripur 230/132kV S/S 132kV Reserve Bus Sec-1 Scheduled S/D  

Sub-Divisional Engineer Executive Engineer Superintendent Engineer

Haripur 230/132kV S/S Auto TR-1 LT Scheduled S/D  

Haripur 230/132kV S/S Auto TR-1 HT Scheduled S/D  

Bibiyana-Kaliakoir 400 kV Ckt-2 Scheduled S/D from Kaliakoir 400/230/132kV end Due to  

bus section -০1 ( 04 no feeder at source side)  . This shutdown taken by jpbs-2 interrup. 

Narail 132/33kV S/S TR1 (403-T) HT Scheduled S/D Due to Red hot maintenance work in 33KV 28.0MW load 

bus section -০1 ( 04 no feeder at source side)  . This shutdown taken by jpbs-2 interrup. 

Rajshahi 132/33kV S/S 132 kV PPP 50 Mw is restored.  

Minimum Generation: 13457 MW.  

Narail 132/33kV S/S TR1 (403-T) LT Scheduled S/D Due to Red hot maintenance work in 33KV 28.0MW load 

Fenchuganj-Sylhet (South) 132KV Ckt-1 is restored.  

Fenchuganj-Sylhet (T at Bianibazar) 132kV Ckt-2 is restored.  

Fenchuganj -Sylhet   132kV Ckt-1 is restored.  

Khulna (C) S/S Tr-3 405T HT is restored.  

Khulna (C) S/S Tr-3 405T LT is restored.  

Sirajganj 132/33kV S/S T3-(435) LT is restored.  

Mahasthangarh 132/33kV S/S 416T MTR 2 HT Forced S/D Due to pirob 33 kV feeder redhot. 30.0MW load 

interrup. 

Shahjibazar 132/33kV S/S TR-02 LT Tripped showing 33 kv OC/EF Protection Relay relays Due  

to Shayestaganj Feeder Trip 

damaged part. 

Ashuganj-Kishoreganj 132kV Ckt-2 Project Work S/D from Bajitpur 132/33kV end.  

Mahasthangarh 132/33kV S/S 416T MTR 2 LT Forced S/D Due to pirob 33 kV feeder redhot. 30.0MW load 

interrup. 

damaged part. interrup. 

Fenchuganj-Sylhet (South) 132KV Ckt-2 Forced S/D from Sylhet (South) end Due to Line  

Fault Removal. 

Sirajganj 132/33kV S/S T4-(445) HT Forced S/D Due to Emergency 33kv DS work for changing  

Chandpur 132/33kV S/S 33 kV T-5 section is restored.  

Chandpur 132/33kV S/S 422T(T-5) LT is restored.  

Sirajganj 132/33kV S/S T4-(445) LT Forced S/D Due to Emergency 33kv DS work for changing 16.0MW load 

Feni 132/33kV S/S Bus-1 is restored.  

Bhulta 132/33kV S/S GT2 HT Forced S/D Due to for Narayanganj pbs-02 purbachal feeder  

faulty section work. 

Chandpur 132/33kV S/S 422T(T-5) HT is restored.  

Ashuganj-Kishoreganj 132kV Ckt-1 Project Work S/D from Bajitpur 132/33kV end.  

Feni 132/33kV S/S T-1(405T) HT is restored.  

Feni 132/33kV S/S T-1(405T) LT is restored.  

Niamatpur 132/33kV S/S Transformer-2 (417T) HT is restored.  

Niamatpur 132/33kV S/S Transformer-2 (417T) LT is restored.  


