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13152.29 MW 12:00 Hr. MKWHr.

13903.29 MW 12:00 Hr. MKWHr.

13847.95 MW 21:00 Hr. MKWHr.

14888.95 MW 21:00 Hr. °C

11709.39 MW 06:00 Hr. MMCFD

13847.95 MW 21:00 Hr. Tk.

Gas Coal HFO HSD Hydro Solar Import Wind Total

33.29 0.00 19.50 0.00 0.00 0.20 0.00 0.00 53.00

5.64 33.27 12.16 0.00 1.92 0.15 0.00 0.05 53.19

26.99 0.00 5.59 0.00 0.00 0.51 4.06 0.00 37.15

0.30 0.00 2.08 0.00 0.00 0.25 0.00 0.00 2.64

28.33 0.00 0.00 0.00 0.00 0.07 0.00 0.00 28.41

3.08 29.05 0.47 0.00 0.00 0.69 22.31 0.00 55.60

5.69 29.74 2.53 0.00 0.00 0.00 0.00 0.00 37.97

17.75 0.00 2.60 0.00 0.00 1.04 17.97 0.00 39.36

0.00 0.00 2.85 0.00 0.00 1.36 0.00 0.00 4.22

121.08 92.06 47.80 0.00 1.92 4.28 44.34 0.05 311.54

Fuel Fuel

Gas Hydro

Coal Solar

HFO Import

HSD Wind

Total: Tk.

KWHr: MKWHr: 22.310545 Peak Hr Flow 923.00 MW at 21:00 hrs.

KWHr: MKWHr: 17.970182 Peak Hr Flow 754.45 MW at 21:00 hrs.

MW: MKWHr: 4.06368 Peak Hr Flow 186.00 MW at 21:00 hrs.

MW: MKWHr: 44.344407 Peak Hr Flow 1863.45 MW at 21:00 hrs.

Sl Capacity Sl Capacity

1 100

2 85

3 115

Total 300 Total 0

Outage Time
Restoration 

Time
08:11 14:14

08:16 14:16

08:27 08:45

08:28 08:44

33 KV side structure. interrup. 

Benapole 132/33kV S/S Transformer-1(406T) HT Forced S/D Due to To remove bird nest from  

33 KV side structure. 

Feni 132 kv grid substation end 

Chauddagram-Feni 132 kV Ckt-2 Scheduled S/D from Feni 132/33kV end Due to For T2 132KV  

breaker replacement work and from Feni 230/132kV end Due to Due to breaker replacement at 

Feni 132kv substation end 

Benapole 132/33kV S/S Transformer-1(406T) LT Forced S/D Due to To remove bird nest from 28.0MW load 

Event Summary

Description of Event Description of Event

Chauddagram-Feni 132 kV Ckt-1 Scheduled S/D from Feni 132/33kV end Due to For T2 132KV  

breaker replacement work and from Feni 230/132kV end Due to Due to breaker replacement at 

Plant Name Plant Name

Baghabari  100 MW GTPP

Barapukuria TPP  Unit-2

Siddhirgonj 210 MW  TPP

Total Unavailable Capacity 300

Total 996 14298

Status of unavailable Power Plant

Planned S/D Forced S/D

Rajshahi 70 1481

Rangpur 86 896

Khulna 170 1751

Barishal 60 429

Mymensingh 165 1121

Sylhet 55 500

Chattogram 50 1449

Cumilla 120 1434

Zone-wise Load-shed and Demand Summary (MW) at evening peak Hour (21:00 Hr.)

Zone Load-Shed Demand

Dhaka 220 5237

Power Flow during Peak Demand (W-E): 1549 Import through Cumilla C/B Interconnector:   

Maximum Power Flow (W-E): 2180 Total Import through C/B Interconnector:   

Energy Flow from East to West: 0 Import through HVDC C/B Interconnector:   

Energy Flow from West to East: 6405836.36 Import through Adani C/B Interconnector:   

838621304.9 243664519

0 663715.2

220,07,93,153

E-W Interconnector & Import Scenario

Production Cost (Tk.)

Tk. Tk.

423813205.6 192318

625028966.5 68809123.83

Sylhet Zone

Khulna Zone

Barishal Zone

Rajshahi Zone

Rangpur Zone

Total

Zone-wise Generation Summary (MKWHr.)

Dhaka Zone

Chattogram Zone

Cumilla Zone

Mymensingh Zone

Minimum Generation of the Day Total Gas Supplied 872.40

Maximum Generation of the Day Production Cost per KWHr 7.06433

Evening Peak Demand Maximum Temperature 34.30

Day Peak Generation Energy Generated 311.53618

Day Peak Demand Energy Unserverd 16.15900
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Power Supply Scenario

Evening Peak Generation Energy Demand 327.69518

Fuel-Wise Generation Summary

Gas

Coal

HFO

HSD

Hydro

Solar

Import

Wind

Cost-Wise Generation Summary

Gas

Coal

HFO

HSD

Hydro

Solar

Import

Wind
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09:03

09:03

09:10

09:59 16:03

09:59 16:02

10:17 19:50

10:17 19:50

10:49 19:48

10:50 12:21

11:22 12:21

11:38

11:38

12:00

13:00 17:19

13:49

14:16

14:16

14:16

16:46

17:01

17:02

17:09 19:36

17:21

17:40

17:48

18:11

19:33

21:00

22:57 01:24

23:06

23:10

23:36 01:32

00:08 00:30

00:08 00:38

00:08 00:26

00:24 00:29

dopdopia 1 feeder fault. interrup. 

interrup. 

Khulna (C) S/S TR-1 425T LT Tripped showing OC/EF relays Due to Pbs sadar feeder fault 5.0MW load 

interrup. 

Barishal 132/33kV S/S T-2 (415T) LT Tripped showing Lockout relay relays Due to 33 kV 20.0MW load 

siprotec 7sA87 relays Due to Over voltage 

Khulna (C) S/S Tr-2 415 T HT Tripped showing OC/EF relays Due to Pbs sadar feeder fault 5.0MW load 

interrup. 

Khulna (C) S/S Tr-2 415 T LT Tripped showing OC/EF relays Due to Pbs sadar feeder fault. 5.0MW load 

Due to Transmission line fault 

Goalpara 132/33kV S/S T-6 LT Scheduled S/D  

Goalpara 132/33kV S/S T-6 HT Scheduled S/D  

Bagerhat-Bhandaria 132 kV Ckt-1 Tripped from Bagerhat 132/33kV end showing Siemens  

Evening peak generation 13847 MW  

Khulna(C )-Noapara  132kV Ckt-2 Tripped from Noapara 132/33kV end showing Distance Relay  

 (21): Siemens SIPROTEC 7SA87 Relay Info: Zone: Z1, Distance: 11.2km,  Phase: A Phase 

relays Due to Distance Relay Trip and from Khulna (C) end showing Distance relay relays 

Bhola Nutan Biddut BD LTD GT-1 Synchronized with remarks:- GT-11 Synchronize at 18:11  

hrs. after Annual Borescope Inspection. 

Bhola Nutan Biddut BD LTD GT-1 Tripped with remarks:- GT-11 Tripped on Turbine Protection  

at 19:33 hrs. 

the first time 

Kishoreganj 132/33kV S/S Tr-2 (414T) HT is restored.  

Naogaon 230/132 kV ATR-2 (225/300 MVA) transformer was charged in no-load condition for  

the first time 

Taraganj 132/33kV S/S Taraganj-Rangpur CKT-02 is restored.  

Aminbazar 400/230/132kV S/S 230/132kv Tr-03 LT Forced S/D Due to For Red Hot remove  

Naogaon 230/132 kV ATR-3 (225/300 MVA) transformer was charged in no-load condition for  

Feni 132/33kV S/S T-2(415T) HT is restored.  

BIPTC S/S 10CF16 is restored.  

Rangpur-Saidpur  132kV Ckt-2 is restored.  

Feni 132/33kV S/S Feni-Lanka HFO PS is restored.  

Feni 132/33kV S/S T-1(405T) HT is restored.  

Feni 132/33kV S/S T-1(405T) LT is restored.  

termination blast (b phase) at gis end. 

Day Peak Generation: 13147 MW.  

Sreepur 230/132/33kV S/S Sreepur-Ashuganj Ckt-2 Tripped showing line Diff. Protection  

Relay relays Due to Distance Trip 

Keranigonj 230/132/33kV S/S ATR-3 HT Scheduled S/D Due to GIS compartment maintenance  

work at 132 kV side. 

Keranigonj 230/132/33kV S/S ATR-3 LT Scheduled S/D Due to GIS compartment maintenance  

work. this 132 kv part of the transformer is not operantional since 03.01.2025 because of 

Bogura 400/230kV S/S Bogura - Rooppur 400 KV Line-1 Scheduled S/D Due to Relay Pannel  

work rooppur site. 

BIPTC S/S 20DF21 Tripped showing 87.1 relays Due to C1 Unbalance 60/61 instant L2 Trip  

BIPTC S/S 20DF21 Scheduled S/D Due to For Maintenance work  

Kachua 230/132/33kV S/S TR-2 HT Project Work S/D Due to DFDR test  

Bogura 400/230kV S/S ATR-01 LT Scheduled S/D Due to FDS ( Sergi) R.Disc Maintenance  

Bogura 400/230kV S/S ATR-01 HT Scheduled S/D Due to FDS ( Sergi) R.Disc Maintenance  

SS Power Tripped with remarks:- unit-2  

SS Power Synchronized  

Kachua 230/132/33kV S/S TR-2 LT Project Work S/D Due to DFDR test  

SS Power Tripped  
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01:40 02:40

01:40 02:40

02:01

02:53 03:25

03:01 03:41

04:12

04:12

04:15

04:15

05:26

05:27

05:54

06:07

06:07

06:20

06:20

06:28

06:29

Network Operation Division Network Operation Division Network Operation Division

Mongla 132/33kV S/S T-2 HT Scheduled S/D Due to 33KV Bus PT change by Pbs. 20.0MW load 

interrup. 

Sub-Divisional Engineer Executive Engineer Superintendent Engineer

Chattak-Sylhet 132 kV Ckt-1 Scheduled S/D from Sylhet 132/33kV end Due to Chhatak ckt -2  

Breaker Maintenance of Chhatak grid end. 

Mongla 132/33kV S/S T-2 LT Scheduled S/D Due to 33KV Bus PT change by Pbs. 20.0MW load 

interrup. 

chhatak-Sunamgonj ckt-1 maintenance interrup. Sunamganj 

132/33kV end  

Chattak-Sylhet 132 kV Ckt-2 Scheduled S/D from Sylhet 132/33kV end Due to Chhatak ckt -2  

Breaker Maintenance of Chhatak grid end. 

capacity. 

Sunamganj 132/33kV S/S Chhatak-Sunamgonj CKT-2 Scheduled S/D Due to Due to 12.0MW load 

chhatak-sunamgonj ckt-2 maintenance interrup. 

Chattak-Sunamganj 132 kV Ckt-1 Scheduled S/D from Sunamganj 132/33kV end Due to Due to 12.0MW load 

Rampal 1320 MW (BIFPCL) Tripped with remarks:- U2  

Rampal 1320 MW (BIFPCL) Synchronized with remarks:- unit-1 (False sms )  

Bhola Nutan Biddut BD LTD record a general event:- Station Reached 220 MW full load  

current protection relay. relays Due to Natural disasters interrup. 

Bhola Nutan Biddut BD LTD GT-1 Synchronized with remarks:- None  

Bhola Nutan Biddut BD LTD record a general event:- GT11 Synchronised to Grid  

  trip,B phase trip,Zone -01 trip relays Due to Due to stormy weather and thundering 

Kulaura 132/33kV S/S TR-1 AB LT Tripped showing Differential protection Relay, Over 8.0MW load 

Current protection relay relays Due to Natural Disaster interrup. 

Kulaura 132/33kV S/S TR-1 AB HT Tripped showing Differential Protection relay,  Over 8.0MW load 

to Due to Thunderstorm 

Madunaghat-Sikalbaha 132kV Ckt-2 Tripped from Madunaghat 132/33kV end showing REL-670  

relays Due to Bad weather 

Cox'sbazar-Dohazari 132 kV Ckt-2 Tripped from Dohazari 132/33kV end showing General  

Kishoreganj 132/33kV S/S Tr-1 (404T) LT Tripped showing P40 Agile relays Due to Bajitpur 28.0MW load 

feedr 33 kv breaker to bus DS loop joint out. interrup. 

Baroaulia-Hathazari 132 kV Ckt-1 Tripped from Baroaulia 132/33kV end showing A relays Due  

Kishoreganj 132/33kV S/S Tr-2 (414T) LT Tripped showing P 40 agile relays Due to Bajitpur 28.0MW load 

 feeder 33 kv breaker to bus DS loop joint out interrup. 


