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12761.9 MW 12:00 Hr. MKWHr.

13103.9 MW 12:00 Hr. MKWHr.

13305.4 MW 19:00 Hr. MKWHr.

13620.4 MW 19:00 Hr. °C

9236.89 MW 04:00 Hr. MMCFD

13544.72 MW 13:00 Hr. Tk.

Gas Coal HFO HSD Hydro Solar Import Wind Total

31.55 0.00 8.98 0.00 0.00 0.25 0.00 0.00 40.78

5.25 32.21 6.15 0.00 1.93 0.11 0.00 0.12 45.77

25.36 0.00 2.24 0.00 0.00 0.48 3.71 0.00 31.80

0.25 0.00 1.98 0.00 0.00 0.38 0.00 0.00 2.60

27.40 0.00 0.00 0.00 0.00 0.09 0.00 0.00 27.48

3.50 17.18 0.20 0.00 0.00 0.61 22.31 0.00 43.80

7.66 31.98 1.03 0.00 0.00 0.00 0.00 0.00 40.68

17.14 0.00 1.14 0.00 0.00 1.74 16.11 0.00 36.13

0.00 0.00 1.79 0.00 0.00 1.60 0.00 0.00 3.39

118.12 81.37 23.51 0.00 1.93 5.25 42.13 0.12 272.43

Fuel Fuel

Gas Hydro

Coal Solar

HFO Import

HSD Wind

Total: Tk.

KWHr: MKWHr: 22.310545 Peak Hr Flow 923.00 MW at 19:00 hrs.

KWHr: MKWHr: 16.112727 Peak Hr Flow 757.00 MW at 19:00 hrs.

MW: MKWHr: 3.71136 Peak Hr Flow 186.00 MW at 19:00 hrs.

MW: MKWHr: 42.134632 Peak Hr Flow 1866.00 MW at 19:00 hrs.

Sl Capacity Sl Capacity

1 100

2 85

3 115

Total 300 Total 0

Outage 
Time

Restoration 
Time
08:02

08:03

08:33

08:36

08:43

08:44

08:46

Amnura 132/33kV S/S T-2 (416T) HT Scheduled S/D Due to Oil Leakage Maintenance Works  

Sunamganj 132/33kV S/S Chhatak-Sunamgonj CKT-2 is restored.  

Chattak-Sylhet 132 kV Ckt-2 is restored.  

Chattak-Sunamganj 132 kV Ckt-1 is restored.  

Amnura 132/33kV S/S T-2 (416T) LT Scheduled S/D Due to Oil Leakage Maintenance Works  

Event Summary

Description of Event Description of Event

Kulaura 132/33kV S/S TR-1 AB HT is restored.  

Kulaura 132/33kV S/S TR-1 AB LT is restored.  

Plant Name Plant Name

Baghabari  100 MW GTPP

Barapukuria TPP  Unit-2

Siddhirgonj 210 MW  TPP

Total Unavailable Capacity 300

Total 301 13125

Status of unavailable Power Plant

Planned S/D Forced S/D

Rajshahi 0 849

Rangpur 0 955

Khulna 0 1564

Barishal 0 244

Mymensingh 85 882

Sylhet 70 533

Chattogram 35 1293

Cumilla 100 1373

Zone-wise Load-shed and Demand Summary (MW) at evening peak Hour (19:00 Hr.)

Zone Load-Shed Demand

Dhaka 11 5432

Power Flow during Peak Demand (W-E): 1714 Import through Cumilla C/B Interconnector:   

Maximum Power Flow (W-E): 2480 Total Import through C/B Interconnector:   

Energy Flow from East to West: 0 Import through HVDC C/B Interconnector:   

Energy Flow from West to East: 36989581.82 Import through Adani C/B Interconnector:   

407362459.3 227982708.3

0 1772260.8

167,93,46,160

E-W Interconnector & Import Scenario

Production Cost (Tk.)

Tk. Tk.

411937507.6 192756

545971404.1 84127064.9

Sylhet Zone

Khulna Zone

Barishal Zone

Rajshahi Zone

Rangpur Zone

Total

Zone-wise Generation Summary (MKWHr.)

Dhaka Zone

Chattogram Zone

Cumilla Zone

Mymensingh Zone

Minimum Generation of the Day Total Gas Supplied 914.09

Maximum Generation of the Day Production Cost per KWHr 6.16425

Evening Peak Generation Energy Demand 277.26038

Evening Peak Demand Maximum Temperature 33.10

Day Peak Generation Energy Generated 272.43338

Day Peak Demand Energy Unserverd 4.82700
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Power Supply Scenario

Fuel-Wise Generation Summary

Gas

Coal

HFO

HSD

Hydro

Solar

Import

Wind

Cost-Wise Generation Summary

Gas

Coal

HFO

HSD

Hydro

Solar

Import

Wind
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09:00 09:40

09:00 09:30

09:01 09:40

09:02 12:47

09:06 17:51

09:17 14:36

09:17 14:36

09:33 18:18

09:34 18:17

09:35

09:35

09:50 15:10

09:50 15:00

10:05 12:51

10:06 12:51

10:20

10:22 15:28

10:23 15:29

10:36

10:52

11:53 13:09

11:54 12:36

11:54 13:03

12:00

12:05

12:07

12:19

12:20

13:57

13:57

14:17

14:18

15:17 17:23

15:17 15:42

15:18 17:21

15:18 15:43

16:03

16:03

16:33

17:59 18:16

Madunaghat-Sikalbaha 132kV Ckt-2 is restored.  

Chandraghona 132/33kV S/S TR-01(406T) LT Forced S/D 25.0MW load 

interrup. 

Chapai 132/33kV S/S T-2 (415T) HT Project Work S/D Due to T-01 bay upgrading  

Haripur 230/132kV S/S Auto TR-1 LT is restored.  

Haripur 230/132kV S/S Auto TR-1 HT is restored.  

Kachua 230/132/33kV S/S ATR-2 LT Project Work S/D Due to DFDR test  

Chapai 132/33kV S/S T-2 (415T) LT Project Work S/D Due to T-01 bay upgrading  

Kachua 230/132/33kV S/S ATR-2 HT Project Work S/D Due to DFDR test  

Rampal 1320 MW (BIFPCL) Tripped with remarks:- U2   

Kishoreganj 132/33kV S/S Tr-3 (424T) LT Scheduled S/D Due to T3 painting work.  

Kishoreganj 132/33kV S/S Tr-3 (424T) HT Scheduled S/D Due to T3 painting work.  

Mongla 132/33kV S/S T-2 HT is restored.  

Mongla 132/33kV S/S T-2 LT is restored.  

Rampal 1320 MW (BIFPCL) Synchronized with remarks:- U2 trip-13:57 on 07.4.26  

 Day Peak Generation: 12758 MW  

Goalpara 132/33kV S/S T-6 HT is restored.  

Goalpara 132/33kV S/S T-6 LT is restored.  

Halishahar 132/33kV S/S 405T(TR-1) HT Forced S/D Due to Due to remove bird nest from T-1  

33 kV side gantry. 

Sreepur 230/132/33kV S/S 132/33 kV T-2 HT Forced S/D Due to 33kV feeder DS Repair (S/D  

taken by PBS) 

Baroaulia-Hathazari 132 kV Ckt-1 is restored.  

Sreepur 230/132/33kV S/S 132/33 kV T-2 LT Forced S/D Due to 33 kV Feeder DS repair (S/D 20.0MW load 

taken by PBS) interrup. 

Gopalganj 400/132kV S/S 230kV Barisal CKT-01 Scheduled S/D  

Barishal 230/132kV S/S Gopalgonj CKT-1 Scheduled S/D Due to Shutdown Taken from Gopalgonj  

Rampal 1320 MW (BIFPCL) Synchronized with remarks:- U2   

Sirajganj 132/33kV S/S T4-(445) HT Scheduled S/D Due to 33KV Tarash feeder CT 20.0MW load 

Re-installation work interrup. 

Rangpur 132/33kV S/S Rangpur-GTPS Project Work S/D Due to New gantry conductor connection  

Kachua 230/132/33kV S/S ATR-1 HT Project Work S/D Due to DFDR Test  

Sirajganj 132/33kV S/S T4-(445) LT Scheduled S/D Due to 33KV Tarash feeder CT 20.0MW load 

Re-installation work interrup. 

Chattak-Sylhet 132 kV Ckt-1 is restored.  

Chattak-Sylhet 132 kV Ckt-1 is restored.  

Kachua 230/132/33kV S/S ATR-1 LT Project Work S/D Due to DFDR Test  

Barapukuria 230/132/33kV S/S 230/132KV T-06, 723T LT Scheduled S/D Due to Oil lekage  

maintenance. 

Barapukuria 230/132/33kV S/S 230/132KV T-06, 723T HT Scheduled S/D Due to Oil lekage  

maintenance. 

to U/N 

Mirpur-Uttara  3PH  132kV Ckt-1 Scheduled S/D from Mirpur 132/33kV end.  

Bogura 400/230kV S/S ATR-01 LT Scheduled S/D Due to Oil Leakage Maintenance  

Bogura 400/230kV S/S ATR-01 HT Scheduled S/D Due to Oil Leakage Maintenance  

Haripur 230/132kV S/S Ullon (Maniknagar-2) Tripped showing Ph-B, Zone-2. relays Due to  

Unknown. 

Shahjibazar 132/33kV S/S TR-04 HT Scheduled S/D Due to Redhot Maintenance by pdb  

Siddhirganj 132/33kV S/S 120MW EGCB GT1 Tripped showing LBB initiation,Lockout relays Due  

Shahjibazar 132/33kV S/S TR-04 LT Scheduled S/D Due to Redhot Maintenance by pdb  
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18:01 18:15

19:00

20:13

22:29 22:40

22:44 01:49

22:45 01:48

22:48

01:07

01:07

01:07

01:07

01:09

02:40

05:00

06:38 07:11

06:38 07:11

07:11

07:17

07:17

07:18

07:18

Network Operation Division Network Operation Division Network Operation Division

Haripur 230/132kV S/S 132kV Bus Coupler Scheduled S/D  

Haripur 230/132kV S/S 132kV Reserve Bus Sec-2 Scheduled S/D  

Sub-Divisional Engineer Executive Engineer Superintendent Engineer

Haripur 230/132kV S/S Auto TR-1 HT is restored.  

Haripur 230/132kV S/S Auto TR-2 LT Scheduled S/D  

Haripur 230/132kV S/S Auto TR-2 HT Scheduled S/D Due to None  

Minimum generation 9747 MW  

Haripur 230/132kV S/S Auto TR-1 LT Scheduled S/D  

Haripur 230/132kV S/S Auto TR-1 HT Scheduled S/D  

Matarbari 2*600 MW (CPGCBL) Ready with remarks:- U-2 SD-01:07 on 08.4.26  

Ashuganj 420 MW CCPP (East) ST was synchronized  

Barapukuria PS unit-1 was synchronized  

Matarbari 2*600 MW (CPGCBL) unit-2 was shutdown due to coal shortage  

Matarbari 2*600 MW (CPGCBL) Shutdown with remarks:- U-2  

Matarbari 2*600 MW (CPGCBL) Synchronized with remarks:- U-2 SD-01:07 on 08.4.26  

interrup. 

Mahasthangarh 132/33kV S/S 406T MTR1 HT Forced S/D Due to NESCO 33kV feeder redhot work. 24.0MW load 

interrup. 

Ashuganj 420 MW CCPP (East) ST was forced shutdown due to HRSG problem  

SOTF trip & Zone-01 trip 

Nawabganj 132/33kV S/S TR-2 LT Tripped showing Over current relay relays Due to Over  

current 

Mahasthangarh 132/33kV S/S 406T MTR1 LT Forced S/D Due to NESCO 33kV feeder redhot work. 24.0MW load 

cable maintenance interrup. 

Evening peak generation is 13305 MW.  

Keranigonj 230/132/33kV S/S 132 kV Hasnabad Ckt. 1 Tripped showing 86.1 relays Due to  

Chandraghona 132/33kV S/S TR-01(406T) HT Forced S/D Due to WASA 33KV feeder underground 25.0MW load 


