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12430.4 MW 12:00 Hr. MKWHr.

12663.44 MW 12:00 Hr. MKWHr.

13355.5 MW 20:00 Hr. MKWHr.

14098.5 MW 20:00 Hr. °C

9777 MW 05:00 Hr. MMCFD

13355.5 MW 20:00 Hr. Tk.

Gas Coal HFO HSD Hydro Solar Import Wind Total

34.04 0.00 11.53 0.00 0.00 0.19 0.00 0.00 45.75

5.48 29.33 6.64 0.00 1.91 0.11 0.00 0.10 43.56

28.33 0.00 3.58 0.00 0.00 0.44 3.91 0.00 36.26

0.11 0.00 2.06 0.00 0.00 0.37 0.00 0.00 2.54

26.58 0.00 0.00 0.00 0.00 0.08 0.00 0.00 26.66

2.91 14.39 0.17 0.00 0.00 0.51 22.22 0.00 40.19

8.51 36.22 1.45 0.00 0.00 0.00 0.00 0.00 46.18

17.46 0.00 1.75 0.00 0.00 1.47 17.54 0.00 38.22

0.00 1.17 2.75 0.00 0.00 1.70 0.00 0.00 5.62

123.42 81.11 29.92 0.00 1.91 4.88 43.67 0.10 284.99

Fuel Fuel

Gas Hydro

Coal Solar

HFO Import

HSD Wind

Total: Tk.

KWHr: MKWHr: 22.216727 Peak Hr Flow 923.00 MW at 20:00 hrs.

KWHr: MKWHr: 17.541818 Peak Hr Flow 759.00 MW at 20:00 hrs.

MW: MKWHr: 3.912 Peak Hr Flow 180.00 MW at 20:00 hrs.

MW: MKWHr: 43.670545 Peak Hr Flow 1862.00 MW at 20:00 hrs.

Sl Capacity Sl Capacity

1 20

2 100

3 85

4 115

Total 320 Total 0

Outage 
Time

Restoration 
Time

08:18 17:05

08:19 17:05

08:19 17:05

08:19 17:06

08:23 10:58

08:24 10:57

08:38 17:08

09:06 11:02

09:07 11:01

09:17

09:29 16:45

09:30 16:43

09:58 14:16

Barapukuria 230/132/33kV S/S 230/132 KV T-02, 713T HT Scheduled S/D Due to Oil leakage  

maintenance work 

Beanibazar 132/33kV S/S 132 KV Transformer TR-01 LT Scheduled S/D Due to Tan-delta test  

interrup. 

Sylhet 132/33kV S/S Sylhet-90MW P/S Scheduled S/D Due to Project work Purpose.  

Barapukuria 230/132/33kV S/S 230/132 KV T-02, 713T LT Scheduled S/D Due to Oil leakage  

maintenance work 

Mirpur 132/33kV S/S Main Bus Scheduled S/D Due to Gantry Structure Painting works.  

Kulaura 132/33kV S/S TR-1 AB LT Scheduled S/D Due to PBS Bus DS Redhot maintenance 18.0MW load 

interrup. 

Kulaura 132/33kV S/S TR-1 AB HT Scheduled S/D Due to PBS Bus DS Redhot maintenance 18.0MW load 

Gopalganj 132/33kV S/S Gallamari-2 Scheduled S/D Due to ALDC  

Khulna (C) S/S TR-1 425T LT Scheduled S/D Due to Hot spot maintenance  

Khulna (C) S/S TR-1 425T HT Scheduled S/D Due to Hot spot maintenance  

Stringing SRTL line 

Gollamari 132/33kV S/S E07 Gollamari-Gopalgonj Line - 2 Project Work S/D Due to Conductor  

Stringing SRTL line 

Gopalganj 132/33kV S/S Gallamari-1 Scheduled S/D Due to ALDC  

Total Unavailable Capacity 320

Event Summary

Description of Event Description of Event

Gollamari 132/33kV S/S E01 Gollamari-Gopalgonj Line - 1 Project Work S/D Due to Conductor  

Plant Name Plant Name

Rangpur 20 MW  GTPP

Baghabari  100 MW GTPP

Barapukuria TPP  Unit-2

Siddhirgonj 210 MW  TPP

Total 711 13596

Status of unavailable Power Plant

Planned S/D Forced S/D

Rajshahi 34 1369

Rangpur 38 872

Khulna 35 1493

Barishal 18 414

Mymensingh 120 1117

Sylhet 72 498

Chattogram 120 1468

Cumilla 80 1376

Zone-wise Load-shed and Demand Summary (MW) at evening peak Hour (20:00 Hr.)

Zone Load-Shed Demand

Dhaka 194 4989

Power Flow during Peak Demand (W-E): 1566 Import through Cumilla C/B Interconnector:   

Maximum Power Flow (W-E): 2507 Total Import through C/B Interconnector:   

Energy Flow from East to West: 0 Import through HVDC C/B Interconnector:   

Energy Flow from West to East: 41895218.18 Import through Adani C/B Interconnector:   

520228297.2 239036041.4

0 1419220.8

181,67,04,551

E-W Interconnector & Import Scenario

Production Cost (Tk.)

Tk. Tk.

430986003.4 190534

545830493.4 79013960.96

Sylhet Zone

Khulna Zone

Barishal Zone

Rajshahi Zone

Rangpur Zone

Total

Zone-wise Generation Summary (MKWHr.)

Dhaka Zone

Chattogram Zone

Cumilla Zone

Mymensingh Zone

Minimum Generation of the Day Total Gas Supplied 894.24

Maximum Generation of the Day Production Cost per KWHr 6.37458

Evening Peak Generation Energy Demand 288.88082

Evening Peak Demand Maximum Temperature 31.00

Day Peak Generation Energy Generated 284.99182

Day Peak Demand Energy Unserverd 3.88900

Power Grid Bangladesh PLC

National Load Dispatch Center (NLDC)

System Summary Report

08-04-2026

Power Supply Scenario

Fuel-Wise Generation Summary

Gas

Coal

HFO

HSD

Hydro

Solar

Import

Wind

Cost-Wise Generation Summary

Gas

Coal

HFO

HSD

Hydro

Solar

Import

Wind
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09:58 16:05

10:00 14:15

10:14 17:16

10:46 12:20

10:46 12:21

11:21 16:33

11:21 16:32

11:26 20:14

11:34

12:10 13:37

12:11 13:36

12:26 19:51

12:42 14:31

12:42 14:31

14:38 16:47

14:49 17:16

15:49 17:15

17:23

17:40 17:54

21:36 22:30

21:39

22:44

22:58 23:17

03:43

05:27

05:28

06:00

07:37

07:37

07:45

07:45

Network Operation Division Network Operation Division Network Operation Division

Khulna (C) S/S Tr-3 405T LT Tripped showing No relay relays Due to Unknown  

Khulna (C) S/S Tr-3 405T HT Tripped showing 26W4, 86T relays Due to Winding temperature  

Sub-Divisional Engineer Executive Engineer Superintendent Engineer

meter maintenance 

Minimum Generation: 9890 MW.  

Khulna (C) S/S TR-1 425T LT Scheduled S/D Due to Wzpdcl work  

Khulna (C) S/S TR-1 425T HT Scheduled S/D Due to Wzpdcl  

Bibiyana-III 400 MW CCPP Synchronized with remarks:- STG  

Cumilla(N) 230/132/33kV S/S 132KV T-03 LT Scheduled S/D Due to Winding & oil temperature  

meter maintenance 

Cumilla(N) 230/132/33kV S/S 132KV T-03 HT Scheduled S/D Due to Winding & oil temperature  

Aminbazar-Airport(Old) 230kV Ckt-2 Scheduled S/D from Agargaon 230/132kV end Due to Shut  

down due  to Titas gas Line Leakage Rectification. 

Khulna (C) S/S Tr-3 405T HT Tripped showing Earth fault ( Inst.) relays Due to 33 kv 12.0MW load 

khalispur feeder fault interrup. 

relays Due to Overcurrent 

Pabna- Shahjadpur  132kV Ckt-1 Tripped from Pabna 132/33kV end showing Distence  

  ReiayZone-131.7KM relays. 

Bibiyana-III 400 MW CCPP Synchronized with remarks:- GT  

Barishal 230/132kV S/S T-5 HT Scheduled S/D Due to Nobogram feeder work 29.0MW load 

interrup. 

Bibiyana-III 400 MW CCPP Tripped with remarks:- GT  

Barishal(N)-Madaripur 132 kV Ckt-1 Tripped from Barishal 230/132kV end showing REL650  

maintenance. 

Beanibazar 132/33kV S/S 132KV Transformer TR-02 HT Scheduled S/D Due to Tan delta test  

Barishal 230/132kV S/S T-5 LT Scheduled S/D Due to 33kv Nobogram feeder work 29.0MW load 

interrup. 

Kachua 230/132/33kV S/S Main Bus-2 (132 kV) Project Work S/D Due to DFDR test  

Rajbari 132/33kV S/S Transformer-1 LT Scheduled S/D Due to Rajbari PBS red hot  

maintenance. 

Rajbari 132/33kV S/S Transformer-1 HT Scheduled S/D Due to Rajbari PBS red hot  

Maintenance interrup. 

Dohazari 132/33kV S/S Power Transformer -T-1 HT Scheduled S/D Due to 33KV Bus Isolator 5.0MW load 

Maintenance interrup. 

Cumilla(N)-Kachua 132 kV Ckt-2 Project Work S/D from Kachua 230/132/33kV end Due to DFDR  

test 

Keranigonj 230/132/33kV S/S 132 kV Hasnabad Ckt. 1 is restored.  

Dohazari 132/33kV S/S Power Transformer -T-1 LT Scheduled S/D Due to 33KV Bus Isolator 5.0MW load 

Rajbari 132/33kV S/S Transformer-2 LT Scheduled S/D Due to Red hot maintenance  

Kachua 230/132/33kV S/S ATR-1 LT Scheduled S/D Due to DC Mixup  

Kachua 230/132/33kV S/S ATR-1 HT Scheduled S/D Due to DC mixup  

shutdown 

Beanibazar 132/33kV S/S 132 KV Transformer TR-01 HT Scheduled S/D Due to Tan-delta rest  

Amtali 400/132kV S/S BUS-1 Project Work S/D  

Rajbari 132/33kV S/S Transformer-2 HT Scheduled S/D Due to Red hot maintenance  

Kabirpur -Tongi   132kV Ckt-2 Project Work S/D from Tongi 230/132/33kV end Due to Project  


