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11212.51 MW 12:00 Hr. MKWHr.

11212.51 MW 12:00 Hr. MKWHr.

12714.59 MW 19:30 Hr. MKWHr.

12751.17 MW 19:30 Hr. °C

8845.52 MW 06:00 Hr. MMCFD

12714.59 MW 19:30 Hr. Tk.

Gas Coal HFO HSD Hydro Solar Import Wind Total

32.46 0.00 5.76 0.00 0.00 0.23 0.00 0.00 38.45

5.34 10.88 4.78 0.00 1.92 0.15 0.00 0.04 23.11

28.05 0.00 2.59 0.00 0.00 0.49 2.99 0.00 34.11

0.44 0.00 1.57 0.00 0.00 0.29 0.00 0.00 2.30

25.92 0.00 0.00 0.00 0.00 0.07 0.00 0.00 25.99

5.47 13.16 0.05 0.00 0.00 0.69 20.79 0.00 40.16

8.12 43.33 0.40 0.00 0.00 0.00 0.00 0.00 51.86

18.16 0.00 1.47 0.00 0.00 1.56 17.28 0.00 38.47

0.00 1.25 1.63 0.00 0.00 1.61 0.00 0.00 4.49

123.97 68.62 18.25 0.00 1.92 5.09 41.06 0.04 258.95

Power Grid Bangladesh PLC

National Load Dispatch Center (NLDC)

System Summary Report

10-04-2026

Power Supply Scenario

Zone-wise Generation Summary (MKWHr.)

Rangpur Zone

Total

Dhaka Zone

Chattogram Zone

Cumilla Zone

Mymensingh Zone

Sylhet Zone

Day Peak Generation

Day Peak Demand

Evening Peak Generation

Maximum Temperature 31.60

Maximum Generation of the Day

Minimum Generation of the Day Total Gas Supplied 928.12

Production Cost per KWHr

Energy Demand 259.49941

Energy Generated 258.94941

Energy Unserverd 0.55000

5.84732

Evening Peak Demand

Khulna Zone

Barishal Zone

Rajshahi Zone

Fuel-Wise Generation Summary

Gas

Coal

HFO

HSD

Hydro

Solar

Import

Wind

Cost-Wise Generation Summary

Gas

Coal

HFO

HSD

Hydro

Solar

Import

Wind

Fuel Fuel

Gas Hydro

Coal Solar

HFO Import

HSD Wind

Total: Tk.

KWHr: MKWHr: 20.793455 Peak Hr Flow 879.00 MW at 19:30 hrs.

KWHr: MKWHr: 17.276398 Peak Hr Flow 761.59 MW at 19:30 hrs.

MW: MKWHr: 2.98944 Peak Hr Flow 134.00 MW at 19:30 hrs.

MW: MKWHr: 41.059293 Peak Hr Flow 1774.59 MW at 19:30 hrs.

Sl Capacity Sl Capacity

1 20

2 100

3 85

4 115

Total 320 Total 0

Outage 
Time

Restoration 
Time

Rangpur 0 757

Total 35 12407

Rangpur 20 MW  GTPP

Siddhirgonj 210 MW  TPP

Total Unavailable Capacity 320

Event Summary

Description of Event Description of Event

Baghabari  100 MW GTPP

Barapukuria TPP  Unit-2

419

Khulna 0 1479

Barishal 0 397

Rajshahi 0 1327

E-W Interconnector & Import Scenario

Import through HVDC C/B Interconnector:   

Import through Adani C/B Interconnector:   

Import through Cumilla C/B Interconnector:   

0

564864

151,41,60,358

Tk.

Plant Name Plant Name

Production Cost (Tk.)

432575336.9

468511266

307419012

0

192264

81641285.19

223256330

50152909.09

2073

Energy Flow from East to West:

Energy Flow from West to East:

Power Flow during Peak Demand (W-E):

Demand

Tk.

Planned S/D Forced S/D

Zone-wise Load-shed and Demand Summary (MW) at evening peak Hour (19:30 Hr.)

Zone Load-Shed

Status of unavailable Power Plant

Maximum Power Flow (W-E): Total Import through C/B Interconnector:   2651

Sylhet 0

Cumilla 0 1241

Mymensingh 35 1001

Dhaka 0 4389

Chattogram 0 1397

Time Time
08:08 09:32

08:09 09:31

08:14 08:56

08:15 08:55

08:25 17:04

08:30 17:21

08:41 17:29

08:41 17:30

08:41

09:00

09:20

09:38

09:38

09:39

Meghnaghat 450 MW CCPP (MPL) Synchronized  

Magura 132/33kV S/S 132 kV Bus-A (Main) is restored.  

Jhenaidah-Magura 132 kV Ckt-1 is restored.  

Jhenaidah 132/33kV S/S Jhenaidah-Magura, 132kV Circuit-1(L7) is restored.  

Jhenaidah-Magura 132 kV Ckt-2 is restored.  

Aminbazar-Mirpur 132kV Ckt-2 Scheduled S/D from Mirpur 132/33kV end Due to Gantry 

structure & equipment painting work. 

 

Noapara 132/33kV S/S T-1 HT Project Work S/D  

Noapara 132/33kV S/S T-1 LT Project Work S/D  

Meghnaghat 450 MW CCPP (MPL) Shutdown with remarks:- ST  

Gollamari 132/33kV S/S Tr-2 HT Scheduled S/D Due to PBS Tetultala Feeder Maintenance 20.0MW load 

interrup. 

Siddhirganj 132/33kV S/S T-2 LT Scheduled S/D Due to 33 kV meter replacement  

Siddhirganj 132/33kV S/S T-2 HT Scheduled S/D Due to 33 kV meter replacement  

Amtali 400/132kV S/S BUS-1 Project Work S/D Due to DS problem  

Gollamari 132/33kV S/S Tr-2 LT Scheduled S/D Due to PBS Tetultala Feeder Maintenance 20.0MW load 

interrup. 
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11:41

11:53

12:00

12:20

12:20

12:21

12:23

12:23

12:23

12:51

14:50 17:17

14:50 17:17

17:39

17:40

18:10 19:54

18:12 19:51

maintenance work 

30.0MW load 

interrup. 

Barapukuria 230/132/33kV S/S 132/33 KV T-4, 444T HT Scheduled S/D 30.0MW load 

interrup. 

Bogura 230/132kV S/S T-03 HT Scheduled S/D Due to Oil Refilling  

Bogura 230/132kV S/S T-03 LT Scheduled S/D Due to Oil Refilling  

Jhenaidah 132/33kV S/S Transformer T-1 HT is restored.  

Jhenaidah 132/33kV S/S Transformer T-1 LT is restored.  

Barapukuria 230/132/33kV S/S 132/33 KV T-4, 444T LT Scheduled S/D Due to Red hot 

Haripur 230/132kV S/S Auto TR-2 LT is restored.  

Haripur 230/132kV S/S 132kV Reserve Bus Sec-1 is restored.  

Haripur 230/132kV S/S 132kV Bus Coupler is restored.  

Haripur 230/132kV S/S 132kV Reserve Bus Sec-2 is restored.  

Meghnaghat 450 MW CCPP (MPL) Synchronized with remarks:- ST  

Khulshi 132/33kV S/S 425T(BSRM) HT is restored.  

Khulshi 132/33kV S/S 425T(BSRM) LT is restored.  

Day peak generation 11191 MW  

Haripur 230/132kV S/S Auto TR-2 HT is restored.  

Mymensingh 132/33kV S/S Bus A is restored.  

19:30

19:56 21:00

19:58 20:58

20:49

22:19

22:19

22:54

07:01

07:01

07:12

07:12

07:18

07:26

07:40

07:58

07:58

Cleaning of Disc Insulator 

 

Jhenaidah 132/33kV S/S Transformer T-2 LT Scheduled S/D Due to New T2A DS installation 15.0MW load 

interrup. 

Jhenaidah 132/33kV S/S Transformer T-2 HT Scheduled S/D 15.0MW load 

interrup. 

Faridpur 132/33kV S/S Transformer-2 HT Scheduled S/D Due to Hot Spot maintenance  

Bhaluka-Mymensingh 132 kV Ckt-1 Scheduled S/D from Bhaluka 132/33kV end Due to Work on 

Mymensingh end and from Mymensingh 132/33kVend.  

 

Mymensingh 132/33kV S/S Bus B Project Work S/D 100.0MW load 

interrup. 

Aminbazar-Airport(Old) 230kV Ckt-1 Scheduled S/D from Agargaon 230/132kV end Due to Deep 

Narail 132/33kV S/S TR1 (403-T) HT Scheduled S/D Due to Incomer-01 Yphase DS Red Hot 

Maintenance. 

20.0MW load 

interrup. 

Narail 132/33kV S/S TR1 (403-T) LT Scheduled S/D Due to Incomer-01 Yphase DS Red Hot 

Maintenance 

20.0MW load 

interrup. 

Faridpur 132/33kV S/S Transformer-2 LT Scheduled S/D Due to Hot Spot maintenance  

Bhangura 132/33kV S/S Tr-2(413T) HT Forced S/D Due to Red Hot  

APL Godda GSUT-2 charged  at 20:37 hrs BST  

Bogura 400/230kV S/S Bogura - Kaliakoir 400 kV Ckt-1 is restored.  

Bogura 400/230kV S/S Bogura - Kaliakoir 400 kV Ckt-2 is restored.  

BIPTC S/S 20DF11 Tripped showing 20DF11 relays.  

interrup. 

 Evening Peak Generation: 12713 MW.  

Bhangura 132/33kV S/S Tr-2(413T) LT Forced S/D Due to Red Hot  

Network Operation Division Network Operation Division Network Operation Division

Sub-Divisional Engineer Executive Engineer Superintendent Engineer


