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13536.02 MW 12:00 Hr. MKWHr.

14455.02 MW 12:00 Hr. MKWHr.

14196.33 MW 21:00 Hr. MKWHr.

15300.05 MW 20:00 Hr. °C

12758.88 MW 05:00 Hr. MMCFD

14196.33 MW 21:00 Hr. Tk.

Gas Coal HFO HSD Hydro Solar Import Wind Total

32.86 0.00 23.11 0.00 0.00 0.22 0.00 0.00 56.19

5.54 11.89 12.50 0.00 1.87 0.15 0.00 0.10 32.04

27.75 0.00 3.79 0.00 0.00 0.49 4.23 0.00 36.26

0.39 0.00 2.03 0.00 0.00 0.30 0.00 0.00 2.71

28.43 0.00 0.00 0.00 0.00 0.06 0.00 0.00 28.50

4.05 24.60 0.48 0.00 0.00 0.71 21.29 0.00 51.13

8.12 45.25 1.73 0.00 0.00 0.00 0.00 0.00 55.10

16.75 0.00 2.31 0.00 0.00 1.55 35.11 0.00 55.72

0.00 1.22 2.13 0.00 0.00 1.41 0.00 0.00 4.76

123.89 82.97 48.07 0.00 1.87 4.88 60.63 0.10 322.41

Fuel Fuel

Gas Hydro

Coal Solar

HFO Import

HSD Wind

Total: Tk.

KWHr: MKWHr: 21.293818 Peak Hr Flow 881.00 MW at 21:00 hrs.

KWHr: MKWHr: 35.110182 Peak Hr Flow 1501.83 MW at 21:00 hrs.

MW: MKWHr: 4.22976 Peak Hr Flow 186.00 MW at 21:00 hrs.

MW: MKWHr: 60.63376 Peak Hr Flow 2568.83 MW at 21:00 hrs.

Sl Capacity Sl Capacity

1 20

2 100

3 85

4 115

Total 320 Total 0

Outage 
Time

Restoration 
Time

08:06 10:40

08:20 17:07

08:21 17:06

09:07 16:42 Mirpur-Uttara  3PH  132kV Ckt-1 Scheduled S/D from Mirpur 132/33kV end Due to Shutdown  

applied for Gantry structure painting work. 

by obs. interrup. 

Noapara 132/33kV S/S T-2 LT Scheduled S/D  

Noapara 132/33kV S/S T-2 HT Scheduled S/D  

Total Unavailable Capacity 320

Event Summary

Description of Event Description of Event

Dhamrai 132/33kV S/S 33 KV Bus Section-02 Scheduled S/D Due to Red hot maintenance work 50.0MW load 

Plant Name Plant Name

Rangpur 20 MW  GTPP

Baghabari  100 MW GTPP

Barapukuria TPP  Unit-2

Siddhirgonj 210 MW  TPP

Total 1008 14593

Status of unavailable Power Plant

Planned S/D Forced S/D

Rajshahi 110 1623

Rangpur 106 871

Khulna 155 1751

Barishal 72 446

Mymensingh 130 1123

Sylhet 55 460

Chattogram 80 1376

Cumilla 110 1436

Zone-wise Load-shed and Demand Summary (MW) at evening peak Hour (21:00 Hr.)

Zone Load-Shed Demand

Dhaka 190 5507

Power Flow during Peak Demand (W-E): 2371 Import through Cumilla C/B Interconnector:   

Maximum Power Flow (W-E): 3066 Total Import through C/B Interconnector:   

Energy Flow from East to West: 0 Import through HVDC C/B Interconnector:   

Energy Flow from West to East: 59124400.05 Import through Adani C/B Interconnector:   

857339906.8 355951299.3

0 1539254.4

229,81,95,613

E-W Interconnector & Import Scenario

Production Cost (Tk.)

Tk. Tk.

436924794.2 187193.1

568427176.7 77825988.92

Sylhet Zone

Khulna Zone

Barishal Zone

Rajshahi Zone

Rangpur Zone

Total

Zone-wise Generation Summary (MKWHr.)

Dhaka Zone

Chattogram Zone

Cumilla Zone

Mymensingh Zone

Minimum Generation of the Day Total Gas Supplied 907.06

Maximum Generation of the Day Production Cost per KWHr 7.12818

Evening Peak Demand Maximum Temperature 35.50

Day Peak Generation Energy Generated 322.40985

Day Peak Demand Energy Unserverd 18.96500

Power Grid Bangladesh PLC

National Load Dispatch Center (NLDC)

System Summary Report
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Power Supply Scenario

Evening Peak Generation Energy Demand 341.37485

Fuel-Wise Generation Summary

Gas

Coal

HFO

HSD

Hydro

Solar

Import

Wind

Cost-Wise Generation Summary

Gas

Coal

HFO

HSD

Hydro

Solar

Import

Wind
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09:55 13:48

10:45

10:45

12:00

12:31

12:32

15:50

17:16

19:44 19:54

19:46 19:55

19:46 19:55

19:50

20:11 21:05

20:11 21:05

23:00 23:29

23:22

02:22 03:08

05:00

06:47

to O/C time interrup. 

Sub-Divisional Engineer Executive Engineer Superintendent Engineer

Network Operation Division Network Operation Division Network Operation Division

distance relays Due to None and from Shahjibazar 132/33kV end showing Distance relay 

relays Due to Stormy weather 

Minimum Generation: 12157 MW.  

Jhenaidah 132/33kV S/S Transformer T-3 LT Tripped showing Over current relay relays Due 28.0MW load 

relays Due to due to birgram 33kv pbs-2 interrup. 

Ashuganj 450 MW CCPP(North) Shutdown with remarks:- GT  

Brahmanbaria-Shahjibazar 132 kV Ckt-1 Tripped from Brahmanbaria 132/33kV end showing  

system voltage. 

Bogura 400/230kV S/S Bogura - Kaliakoir 400 kV Ckt-1 Forced S/D Due to Due to reduce  

system voltage. 

 Bogura 132/33kV S/S Transformer-1 LT Tripped showing t-1 33 kvSIMENSe SIPROTEC 7SJ81 50.0MW load 

differential, VT fuse fail relays. interrup. Sunamganj 

132/33kV end  

Ashuganj 450 MW CCPP(North) Synchronized with remarks:- gt  

Bogura 400/230kV S/S Bogura - Kaliakoir 400 kV Ckt-2 Forced S/D Due to Due to reduce  

132/33kV end  

Sunamganj 132/33kV S/S Chhatak-Sunamgonj CKT-2 Tripped showing Differential relay, VT 28.0MW load 

fuse failure relays. interrup. 

Chattak-Sunamganj 132 kV Ckt-1 Tripped from Sunamganj 132/33kV end showing distance , 28.0MW load 

Bogura 400/230kV S/S 400 KV Reactor (125 MVAR) is restored.  

Chattak-Sylhet 132 kV Ckt-2 Tripped from Sylhet 132/33kV end showing Distance Relay 26.0MW load 

relays Due to Heavy Thundering interrup. Sylhet 

Naogaon 132/33kV S/S T-4 LT Project Work S/D Due to Project work  

Naogaon 132/33kV S/S T-4 HT Project Work S/D Due to Project work  

Keranigonj 230/132/33kV S/S ATR-3 HT is restored.  

Dhamrai 132/33kV S/S Transformer-2 LT is restored.  

Dhamrai 132/33kV S/S Transformer-2 HT is restored.  

 Day Peak Generation: 13530 MW.  

Mithapukur-Rangpur Confidence( 100MW ) 132kV Ckt-1 Scheduled S/D from Mithapukur 132/33kV  

end Due to patching the armor on the conductor 


