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13047.89 MW 12:00 Hr. MKWHr.

13653.89 MW 12:00 Hr. MKWHr.

14080 MW 20:00 Hr. MKWHr.

14799 MW 20:00 Hr. °C

12059.83 MW 08:00 Hr. MMCFD

14080 MW 20:00 Hr. Tk.

Gas Coal HFO HSD Hydro Solar Import Wind Total

34.59 0.00 23.30 0.00 0.00 0.20 0.00 0.00 58.10

6.14 12.12 10.25 0.00 1.71 0.15 0.00 0.15 30.53

25.79 0.00 3.66 0.00 0.00 0.39 4.25 0.00 34.09

1.08 0.00 2.41 0.00 0.00 0.27 0.00 0.00 3.76

27.89 0.00 0.00 0.00 0.00 0.05 0.00 0.00 27.95

4.61 14.64 0.88 0.00 0.00 0.40 21.80 0.00 42.33

8.33 44.23 2.88 0.00 0.00 0.00 0.00 0.00 55.45

17.07 0.00 2.62 0.00 0.00 1.55 34.97 0.00 56.21

0.00 1.22 1.76 0.00 0.00 1.21 0.00 0.00 4.19

125.51 72.22 47.76 0.00 1.71 4.22 61.02 0.15 312.59

Fuel Fuel

Gas Hydro

Coal Solar

HFO Import

HSD Wind

Total: Tk.

KWHr: MKWHr: 21.795636 Peak Hr Flow 908.00 MW at 20:00 hrs.

KWHr: MKWHr: 34.973454 Peak Hr Flow 1478.00 MW at 20:00 hrs.

MW: MKWHr: 4.24704 Peak Hr Flow 178.00 MW at 20:00 hrs.

MW: MKWHr: 61.01613 Peak Hr Flow 2564.00 MW at 20:00 hrs.

Sl Capacity Sl Capacity

1 20

2 100

3 85

4 115

Total 320 Total 0

Outage 
Time

Restoration 
Time

09:12 09:42

09:12

09:43 09:43

11:37 12:27 Jashore-Noapara  132kV Ckt-1 Tripped from Noapara 132/33kV end showing ALSTOM (EPAC  

   3000)Phase-C Zone-Z1 Distance-23.8KM relays Due to Distance Relay Trip and from 

   Jashore 132/33kV end showing 1. Distance Relay2. Zone-13. D- 14.434. R-Y-B Trip 

interrup. 

Jhenaidah 132/33kV S/S Transformer T-3 LT is restored.  

Jhenaidah 132/33kV S/S Transformer T-2 LT Tripped showing Transofmer diff: 1:87T relays. 29.0MW load 

interrup. 

Total Unavailable Capacity 320

Event Summary

Description of Event Description of Event

Jhenaidah 132/33kV S/S Transformer T-2 HT Tripped showing Transformer diff: 1:87 relays. 29.0MW load 

Plant Name Plant Name

Rangpur 20 MW  GTPP

Baghabari  100 MW GTPP

Barapukuria TPP  Unit-2

Siddhirgonj 210 MW  TPP

Total 688 14303

Status of unavailable Power Plant

Planned S/D Forced S/D

Rajshahi 86 1626

Rangpur 63 867

Khulna 124 1832

Barishal 55 454

Mymensingh 40 1102

Sylhet 48 522

Chattogram 75 1473

Cumilla 85 1509

Zone-wise Load-shed and Demand Summary (MW) at evening peak Hour (20:00 Hr.)

Zone Load-Shed Demand

Dhaka 112 4918

Power Flow during Peak Demand (W-E): 2112 Import through Cumilla C/B Interconnector:   

Maximum Power Flow (W-E): 2724 Total Import through C/B Interconnector:   

Energy Flow from East to West: 0 Import through HVDC C/B Interconnector:   

Energy Flow from West to East: 43555381.88 Import through Adani C/B Interconnector:   

857357028.5 357128255.5

0 2259456

221,78,02,509

E-W Interconnector & Import Scenario

Production Cost (Tk.)

Tk. Tk.

443234235.5 170709.3

490756208.7 66896616.07

Sylhet Zone

Khulna Zone

Barishal Zone

Rajshahi Zone

Rangpur Zone

Total

Zone-wise Generation Summary (MKWHr.)

Dhaka Zone

Chattogram Zone

Cumilla Zone

Mymensingh Zone

Minimum Generation of the Day Total Gas Supplied 921.44

Maximum Generation of the Day Production Cost per KWHr 7.09496

Evening Peak Generation Energy Demand 328.07247

Evening Peak Demand Maximum Temperature 35.00

Day Peak Generation Energy Generated 312.58847

Day Peak Demand Energy Unserverd 15.48400

Power Grid Bangladesh PLC

National Load Dispatch Center (NLDC)

System Summary Report
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Power Supply Scenario

Fuel-Wise Generation Summary

Gas

Coal

HFO

HSD

Hydro

Solar

Import

Wind

Cost-Wise Generation Summary

Gas

Coal

HFO

HSD

Hydro

Solar

Import

Wind
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12:00

13:38 15:13

14:01 14:22

14:01 14:20

21:01 21:37

21:07 22:06

21:09 22:04

22:24 22:40

22:26 22:41

23:22

01:07

03:15 03:54

04:44

06:15

06:20

06:26

06:26

06:27

06:28

07:00

07:02

07:02

feeder red hot maintenance work. interrup. 

Sub-Divisional Engineer Executive Engineer Superintendent Engineer

Network Operation Division Network Operation Division Network Operation Division

Rajshahi 132/33kV S/S Transformer T-2(415T) HT Forced S/D Due to 33 kV Poba & Mohonpur 15.0MW load 

feeder red hot maintenance work. interrup. 

Rajshahi 132/33kV S/S Transformer T-2(415T) LT Forced S/D Due to 33 kV Poba & Mohonpur 15.0MW load 

Haripur 412 MW CCPP Synchronized with remarks:- GT(False Sms)  

Rampura-Ullon-2  132kV Ckt-2 is restored.  

Minimum generation: 12327 MW  

Project Work Of OPGW. 

Fenchuganj-Sylhet (T at Bianibazar) 132kV Ckt-2 Scheduled S/D from Fenchuganj  

230/132/33kV end Due to Biyanibazar End maintenace Work 

Haripur 412 MW CCPP Shutdown with remarks:- ST  

end Due to Line Rerouting work interrup. 

Beanibazar 132/33kV 

end  

Fenchuganj-Sylhet (South) 132KV Ckt-1 Project Work S/D from Sylhet (South) end Due to  

Fenchuganj-Sreemangal  132kV Ckt-2 Tripped from Sreemongol 132/33kV end showing Distance  

relay relays Due to Power swing fault is caught by Distance relay 

Ashuganj 450 MW CCPP(North) Shutdown with remarks:- GT  

Fenchuganj-Sylhet (T at Bianibazar) 132kV Ckt-2 Scheduled S/D from Beanibazar 132/33kV 25.0MW load 

Distance Relay interrup. Sylhet 

132/33kV end  

Ashuganj 450 MW CCPP(North) Shutdown with remarks:- GT  

Ashuganj 450 MW CCPP(North) Synchronized with remarks:- gt  

Sunamganj 132/33kV S/S Chhatak-Sunamgonj CKT-2 Tripped showing Over curent &Earth falt 44.0MW load 

relays Due to Tripped due to severe storm interrup. 

Chattak-Sylhet 132 kV Ckt-2 Tripped from Sylhet 132/33kV end showing SOTF relays Due to 25.0MW load 

Fenchuganj-Kulaura 132 kV Ckt-2 Tripped from Fenchuganj 230/132/33kV end showing REL670  

relays Due to Bad weather 

Bhangura 132/33kV S/S Tr-1(403T) LT Forced S/D Due to Red Hot In 33KV Tr-1 BKR  

Bhangura 132/33kV S/S Tr-1(403T) HT Forced S/D Due to Red Hot In 33KV Tr-1 BKR  

Rampur 230/132/33 S/S Anandabazar-1 Tripped showing REL670 relays Due to Distance Trip  

Taraganj 132/33kV S/S Taraganj-Rangpur CKT-01 Tripped showing Micom P40 Agile relays.  

Rangpur-Saidpur  132kV Ckt-1 Tripped from Rangpur 132/33kV end showing na relays.  

relays Due to Trip 

 Day Peak Generation: 13043 MW.  


