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13298.34 MW 12:00 Hr. MKWHr.

14162.56 MW 12:00 Hr. MKWHr.

14317.04 MW 20:00 Hr. MKWHr.

15299.04 MW 20:00 Hr. °C

12531.5 MW 04:00 Hr. MMCFD

14561.64 MW 22:00 Hr. Tk.

Gas Coal HFO HSD Hydro Solar Import Wind Total

33.13 0.00 15.13 0.00 0.00 0.22 0.00 0.00 48.48

5.45 22.83 7.29 0.00 1.66 0.14 0.00 0.04 37.41

25.27 0.00 3.92 0.00 0.00 0.50 3.76 0.00 33.46

0.84 0.00 1.89 0.00 0.00 0.32 0.00 0.00 3.05

26.50 0.00 0.00 0.00 0.00 0.07 0.00 0.00 26.56

4.46 29.20 0.69 0.00 0.00 0.51 21.53 0.00 56.39

8.47 42.85 0.83 0.00 0.00 0.00 0.00 0.00 52.16

18.07 0.00 2.95 0.00 0.00 1.32 35.33 0.00 57.66

0.00 1.12 1.31 0.01 0.00 1.52 0.00 0.00 3.97

122.19 96.01 34.02 0.01 1.66 4.60 60.62 0.04 319.15

Fuel Fuel

Gas Hydro

Coal Solar

HFO Import

HSD Wind

Total: Tk.

KWHr: MKWHr: 21.527273 Peak Hr Flow 767.00 MW at 20:00 hrs.

KWHr: MKWHr: 35.327599 Peak Hr Flow 1476.54 MW at 20:00 hrs.

MW: MKWHr: 3.7632 Peak Hr Flow 160.00 MW at 20:00 hrs.

MW: MKWHr: 60.618072 Peak Hr Flow 2403.54 MW at 20:00 hrs.

Sl Capacity Sl Capacity

1 20

2 100

3 85

4 115

Total 320 Total 0

Outage Time
Restoration 

Time
08:01 11:35

08:02 11:34

08:08

08:10 01:02

08:11

08:11

08:40 09:30

08:58 11:23

10:01

8052S 

Goalpara 132/33kV S/S Goalpara-NWPGCL Scheduled S/D Due to Maintenence works.  

Ashuganj-Brahmanbaria 132kV Ckt-2 is restored.  

Fenchuganj-Sylhet (T at Bianibazar) 132kV Ckt-2 is restored.  

Fenchuganj-Sylhet (South) 132KV Ckt-1 is restored.  

Amtali 400/132kV S/S Amtali - Payra 400 kV Ckt - 1 Project Work S/D Due to DS problem of  

Gollamari 132/33kV S/S Tr-1 HT Scheduled S/D Due to Paint job  

Fenchuganj -Sylhet   132kV Ckt-1 is restored.  

Baroaulia-Hathazari 132 kV Ckt-2 Scheduled S/D from Hathazari 230/132/33kV end.  

Total Unavailable Capacity 320

Event Summary

Description of Event Description of Event

Gollamari 132/33kV S/S Tr-1 LT Scheduled S/D  

Plant Name Plant Name

Rangpur 20 MW  GTPP

Baghabari  100 MW GTPP

Barapukuria TPP  Unit-2

Siddhirgonj 210 MW  TPP

Total 940 14743

Status of unavailable Power Plant

Planned S/D Forced S/D

Rajshahi 145 1592

Rangpur 120 979

Khulna 210 1816

Barishal 45 440

Mymensingh 150 1113

Sylhet 50 566

Chattogram 100 1474

Cumilla 120 1479

Zone-wise Load-shed and Demand Summary (MW) at evening peak Hour (20:00 Hr.)

Zone Load-Shed Demand

Dhaka 0 5284

Power Flow during Peak Demand (W-E): 2748 Import through Cumilla C/B Interconnector:   

Maximum Power Flow (W-E): 2989 Total Import through C/B Interconnector:   

Energy Flow from East to West: 0 Import through HVDC C/B Interconnector:   

Energy Flow from West to East: 59394000 Import through Adani C/B Interconnector:   

611010136.6 353993606.4

392130 621350.4

212,87,01,385

E-W Interconnector & Import Scenario

Production Cost (Tk.)

Tk. Tk.

432831845.2 165512

655674723.2 74012081.65

Sylhet Zone

Khulna Zone

Barishal Zone

Rajshahi Zone

Rangpur Zone

Total

Zone-wise Generation Summary (MKWHr.)

Dhaka Zone

Chattogram Zone

Cumilla Zone

Mymensingh Zone

Minimum Generation of the Day Total Gas Supplied 898.77

Maximum Generation of the Day Production Cost per KWHr 6.66995

Evening Peak Demand Maximum Temperature 35.60

Day Peak Generation Energy Generated 319.14782

Day Peak Demand Energy Unserverd 18.23900

Power Grid Bangladesh PLC

National Load Dispatch Center (NLDC)

System Summary Report

17-04-2026

Power Supply Scenario

Evening Peak Generation Energy Demand 337.38682

Fuel-Wise Generation Summary

Gas

Coal

HFO

HSD

Hydro

Solar

Import

Wind

Cost-Wise Generation Summary

Gas

Coal

HFO

HSD

Hydro

Solar

Import

Wind
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11:10

11:12

11:13

11:25 12:03

11:25 12:04

13:00

14:34

14:34

15:02

16:49

16:49

17:05

17:05

18:13 18:15

20:00

20:53

20:54

20:57

20:57

01:00

01:02

05:56

07:05

07:05

07:09

07:11

07:23

07:30

07:35

Network Operation Division Network Operation Division Network Operation Division

Bus 

Haripur 230/132kV S/S 132kV Main Bus Sec-1 Scheduled S/D Due to High temperature  

maintenance. 

Sub-Divisional Engineer Executive Engineer Superintendent Engineer

Haripur 230/132kV S/S Auto TR-1 HT Scheduled S/D Due to High temperature maintenance.  

Aminbazar-Airport(Old) 230kV Ckt-2 Scheduled S/D from Agargaon 230/132kV end Due to Deep  

cleaning 

Aminbazar 400/230/132kV S/S Bus-2 (400kV) Project Work S/D Due to Connect with existing  

maintenance work. interrup. 

Jamalpur 132/33kV S/S T-2 LT Scheduled S/D Due to 33kv bus work 45.0MW load 

interrup. 

Haripur 230/132kV S/S Auto TR-1 LT Scheduled S/D Due to High temperature maintenance.  

Baroaulia-Hathazari 132 kV Ckt-2 is restored.  

Bibiyana-III 400 MW CCPP Synchronized with remarks:- ST  

Jamalpur 132/33kV S/S T-2 HT Scheduled S/D Due to 33 kv T-2 and Extension bus bus coupler 45.0MW load 

Ashuganj 450 MW CCPP(North) Shutdown with remarks:- GT  

Ashuganj North 360 MW was shut down.  

Minimum generation 13115 MW  

Evening Peak Generation: 14316 MW.  

Matarbari 2*600 MW (CPGCBL) unit-2 was sync.  

Matarbari 2*600 MW (CPGCBL) Synchronized with remarks:- U2  

Ashuganj 450 MW CCPP(North) Synchronized with remarks:- gt  

Ashuganj North 360 MW GT was sync.  

Barishal 230/132kV S/S T-5 LT Forced S/D Due to Sound on 33kv Busbar DS B-phase  

Matarbari 2*600 MW (CPGCBL) unit-2 was sync.  

Bibiyana-III 400 MW CCPP Synchronized with remarks:- GT  

Bibiyana-3 400 MW CCPP GT was sync.  

Chandpur 132/33kV S/S 402T (T-01) LT is restored.  

Bibiyana-III 400 MW CCPP Tripped with remarks:- GT  

Bibiyana-3 400 MW CCPP tripped.  

maintenance work interrup. 

Jaldhaka 132/33kV S/S 406T-1 LT Forced S/D Due to PBS Dimla feeder sky wire maintenance 15.0MW load 

work. interrup. 

Goalpara 132/33kV S/S T1 HT is restored.  

Goalpara 132/33kV S/S T1 LT is restored.  

Jaldhaka 132/33kV S/S 406T-1 HT Forced S/D Due to 33 kV PBS Dimla feeder sky wire 15.0MW load 

Maniknagar 132/33kV S/S Transformer GT-1 HT is restored.  


