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13732.59 MW 11:00 Hr. MKWHr.

14452.98 MW 12:00 Hr. MKWHr.

14767.85 MW 20:00 Hr. MKWHr.

15722.12 MW 19:00 Hr. °C

13115.52 MW 01:00 Hr. MMCFD

14767.85 MW 20:00 Hr. Tk.

Gas Coal HFO HSD Hydro Solar Import Wind Total

32.64 0.00 15.13 0.00 0.00 0.20 0.00 0.00 47.97

5.50 36.75 8.13 0.00 1.52 0.11 0.00 0.07 52.07

26.21 0.00 3.07 0.00 0.00 0.51 3.88 0.00 33.66

1.07 0.00 2.02 0.00 0.00 0.24 0.00 0.00 3.33

25.82 0.00 0.00 0.00 0.00 0.05 0.00 0.00 25.87

5.49 28.55 0.85 0.00 0.00 0.65 20.80 0.00 56.34

8.26 41.66 0.73 0.00 0.00 0.00 0.00 0.00 50.66

17.40 0.00 1.95 0.00 0.00 1.30 35.09 0.00 55.73

0.00 1.16 0.86 0.00 0.00 0.84 0.00 0.00 2.86

122.39 108.12 32.73 0.00 1.52 3.89 59.77 0.07 328.49

Fuel Fuel

Gas Hydro

Coal Solar

HFO Import

HSD Wind

Total: Tk.

KWHr: MKWHr: 20.801455 Peak Hr Flow 768.00 MW at 20:00 hrs.

KWHr: MKWHr: 35.088378 Peak Hr Flow 1501.85 MW at 20:00 hrs.

MW: MKWHr: 3.8784 Peak Hr Flow 142.00 MW at 20:00 hrs.

MW: MKWHr: 59.768233 Peak Hr Flow 2411.85 MW at 20:00 hrs.

Sl Capacity Sl Capacity

1 20

2 100

3 85

4 115

Total 320 Total 0

Outage Time
Restoratio

n Time
08:01 18:07

08:02 18:06

09:02

09:02

10:15 12:20

10:18 12:17

Pubail 132/33kV S/S TRX-2 LT Project Work S/D Due to Incommer-2 CT maintenance  

Pubail 132/33kV S/S TRX-2 HT Project Work S/D Due to Ct maintenance  

Gollamari 132/33kV S/S Tr-2 HT Scheduled S/D  

Jamalpur 132/33kV S/S T-2 LT is restored.  

Jamalpur 132/33kV S/S T-2 HT is restored.  

Total Unavailable Capacity 320

Event Summary

Description of Event Description of Event

Gollamari 132/33kV S/S Tr-2 LT Scheduled S/D Due to Paint job  

Plant Name Plant Name

Rangpur 20 MW  GTPP

Baghabari  100 MW GTPP

Barapukuria TPP  Unit-2

Siddhirgonj 210 MW  TPP

Total 643 14958

Status of unavailable Power Plant

Planned S/D Forced S/D

Rajshahi 110 1601

Rangpur 53 615

Khulna 145 1899

Barishal 0 488

Mymensingh 100 1119

Sylhet 30 610

Chattogram 95 1520

Cumilla 110 1488

Zone-wise Load-shed and Demand Summary (MW) at evening peak Hour (20:00 Hr.)

Zone Load-Shed Demand

Dhaka 0 5618

Power Flow during Peak Demand (W-E): 2795 Import through Cumilla C/B Interconnector:   

Maximum Power Flow (W-E): 2953 Total Import through C/B Interconnector:   

Energy Flow from East to West: 0 Import through HVDC C/B Interconnector:   

Energy Flow from West to East: 51588000 Import through Adani C/B Interconnector:   

586244663 350663266.6

0 1101484.8

216,70,08,963

E-W Interconnector & Import Scenario

Production Cost (Tk.)

Tk. Tk.

432526561.9 152032

735618553.8 60702401.82

Sylhet Zone

Khulna Zone

Barishal Zone

Rajshahi Zone

Rangpur Zone

Total

Zone-wise Generation Summary (MKWHr.)

Dhaka Zone

Chattogram Zone

Cumilla Zone

Mymensingh Zone

Minimum Generation of the Day Total Gas Supplied 895.63

Maximum Generation of the Day Production Cost per KWHr 6.59685

Evening Peak Generation Energy Demand 342.29853

Evening Peak Demand Maximum Temperature 35.50

Day Peak Generation Energy Generated 328.49153

Day Peak Demand Energy Unserverd 13.80700
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Power Supply Scenario

Fuel-Wise Generation Summary

Gas

Coal

HFO

HSD

Hydro

Solar

Import

Wind

Cost-Wise Generation Summary

Gas

Coal

HFO

HSD

Hydro

Solar

Import

Wind
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10:30 18:07

10:31 18:08

10:35

10:35

10:40 12:35

10:40 12:34

10:52 20:56

11:00

11:00 12:20

11:00 12:20

11:27 15:32

12:21

12:22 14:12

12:22 14:12

13:16 15:33

15:04

15:17 15:30

15:17 15:35

15:31 16:23

15:34 15:57

16:00

16:34 17:13

16:34 17:13

16:42 16:55

18:15

18:21

19:40

19:41

20:19 20:37

20:19 20:38

20:28

20:28

23:04

00:26 01:11

to Due to the explosion of the R-phase cable on the 33 KV side of the transformer. 

Chandpur CCPP GT was synchronized  

Rahanpur 132/33kV S/S TR-2 (414T) LT Tripped showing Agile relays. 3.0MW load 

interrup. 

interrup. 

Juldah 132/33kV S/S 132/33 KV 406T T-1 HT Tripped showing Over current relay. relays Due  

to Due to the explosion of the R-phase cable on the 33 KV side of the transformer. 

Juldah 132/33kV S/S 132/33 KV 406T T-1 LT Tripped showing Over Current relay. relays Due  

Shahjadpur 132/33kV S/S T-1(405T) LT Forced S/D Due to Red-hot maintenance work.  

Kushtia 132/33kV S/S T-3 HT Tripped showing Protection Relay relays Due to HV O/C 104.0MW load 

interrup. 

Kushtia 132/33kV S/S T-3 LT Tripped showing Protection relay relays Due to HV O/C 103.0MW load 

at 24.2km relays Due to Distance relay trip 

Aminbazar 400/230/132kV S/S Bus-2 (400kV) is restored.  

Ashuganj 450 MW CCPP(North) Synchronized with remarks:- gt  

Shahjadpur 132/33kV S/S T-1(405T) HT Forced S/D Due to Red hot Maintenance  

Kishoreganj 132/33kV S/S Tr-2 (414T) LT Tripped showing P40 Agile relays Due to PDB 33 KV 15.0MW load 

Mollapara feeder trip interrup. 

Sreepur 230/132/33kV S/S Sreepur-Sirajganj Ckt-1 Tripped showing Distant relay Operated  

temperature of DS-181S . 

Aminbazar-Airport(Old) 230kV Ckt-2 is restored.  

Kishoreganj 132/33kV S/S Tr-1 (404T) LT Tripped showing P40 Agile relays Due to PDB 33 KV 15.0MW load 

Mollapara feeder trip interrup. 

Distance Realy relays Due to Bad Weather and from Brahmanbaria 132/33kV end showing MiCOM 

relays. 

Shahjibazar 132/33kV S/S BPDB 60 MW Tripped showing CB Tripping Relay relays Due to Bad  

weather 

Kaliakoir 400/230/132kV S/S 400/132kV TR-3 LT Scheduled S/D Due to Due to High  

Distance Relay relays Due to Bad Weather and from Brahmanbaria 132/33kV end showing MiCOM 

relays. 

Brahmanbaria-Narsinghdi 132 kV Ckt-1 Tripped from Brahmanbaria 132/33kV end showing ABB  

relays. 

Brahmanbaria-Shahjibazar 132 kV Ckt-1 Tripped from Shahjibazar 132/33kV end showing  

Pubail 132/33kV S/S TRX-1 LT Project Work S/D Due to 33kV CT Maintenance.  

Chowmuhani-Feni 132 kV Ckt-2 Scheduled S/D from Feni 132/33kV end Due to For BPDB  

Required and from Feni 230/132kV end Due to Due to work at feni 132/33 kv grid end 

Brahmanbaria-Shahjibazar 132 kV Ckt-2 Tripped from Shahjibazar 132/33kV end showing  

Due to Due to fault at 33kv side at Feni  132/33 kv substation and from Feni 132/33kV end 

showing Distance and O/C Relay relays Due to Due increase Sag 

Haripur 230/132kV S/S 132kV Main Bus Sec-1 is restored.  

Pubail 132/33kV S/S TRX-1 HT Project Work S/D Due to 33kV CT Maintenance.  

different high temperature junction points of ATR-2 230and 132 kV bays. 

Haripur 230/132kV S/S 132kV Main Bus Sec-2 Scheduled S/D Due to Corrective maintenance of  

different high temperature junction points of ATR-2 132 kV bays. 

Chowmuhani-Feni 132 kV Ckt-1 Tripped from Feni 230/132kV end showing K861 & K862 relays  

BIPTC S/S Baharampur-2 Scheduled S/D  

Day Peak Generation is 13728 MW.  

Haripur 230/132kV S/S 132kV Bus Coupler Scheduled S/D Due to Corrective maintenance of  

Haripur 230/132kV S/S Auto TR-2 LT Scheduled S/D Due to Corrective maintenance of  

different high temperature junction points of ATR-2 230and 132 kV bays. 

Haripur 230/132kV S/S Auto TR-2 HT Scheduled S/D Due to Corrective maintenance of  

different high temperature junction points of ATR-2 230and 132 kV bays. 

Panchagarh 132/33kV S/S Thakurgaon- 2 Scheduled S/D Due to RTU Integration with NLDC  

Haripur 230/132kV S/S Auto TR-1 LT is restored.  

Haripur 230/132kV S/S Auto TR-1 HT is restored.  

Thakurgaon 132/33kV S/S Panchagar CKT-2 Scheduled S/D Due to RTU communication works  
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00:26 01:08

00:26 01:09

00:26 01:11

00:30 01:40

00:30 01:40

01:19 01:40

01:19 01:40

01:20 01:41

02:04

02:05

02:26 03:24

06:00

06:00

06:24

06:24

07:32

07:32

07:33

07:35

07:40

07:40

07:57

Network Operation Division Network Operation Division Network Operation Division

interrup. 

Ashuganj 450 MW CCPP(South), FGMO is OFF with remarks:-   

Sub-Divisional Engineer Executive Engineer Superintendent Engineer

post insulator change interrup. 

Pabna 132/33kV S/S T-2 LT Scheduled S/D Due to None 14.0MW load 

interrup. 

Pabna 132/33kV S/S T-2 HT Scheduled S/D 14.0MW load 

Gollamari 132/33kV S/S Tr-2 LT Project Work S/D  

Rajshahi 132/33kV S/S Transformer T-3 (425T) HT Forced S/D  

Rajshahi 132/33kV S/S Transformer T-2(415T) HT Forced S/D Due to T2 T3 bus coupler DS er 25.0MW load 

Maintenance. 

Jhenaidah 132/33kV S/S Transformer T-3 HT Forced S/D Due to 33kV CB B-Phase Redhot  

Maintenance. 

Gollamari 132/33kV S/S Tr-2 HT Project Work S/D Due to TR-02 Body painitng work.  

Relay relays Due to distance relay phase A 

Minimum generation 11690 MW  

Minimum generation 11690 MW  

Jhenaidah 132/33kV S/S Transformer T-3 LT Forced S/D Due to 33kV CB B-Phase Redhot  

relay,K31. relays. 

Ishwardi-Rooppur  132kV Ckt-2 Tripped from Ishurdi 132/33kV end showing Distance  

protection relay relays. 

Fenchuganj-Sreemangal  132kV Ckt-1 Tripped from Sreemongol 132/33kV end showing Distance  

Chattak-Sylhet 132 kV Ckt-2 Tripped from Sylhet 132/33kV end showing Distance Realay 20.0MW load 

relays Due to Thundering interrup. Sylhet 

132/33kV end  

Ishwardi-Rooppur  132kV Ckt-1 Tripped from Ruppur 132/11kV end showing Distance  

Due to Tripped chhatak-sunamgonj CKT-1 from sylhet for northwester interrup. Sunamganj 

132/33kV end  

Sunamganj 132/33kV S/S Chhatak-Sunamgonj CKT-2 Tripped showing REC670 And REL670 relays 19.0MW load 

Due to Tripped chhatak-sunamgonj CKT-2 from sylhet for northwester interrup. 

Niamatpur 132/33kV S/S Transformer-2 (417T) LT Tripped showing SIEMENS relays Due to 28.0MW load 

Overvolt interrup. 

Chattak-Sunamganj 132 kV Ckt-1 Tripped from Sunamganj 132/33kV end showing REL670 relays 19.0MW load 

Voltage interrup. 

Niamatpur 132/33kV S/S Transformer-2 (417T) HT Tripped showing SIEMENS-7UT85 relays Due 28.0MW load 

to Overvolt, Definite, Overexcitation interrup. 

Rahanpur 132/33kV S/S TR-1 404T HT Tripped showing Simens 7UT85 relays Due to Over  

Voltage 

Rahanpur 132/33kV S/S TR-1 404T LT Tripped showing Agile relays.  

Rahanpur 132/33kV S/S TR-2 (414T) HT Tripped showing Siemens 7UT85 relays Due to Over 3.0MW load 


