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13777.26 MW 12:00 Hr. MKWHr.

14453.26 MW 12:00 Hr. MKWHr.

15049.5 MW 21:00 Hr. MKWHr.

16248.5 MW 21:00 Hr. °C

11692.64 MW 06:00 Hr. MMCFD

15049.5 MW 21:00 Hr. Tk.

Gas Coal HFO HSD Hydro Solar Import Wind Total

32.85 0.00 10.96 0.00 0.00 0.19 0.00 0.00 44.01

5.44 37.41 7.61 0.00 1.54 0.15 0.00 0.18 52.32

28.48 0.00 3.24 0.00 0.00 0.44 4.06 0.00 36.22

0.46 0.00 1.60 0.00 0.00 0.28 0.00 0.00 2.34

28.43 0.00 0.00 0.00 0.00 0.02 0.00 0.00 28.45

3.93 28.24 0.51 0.00 0.00 0.57 21.26 0.00 54.50

8.38 41.41 0.76 0.00 0.00 0.00 0.00 0.00 50.55

17.72 0.00 1.97 0.00 0.00 1.32 29.28 0.00 50.29

0.00 1.17 1.53 0.00 0.00 1.01 0.00 0.00 3.71

125.69 108.23 28.18 0.00 1.54 3.97 54.60 0.18 322.38

Fuel Fuel

Gas Hydro

Coal Solar

HFO Import

HSD Wind

Total: Tk.

KWHr: MKWHr: 21.258182 Peak Hr Flow 883.00 MW at 21:00 hrs.

KWHr: MKWHr: 29.277412 Peak Hr Flow 1470.00 MW at 21:00 hrs.

MW: MKWHr: 4.06368 Peak Hr Flow 180.00 MW at 21:00 hrs.

MW: MKWHr: 54.599274 Peak Hr Flow 2533.00 MW at 21:00 hrs.

Sl Capacity Sl Capacity

1 20

2 100

3 85

4 115

Total 320 Total 0

Outage 
Time

Restoration 
Time

08:22

08:23

08:33 12:56

08:44

08:45 12:55

08:45 17:55 Aminbazar 400/230/132kV S/S Bus-2 (400kV) Project Work S/D Due to Bay Extension  

Siddhirgonj 210 MW  TPP

Total Unavailable Capacity 320

Event Summary

Description of Event Description of Event

Ishwardi-Rooppur  132kV Ckt-1 Forced S/D from Ruppur 132/11kV end.  

Ishwardi-Rooppur  132kV Ckt-2 is restored.  

Ishwardi-Rooppur  132kV Ckt-2 Project Work S/D from Ishurdi 132/33kV end.  

Jhenaidah 132/33kV S/S Transformer T-3 HT is restored.  

Jhenaidah 132/33kV S/S Transformer T-3 LT is restored.  

Rangpur 76 883

Total 1147 15650

Rangpur 20 MW  GTPP

Baghabari  100 MW GTPP

Barapukuria TPP  Unit-2

558

Khulna 167 1963

Barishal 48 451
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Rajshahi 124 1667

Zone-wise Generation Summary (MKWHr.)

Rangpur Zone

Total

Dhaka Zone

Chattogram Zone

Cumilla Zone

Mymensingh Zone

Power Supply Scenario

Energy Demand 338.89134

Energy Generated 322.38034

Energy Unserverd 16.51100

Day Peak Generation

Day Peak Demand

Evening Peak Generation

Plant Name Plant Name

Total Import through C/B Interconnector:   2903

58059163.63

Maximum Temperature 35.50

Maximum Generation of the Day

Minimum Generation of the Day Total Gas Supplied 921.87

Production Cost per KWHr 6.36108

Evening Peak Demand

Sylhet Zone

Khulna Zone

Barishal Zone

Rajshahi Zone

Production Cost (Tk.)

438492645.3

736192742.6

495214506.7

0

153818

62791172.65

315258290.2

2584252.8

Tk. Tk.

Planned S/D Forced S/D

Zone-wise Load-shed and Demand Summary (MW) at evening peak Hour (21:00 Hr.)

Zone Load-Shed

Status of unavailable Power Plant

Maximum Power Flow (W-E):

E-W Interconnector & Import Scenario

Import through HVDC C/B Interconnector:   

Import through Adani C/B Interconnector:   

Import through Cumilla C/B Interconnector:   

0

2497

Energy Flow from East to West:

Energy Flow from West to East:

Power Flow during Peak Demand (W-E):

Demand

Dhaka 276 5872

205,06,87,428

Mymensingh 156 1135

Sylhet 85

Chattogram 92 1546

Cumilla 123 1575

Fuel-Wise Generation Summary

Gas

Coal

HFO

HSD

Hydro

Solar

Import

Wind

Cost-Wise Generation Summary

Gas

Coal

HFO

HSD

Hydro

Solar

Import

Wind



 QF-LDC-08(Sheet-1)
page 2 of 3

Date :

Power Grid Bangladesh PLC

National Load Dispatch Center (NLDC)

System Summary Report

19-04-2026

08:59

09:20

09:41

09:46 17:08

09:47 17:07

09:50

09:58

10:00 20:27

10:10 20:30

11:18

11:18

12:11

12:11

12:50 13:58

14:02 17:29

14:03 17:24

14:38

14:50

15:04 15:31

15:04 15:31

16:11 17:20

16:12 17:16

16:23

16:34

16:40

17:00

17:01

19:00 20:12

19:00 19:31

06:00

06:26

06:49

07:00

07:04

07:05

07:05

33 kv Bus DS & Nut bolt tigting 

25.0MW load 

interrup. 

Gopalganj 132/33kV S/S T1 LT Scheduled S/D Due to Red hot maintenance 17.0MW load 

interrup. 

Gopalganj 132/33kV S/S T1 LT Scheduled S/D Due to Red hot maintenance 17.0MW load 

interrup. 

Haripur-Meghnaghat  230kV Ckt-1 Scheduled S/D from Haripur 230/132kV end Due to Other end 

and from Meghnaghat 230/132kV end Due to Red hot maintenance work in line ds 

 

Bogura 400/230kV S/S 400 KV Reactor (125 MVAR) Forced S/D Due to Instruction by NLDC 

 Dhaka.Increase system voltage. 

 

BIPTC S/S 10CF14 Tripped showing 87 (Defferntian Relay). relays.  

Barishal 230/132kV S/S T-5 LT Scheduled S/D Due to T-5 33kv Clamp change,Noise problem of 

Feeder R-Phase Burn out 

37.0MW load 

interrup. 

Barishal 230/132kV S/S T-4 LT Tripped showing Over current relay relays Due to due to 

33kv Jhalakhati Feeder R-Phase Burn out 

37.0MW load 

interrup. 

Minimum Generation: 13152 MW.  

ckt-1&2  cable termanation work. 

 

Bogura(New)-Naogaon 132 kV Ckt-1 is restored.  

Gollamari 132/33kV S/S Tr-2 HT is restored.  

Gollamari 132/33kV S/S Tr-2 LT is restored.  

Barishal 230/132kV S/S T-5 LT Tripped showing O/C relays Due to due to 33kv Jhalakhati 

Chandpur CCPP GT was forced shutdown due to bearing lube oil leakage.  

Naogaon 132/33kV S/S Main Bus Scheduled S/D Due to 132kV main Bus shut down for Bogura 

Pabna 132/33kV S/S T-2 LT is restored.  

Munshiganj 132/33kV S/S Transformer-2 LT Tripped showing DIR O/C TRIP relays Due to Banco 

33kv line-1 CB flashing 

95.0MW load 

interrup. 

Munshiganj 132/33kV S/S Transformer-1 LT Tripped showing DIR O/C TRIP relays Due to Banco 

Shahjibazar 132/33kV S/S TR-04 LT Scheduled S/D Due to Redhot maintenance 40.0MW load 

interrup. 

Shahjibazar 132/33kV S/S TR-04 HT Scheduled S/D Due to Redhot maintenance 40.0MW load 

interrup. 

33kv line-1 CB flashing 

95.0MW load 

interrup. 

Saidpur 132/33kV S/S TR-01 HT Scheduled S/D Due to QF- GMD-39 and as the instruction of 

ALDC Bogura (499264) 

 

Amnura 132/33kV S/S T-1 (406T) LT Forced S/D Due to Oil leakage  

Amnura 132/33kV S/S T-1 (406T) HT Forced S/D Due to Oil leakage.  

Pabna 132/33kV S/S T-2 HT is restored.  

Madunaghat 400/230kV S/S ATR-2 7106T HT is restored.  

Madunaghat 400/230kV S/S ATR-2 7106T LT is restored.  

Sylhet (South) S/S Sylhet (S)-Biyanibazar 132KV Ckt-1 Project Work S/D Due to Shutdown 

for project work purpose. 

 

Sylhet (South) S/S Sylhet (S)-Biyanibazar 132KV Ckt-2 Project Work S/D Due to Shutdown 

for project work purpose. 

 

Rajshahi 132/33kV S/S Transformer T-2(415T) HT is restored.  

Shahjadpur 132/33kV S/S T-1(405T) HT is restored.  

Panchagarh 132/33kV S/S Thakurgaon- 2 Scheduled S/D Due to RTU Integrating with NLDC , 

Thakurgaon substation 

 

Thakurgaon 132/33kV S/S Panchagar CKT-2 Project Work S/D Due to RTU Panel commissioning  

Rajshahi 132/33kV S/S Transformer T-3 (425T) HT is restored.  

Gopalganj 400/132kV S/S 400kV Rooppur is restored.  

Korerhat 400/230/132kV S/S ATR-3(7103T) LT Project Work S/D Due to Protection witness  

Korerhat 400/230/132kV S/S ATR-3(7103T) HT Project Work S/D Due to Protection Witness 258.0MW load 

interrup. 

Shahjadpur 132/33kV S/S T-1(405T) LT is restored.  
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07:06

07:09

07:09

07:34

07:35

Network Operation Division Network Operation Division Network Operation Division

Gopalganj 132/33kV S/S T1 HT Scheduled S/D Due to Red hot Maintenance 17.0MW load 

interrup. 

Nawabganj 132/33kV S/S TR-1 HT Forced S/D Due to Redhot maintenance.  

Nawabganj 132/33kV S/S TR-1 LT Forced S/D Due to Redhot maintenance  

Jhenaidah 132/33kV S/S Transformer T-1 HT Forced S/D Due to 33kV PBS BUS SECTION DS-3 

Redhot Maintenance work. 

 

Sub-Divisional Engineer Executive Engineer Superintendent Engineer

Jhenaidah 132/33kV S/S Transformer T-1 LT Forced S/D Due to 33kV PBS BUS SECTION DS-3 

Redhot Maintenance work. 

35.0MW load 

interrup. 


