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14073.9 MW 12:00 Hr. MKWHr.

15601.9 MW 12:00 Hr. MKWHr.

14623.58 MW 21:00 Hr. MKWHr.

16546.58 MW 21:00 Hr. °C

13088.36 MW 17:00 Hr. MMCFD

14623.58 MW 21:00 Hr. Tk.

Gas Coal HFO HSD Hydro Solar Import Wind Total

31.66 0.00 13.48 0.00 0.00 0.21 0.00 0.00 45.34

5.54 38.35 7.46 0.00 1.17 0.14 0.00 0.56 53.21

26.85 0.00 3.62 0.00 0.00 0.36 4.02 0.00 34.86

0.37 0.00 2.43 0.00 0.00 0.29 0.00 0.00 3.10

28.19 0.00 0.00 0.00 0.00 0.06 0.00 0.00 28.25

3.31 27.68 0.94 0.00 0.00 0.64 21.76 0.00 54.33

8.24 42.55 0.84 0.00 0.00 0.00 0.00 0.00 51.63

16.99 0.00 2.52 0.00 0.00 1.49 35.40 0.00 56.40

0.00 1.08 1.22 0.00 0.00 1.43 0.00 0.00 3.74

121.14 109.66 32.52 0.00 1.17 4.63 61.19 0.56 330.86

Fuel Fuel

Gas Hydro

Coal Solar

HFO Import

HSD Wind

Total: Tk.

KWHr: MKWHr: 21.762909 Peak Hr Flow 908.00 MW at 21:00 hrs.

KWHr: MKWHr: 35.399273 Peak Hr Flow 1449.08 MW at 21:00 hrs.

MW: MKWHr: 4.02336 Peak Hr Flow 170.00 MW at 21:00 hrs.

MW: MKWHr: 61.185542 Peak Hr Flow 2527.08 MW at 21:00 hrs.

Sl Capacity Sl Capacity

1 20

2 100

3 85

4 115

Total 320 Total 0

Outage 
Time

Restoration 
Time

08:30 17:40

08:31 17:41

08:54 14:22

work  by BPDB 

Painting Work 

Chowmuhani 230/132/33kV S/S ATR-02 LT Project Work S/D Due to Painting the blast wall of  

Transformer 

Chandpur 132/33kV S/S 100MW(GT) Power Plant Incomer (T4) Scheduled S/D Due to Maintenance  

Total Unavailable Capacity 320

Event Summary

Description of Event Description of Event

Chowmuhani 230/132/33kV S/S ATR-02 HT Scheduled S/D Due to Transformer Blast Wall  

Plant Name Plant Name

Rangpur 20 MW  GTPP

Baghabari  100 MW GTPP

Barapukuria TPP  Unit-2

Siddhirgonj 210 MW  TPP

Total 1840 15924

Status of unavailable Power Plant

Planned S/D Forced S/D

Rajshahi 223 1765

Rangpur 155 952

Khulna 220 1920

Barishal 83 491

Mymensingh 293 1254

Sylhet 105 555

Chattogram 161 1495

Cumilla 210 1602

Zone-wise Load-shed and Demand Summary (MW) at evening peak Hour (21:00 Hr.)

Zone Load-Shed Demand

Dhaka 390 5890

Power Flow during Peak Demand (W-E): 2411 Import through Cumilla C/B Interconnector:   

Maximum Power Flow (W-E): 2833 Total Import through C/B Interconnector:   

Energy Flow from East to West: 0 Import through HVDC C/B Interconnector:   

Energy Flow from West to East: 54464763.63 Import through Adani C/B Interconnector:   

578401286.8 357784182.4

0 8176406.4

218,73,62,015

E-W Interconnector & Import Scenario

Production Cost (Tk.)

Tk. Tk.

423725369.3 116866

744593847.1 74564057.29

Sylhet Zone

Khulna Zone

Barishal Zone

Rajshahi Zone

Rangpur Zone

Total

Zone-wise Generation Summary (MKWHr.)

Dhaka Zone

Chattogram Zone

Cumilla Zone

Mymensingh Zone

Minimum Generation of the Day Total Gas Supplied 869.82

Maximum Generation of the Day Production Cost per KWHr 6.61107

Evening Peak Generation Energy Demand 370.90058

Evening Peak Demand Maximum Temperature 35.40

Day Peak Generation Energy Generated 330.86358

Day Peak Demand Energy Unserverd 40.03700
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Power Supply Scenario

Fuel-Wise Generation Summary

Gas

Coal

HFO

HSD

Hydro

Solar

Import

Wind

Cost-Wise Generation Summary

Gas

Coal

HFO

HSD

Hydro

Solar

Import

Wind
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09:03 15:54

09:21 17:05

09:22 17:04

09:35

09:45 14:59

10:17 18:14

10:18 18:13

10:27 11:53

10:49

12:00

13:55 14:49

13:57 14:48

14:20 14:43

14:39

14:41

14:54 15:42

15:07 16:50

15:08 16:43

16:15 17:25

16:15 17:25

17:25

18:02 20:28

19:59 20:39

20:39

21:00

22:14 22:30

22:14 22:30

23:26 00:15

23:26

interrup. 

Sub-Divisional Engineer Executive Engineer Superintendent Engineer

Network Operation Division Network Operation Division Network Operation Division

Protection Relay relays Due to Fault Occurred in 33KV PBS Feder no-02 interrup. 

Madanganj 132/33kV S/S GT-2 HT Tripped showing O/C & E/F relays. 22.0MW load 

interrup. 

Madanganj 132/33kV S/S GT-2 LT Tripped showing No relay operated relays. 22.0MW load 

 Srinagar 132/33kV S/S Tr-01 LT Tripped showing Lockout Relay-01 & 02Overcurrent 18.0MW load 

Protection Relay relays Due to Fault Occurred in 33KV PBS Feder no-02 interrup. 

 Srinagar 132/33kV S/S Tr-02 LT Tripped showing Lockout Relay-01 & 02Overcurrent 18.0MW load 

Patiya 132/33kV S/S TRAFO-02 HT Project Work S/D Due to Meter test  

Patiya 132/33kV S/S TRAFO-02 HT is restored.  

Evening peak generation 14623 MW  

interrup. 

Chandpur CCPP GT was synchronized  

Ishurdi 132/33kV S/S 132 kV Baghabari Line Tripped showing Distance protection relay  

relays. 

interrup. 

Pabna 132/33kV S/S T-3 HT Forced S/D 12.0MW load 

interrup. 

Pabna 132/33kV S/S T-3 LT Forced S/D 15.0MW load 

Ashuganj-Kishoreganj 132kV Ckt-2 Forced S/D from Bajitpur 132/33kV end.  

Sylhet (South) S/S Trafo-2 HT Forced S/D Due to 33 kv PBS loop connection works. 5.0MW load 

interrup. 

Sylhet (South) S/S Trafo-2 LT Forced S/D Due to 33 kv PBS loop connection works. 5.0MW load 

Halishahar-Khulshi  132kV Ckt-1 Project Work S/D from Halishahar 132/33kV end.  

Juldah 132/33kV S/S 132/33 KV 406T T-1 HT is restored.  

Juldah 132/33kV S/S 132/33 KV 406T T-1 LT is restored.  

Palashbari 132/33kV S/S TR2-404T LT Forced S/D Due to Red hot maintenence 30.0MW load 

interrup. 

Palashbari 132/33kV S/S TR2-404T HT Forced S/D Due to Red hot maintenence 30.0MW load 

interrup. 

Meter accuracy test 

Brahmanbaria-Shahjibazar 132 kV Ckt-2 Scheduled S/D from Shahjibazar 132/33kV end Due to  

opgw repairing work 

Day Peak Generation: 14069 MW.  

Kurigram-Lalmonirhat  132kV Ckt-1 Scheduled S/D from Kurigram 132/33kV end Due to RTU  

Integration with NLDC. 

Kurigram-Rangpur  132kV Ckt-1 Project Work S/D from Rangpur 132/33kV end.  

Halishahar-Khulshi  132kV Ckt-2 Project Work S/D from Halishahar 132/33kV end Due to  

Feni 230/132kV S/S ATR-2 HT Project Work S/D Due to Oil leakage and painting work  

Brahmanbaria-Shahjibazar 132 kV Ckt-1 Scheduled S/D from Shahjibazar 132/33kV end Due to  

OPGW repairing 

Aminbazar 400/230/132kV S/S Bus-1 (400kV) Project Work S/D Due to Bay Extension  

Keranigonj 230/132/33kV S/S ATR-3 HT Scheduled S/D Due to ATR-03 132kV GIS Cable terminal  

module commissioning work 

Feni 230/132kV S/S ATR-2 LT Project Work S/D Due to Oil leakage and painting work  


