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13116.11 MW 11:00 Hr. MKWHr.

15648.75 MW 12:00 Hr. MKWHr.

14467.04 MW 20:00 Hr. MKWHr.

16647.04 MW 20:00 Hr. °C

12316.95 MW 03:00 Hr. MMCFD

14467.04 MW 20:00 Hr. Tk.

Gas Coal HFO HSD Hydro Solar Import Wind Total

33.32 0.00 13.65 0.00 0.00 0.21 0.00 0.00 47.18

5.16 37.34 7.91 0.00 0.86 0.12 0.00 0.30 51.69

28.60 0.00 3.44 0.00 0.00 0.41 4.25 0.00 36.69

0.27 0.00 2.11 0.00 0.00 0.31 0.00 0.00 2.69

20.92 0.00 0.00 0.00 0.00 0.07 0.00 0.00 20.99

2.96 29.24 0.85 0.14 0.00 0.65 21.96 0.00 55.79

7.77 43.12 0.83 0.00 0.00 0.00 0.00 0.00 51.73

16.64 0.00 1.78 0.01 0.00 1.54 35.46 0.00 55.44

0.00 0.84 1.22 0.00 0.00 1.32 0.00 0.00 3.38

115.64 110.54 31.80 0.15 0.86 4.63 61.68 0.30 325.59

Fuel Fuel

Gas Hydro

Coal Solar

HFO Import

HSD Wind

Total: Tk.

KWHr: MKWHr: 21.963636 Peak Hr Flow884.00 MW at 20:00 hrs.

KWHr: MKWHr: 35.464728 Peak Hr Flow741.54 MW at 20:00 hrs.

MW: MKWHr: 4.248 Peak Hr Flow164.00 MW at 20:00 hrs.

MW: MKWHr: 61.676364 Peak Hr Flow1789.54 MW at 20:00 hrs.

Sl Capacity Sl Capacity

1 20

2 100

3 85

4 115

Total 320 Total 0

Outage 
Time

Restoration 
Time

08:10 17:29

08:11 17:28

08:29 16:42

08:33 15:39

09:12 17:53

Armouring work between 4-5 No Tower. 

Feni 230/132kV S/S ATR-2 HT Project Work S/D Due to Oil Leakage and Rast check painting  

Chowmuhani 230/132/33kV S/S ATR-02 HT Project Work S/D Due to Blast wall Painting  

Amtali 400/132kV S/S Amtali - RNPL 400 kV Ckt - 2 Project Work S/D Due to RNPL চািহদা  

অনযুায়ী Shutdown ĺনওয়া হেয়েছ। 

Halishahar-Julda  132kV Ckt-1 Scheduled S/D from Juldah 132/33kV end Due to Due to  

Total Unavailable Capacity 320

Event Summary

Description of Event Description of Event

Chowmuhani 230/132/33kV S/S ATR-02 LT Project Work S/D Due to Blast Wall Painting  

Plant Name Plant Name

Rangpur 20 MW  GTPP

Baghabari  100 MW GTPP

Barapukuria TPP  Unit-2

Siddhirgonj 210 MW  TPP

Total 2086 16081

Status of unavailable Power Plant

Planned S/D Forced S/D

Rajshahi 280 1808

Rangpur 166 1002

Khulna 380 1977

Barishal 60 468

Mymensingh 180 1070

Sylhet 100 576

Chattogram 250 1588

Cumilla 220 1575

Zone-wise Load-shed and Demand Summary (MW) at evening peak Hour (20:00 Hr.)

Zone Load-Shed Demand

Dhaka 450 6017

Power Flow during Peak Demand (W-E): 1827 Import through Cumilla C/B Interconnector:   

Maximum Power Flow (W-E): 2816 Total Import through C/B Interconnector:   

Energy Flow from East to West: 0 Import through HVDC C/B Interconnector:   

Energy Flow from West to East: 48148618.18 Import through Adani C/B Interconnector:   

564274600.2 361070548.9

2484198.47 4363574.4

216,28,93,496

E-W Interconnector & Import Scenario

Production Cost (Tk.)

Tk. Tk.

406107058.6 86220

750488657.2 74018638.2

Sylhet Zone

Khulna Zone

Barishal Zone

Rajshahi Zone

Rangpur Zone

Total

Zone-wise Generation Summary (MKWHr.)

Dhaka Zone

Chattogram Zone

Cumilla Zone

Mymensingh Zone

Minimum Generation of the Day Total Gas Supplied 926.10

Maximum Generation of the Day Production Cost per KWHr 6.64296

Evening Peak Demand Maximum Temperature 35.40

Day Peak Generation Energy Generated 325.59176

Day Peak Demand Energy Unserverd 52.65300
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Power Supply Scenario

Evening Peak Generation Energy Demand 378.24476

Fuel-Wise Generation Summary

Gas

Coal

HFO

HSD

Hydro

Solar

Import

Wind

Cost-Wise Generation Summary

Gas

Coal

HFO

HSD

Hydro

Solar

Import

Wind
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09:12 17:53

09:44 17:20

09:45 17:20

09:46 14:40

09:46 14:48

11:05 12:38

11:16 13:13

11:23 13:10

11:56 16:04

12:59 13:37

13:04 14:19

15:30 16:04

15:43

17:20

17:33 18:09

17:33 18:08

20:00

20:53 22:38

20:56 23:28

21:30

21:33

21:40 00:30

21:41 00:20

01:10 01:26

02:00

02:56 03:07

05:49 06:27

06:06

06:06

06:18 06:29

06:34

06:34

interrup. 

nldc 

Gollamari 132/33kV S/S Tr-1 LT Tripped showing No relay signal relays Due to 33 kv wzpdcl  

cable trench burn. 

Gollamari 132/33kV S/S Tr-2 LT Forced S/D Due to Wzpdcl cable trench burn. 80.0MW load 

interrup. 

Jashore 132/33kV S/S T-1 LT Forced S/D Due to Redhot Maintanance to Auxiliary Tx. (East) 30.0MW load 

interrup. 

Rampura-Ullon-2  132kV Ckt-2 Scheduled S/D from Rampura 230/132kV end Due to Order by  

Madunaghat 132/33kV S/S TR-1(507T) LT Tripped showing REF-615 relays Due to Due to 20.0MW load 

Mohora-2 feeder fault interrup. 

Jashore 132/33kV S/S T-1 HT Forced S/D Due to Redhot Maintanance to Auxiliary Tx. (East) 30.0MW load 

interrup. 

Minimum generation 12521 MW  

Keranigonj 230/132/33kV S/S TR-1 LT Tripped showing 86 relays Due to Overcurrent Earth 47.0MW load 

fault by 33kV Ati bazar feeder fault. interrup. 

interrup. 

Niamatpur 132/33kV S/S Transformer-1(407T) HT Forced S/D Due to Red hot maintenance. 10.0MW load 

interrup. 

Niamatpur 132/33kV S/S Transformer-1(407T) LT Tripped showing O/C, E/F relays. 21.0MW load 

Brahmanbaria-Shahjibazar 132 kV Ckt-1 is restored.  

Brahmanbaria-Shahjibazar 132 kV Ckt-2 is restored.  

Niamatpur 132/33kV S/S Transformer-1(407T) LT Forced S/D Due to Red hot maintenance. 10.0MW load 

Sreepur 230/132/33kV S/S Sreepur-Sirajganj Ckt-2 Tripped showing Distance Relay  

(F21_7SA611) relays Due to Distance Trip 

 Mirzapur 132/33kV S/S Transformer-01(E05) LT Tripped showing OC OPTD86.1 & 86.2  Trip 20.0MW load 

relay. relays Due to PBS Jamurki feeder fualt. interrup. 

Munshiganj 132/33kV S/S Transformer-2 HT Forced S/D Due to Shutdown to replace damaged 60.0MW load 

VCB of BANCO ckt-1 interrup. 

Evening Peak Generation: 14466 MW.  

Savar 132/33kV S/S T-1 HT is restored.  

Munshiganj 132/33kV S/S Transformer-2 LT Forced S/D Due to Shutdown to replace demaged 60.0MW load 

VCB of BANCO ckt-1 interrup. 

end  

Hasnabad-Sitalakhya 132kV Ckt-1 Scheduled S/D from Hasnabad 132/33kV end Due to shut down  

by NLDC 

Keranigonj 230/132/33kV S/S ATR-3 LT is restored.  

Trip,distance 19.28 km from isd end. relays. 

Pabna- Shahjadpur  132kV Ckt-1 Tripped from Shahjadpur 132/33kV end showing 21, Zone-2 8.0MW load 

relays Due to None interrup. 

Shahjadpur 132/33kV 

Leakage Maintenance work 

Bogura 400/230kV S/S Bogura - Kaliakoir 400 kV Ckt-1 Scheduled S/D Due to Kaliakoir Ckt 1  

Aviation Light replacement 

Ishurdi-Pabna 132kV ckt Tripped from Ishurdi 132/33kV end showing zone 2 trip,Ph R  

Jamalpur-Mymensingh  132kV Ckt-2 Scheduled S/D from Jamalpur 132/33kV end Due to Work for  

Mymensingh grid 

Bogura-Bogura (New)) 132 kV Ckt-1 Scheduled S/D from Bogura 230/132kV end Due to  

Maintenance work at Bogura 132kV sub-Station and from Bogura 132/33kV end Due to SF6 Gas 

pulling opzw from line tower to gantry structure. 

Mithapukur-Palashbari  132kV Ckt-2 Scheduled S/D from Mithapukur 132/33kV end Due to For  

pulling opgw from line tower to gantry structure. 

BIPTC S/S 20DF43 Scheduled S/D Due to For CB Maintenance  

Savar 132/33kV S/S T-1 LT Scheduled S/D Due to Transformer painting works.  

Savar 132/33kV S/S T-1 HT Scheduled S/D Due to Transformer painting works.  

Mithapukur-Palashbari  132kV Ckt-1 Scheduled S/D from Mithapukur 132/33kV end Due to For  

works 

Feni 230/132kV S/S ATR-2 LT Project Work S/D Due to Oil Leakage and Rast check works  
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06:34

06:35

06:35

06:36

07:37 07:56

07:37 07:56

Network Operation Division Network Operation Division Network Operation Division

Tongi 230/132/33kV S/S T-1 LT Scheduled S/D Due to DESCO  

Tongi 230/132/33kV S/S T-1 HT Scheduled S/D Due to DESCO  

Sub-Divisional Engineer Executive Engineer Superintendent Engineer

Gollamari 132/33kV S/S Tr-2 HT Forced S/D Due to Wzpdcl cable trench burn 80.0MW load 

interrup. 

Rampura-Ullon-2  132kV Ckt-1 Scheduled S/D from Rampura 230/132kV end Due to Order by  

NLDC 

Full interruption is occurring under Gollamari GIS s/s due to tripping of transformer  

TR-1 and forced shutdown of transformer TR-2 caused by fire in 33 kV WZPDCL feeder 

Gollamari 132/33kV S/S Tr-1 HT Forced S/D Due to Wzpdcl cable trench burn.  


