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Date :

12952.68 MW 12:00 Hr. MKWHr.

14699.68 MW 12:00 Hr. MKWHr.

14196.5 MW 20:00 Hr. MKWHr.

16096.5 MW 21:00 Hr. °C

12321.39 MW 06:00 Hr. MMCFD

14196.5 MW 20:00 Hr. Tk.

Gas Coal HFO HSD Hydro Solar Import Wind Total

35.09 0.00 12.81 0.00 0.00 0.21 0.00 0.00 48.10

5.59 34.33 7.80 0.00 0.95 0.12 0.00 0.04 48.82

29.52 0.00 3.65 0.00 0.00 0.43 3.81 0.00 37.41

0.54 0.00 2.07 0.00 0.00 0.27 0.00 0.00 2.88

27.55 0.00 0.00 0.00 0.00 0.07 0.00 0.00 27.62

5.02 29.16 0.86 0.32 0.00 0.68 19.18 0.00 55.22

8.06 42.32 1.12 0.00 0.00 0.00 0.00 0.00 51.51

17.93 0.00 2.12 4.33 0.00 1.36 18.28 0.00 44.02

0.00 0.34 1.22 0.00 0.00 0.94 0.00 0.00 2.50

129.29 106.15 31.66 4.66 0.95 4.07 41.26 0.04 318.07

Sylhet Zone

Khulna Zone

Barishal Zone

Rajshahi Zone

Rangpur Zone

Total

Zone-wise Generation Summary (MKWHr.)

Dhaka Zone

Chattogram Zone

Cumilla Zone

Mymensingh Zone

Minimum Generation of the Day Total Gas Supplied 944.20

Maximum Generation of the Day Production Cost per KWHr 6.43104

Evening Peak Demand Maximum Temperature 36.20

Day Peak Generation Energy Generated 318.06698

Day Peak Demand Energy Unserverd 46.79900
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Power Supply Scenario

Evening Peak Generation Energy Demand 364.86598

Fuel-Wise Generation Summary

Gas

Coal

HFO

HSD

Hydro

Solar

Import

Wind

Cost-Wise Generation Summary

Gas

Coal

HFO

HSD

Hydro

Solar

Import

Wind

Fuel Fuel

Gas Hydro

Coal Solar

HFO Import

HSD Wind

Total: Tk.

KWHr: MKWHr: 19.178909 Peak Hr Flow 696.00 MW at 20:00 hrs.

KWHr: MKWHr: 18.278182 Peak Hr Flow 761.00 MW at 20:00 hrs.

MW: MKWHr: 3.8064 Peak Hr Flow 142.00 MW at 20:00 hrs.

MW: MKWHr: 41.263491 Peak Hr Flow 1599.00 MW at 20:00 hrs.

Sl Capacity Sl Capacity

1 20

2 100

3 85

4 115

Total 320 Total 0

Outage 
Time

Restoration 
Time

08:07 12:59

maintenance and Dohar, sreenagar red hot maintenance work 

Total Unavailable Capacity 320

Event Summary

Description of Event Description of Event

Hasnabad 132/33kV S/S 33kv Reserve Bus Scheduled S/D Due to Nawabganj -2 R.Bus  

Plant Name Plant Name

Rangpur 20 MW  GTPP

Baghabari  100 MW GTPP

Barapukuria TPP  Unit-2

Siddhirgonj 210 MW  TPP

Total 1818 15396

Status of unavailable Power Plant

Planned S/D Forced S/D

Rajshahi 180 1694

Rangpur 160 1006

Khulna 320 1920

Barishal 50 449

Mymensingh 260 1265

Sylhet 80 580

Chattogram 180 1443

Cumilla 240 1599

Zone-wise Load-shed and Demand Summary (MW) at evening peak Hour (20:00 Hr.)

Zone Load-Shed Demand

Dhaka 348 5440

Power Flow during Peak Demand (W-E): 1959 Import through Cumilla C/B Interconnector:   

Maximum Power Flow (W-E): 2536 Total Import through C/B Interconnector:   

Energy Flow from East to West: 0 Import through HVDC C/B Interconnector:   

Energy Flow from West to East: 47028254.54 Import through Adani C/B Interconnector:   

552260446.5 231290973.2

23078677.35 515438.4

204,55,00,238

E-W Interconnector & Import Scenario

Production Cost (Tk.)

Tk. Tk.

453031260 94620

720916439.4 64312383.86

08:27 18:16

08:28 18:15

09:04 11:41

09:04

09:50

09:51

09:52 14:51

09:53 15:06

09:53

09:54

09:54

09:54

09:54

09:55 Ghorasal-Joydeb-B   132kV Ckt-1 is restored.  

Goalpara 132/33kV S/S T-6 HT is restored.  

Goalpara 132/33kV S/S T-5 HT is restored.  

Mirzapur 132/33kV S/S Transformer-02(E07) LT is restored.  

Gollamari 132/33kV S/S E07 Gollamari-Gopalgonj Line - 2 Project Work S/D  

Mirzapur 132/33kV S/S Transformer-01(E05) HT is restored.  

Goalpara 132/33kV S/S T1 HT is restored.  

Kaliakoir-Tangail   132kV Ckt-2 is restored.  

Mirzapur 132/33kV S/S Mirzapur-Tangail-ckt-2A(E04) is restored.  

Gollamari 132/33kV S/S E01 Gollamari-Gopalgonj Line - 1 Project Work S/D  

interrup. 

Lalmonirhat 132/33kV S/S T-2 (415T) LT Forced S/D Due to Redhot in T2 T3 33KV bus section 12.0MW load 

interrup. 

Kaliakoir 400/230/132kV S/S 132kV Bus 2 is restored.  

Shahjibazar 132/33kV S/S TR-04 LT Scheduled S/D Due to Work by Energypac 70.0MW load 

interrup. 

Shahjibazar 132/33kV S/S TR-04 HT Scheduled S/D Due to Work by Energypac 70.0MW load 
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09:56

09:56

09:56

09:56

10:03 17:10

10:04 17:08

10:17

11:05 18:12

11:22 13:15

11:52 12:02

11:52 12:05

12:00

12:54 13:12

132/33kV end and 

39.0MW load 

interrup. 

Mymensingh 132/33kV 

Kishoreganj-Mymensingh  132kV Ckt-1 Tripped from Kishoreganj 132/33kV end showing Micom 39.0MW load 

P40 Agile relays Due to Zone 1 & zone 3 trip, phase B &C, distance 100.4 km and from interrup. 

 Mymensingh 132/33kV end showing B & C phaseZone-1 relays. Kishoreganj 

Shahjibazar-Sreemangal  132kV Ckt-2 Tripped from Shahjibazar 132/33kV end showing  

Distance Realy relays Due to N/A and from Sreemongol 132/33kV end showing Distance Relay 

relays. 

 Day Peak Generation is 12949 MW.  

Chowmuhani 230/132/33kV S/S Lakshmipur-02 Project Work S/D Due to CB Pressure gauge issue  

Shahjibazar-Sreemangal  132kV Ckt-1 Tripped from Shahjibazar 132/33kV end showing  

Distance Realy relays Due to N/A and from Sreemongol 132/33kV end showing Distance Relay 

relays. 

Savar 132/33kV S/S T-1 HT Scheduled S/D Due to Painting works.  

Ghorasal-Joydeb-B   132kV Ckt-2 is restored.  

Meghnaghat 400/230kV S/S ATR -03 LT Project Work S/D Due to Project work  

Goalpara 132/33kV S/S T-6 LT is restored.  

Goalpara 132/33kV S/S T-5 LT is restored.  

Savar 132/33kV S/S T-1 LT Scheduled S/D Due to Painting works  

Goalpara 132/33kV S/S T1 LT is restored.  

Mirzapur 132/33kV S/S Transformer-01(E05) LT is restored.  

14:24 15:44

14:38 16:29

14:38 16:30

14:48 18:59

14:49 18:56

15:16 17:11

20:00

20:07

21:38

04:58

05:00

05:34

05:39

06:06

06:06

06:06

06:08

06:12

06:17

102S Maintenance interrup. Kaliakoir 

400/230/132kV end  

Meghnaghat 450 MW CCPP (MPL) Shutdown with remarks:- ST  

Meghnaghat 450 MW CCPP (MPL) Shutdown with remarks:- GT-2  

Dhamrai 132/33kV S/S Transformer-1 HT Scheduled S/D Due to Kaliakoir end bus shift  

Dhamrai 132/33kV S/S Transformer-1 HT Scheduled S/D Due to Kaliakoir end bus shift  

Kaliakoir-Tangail   132kV Ckt-1 Forced S/D from Kaliakoir 400/230/132kV end Due to DS 50.0MW load 

132/33kV end  

Ghorasal-Joydeb-B   132kV Ckt-1 Project Work S/D from Pubail 132/33kV end Due to line  

mainteance 

Dhamrai 132/33kV S/S Transformer-1 HT Scheduled S/D Due to Kaliakoir end bus shift  

Haripur 412 MW CCPP Synchronized with remarks:- GT Running  

Ghorasal-Joydeb-B   132kV Ckt-2 Project Work S/D from Joydebpur 132/33kV end Due to 30.0MW load 

Project Work. and from Pubail 132/33kV end Due to line maintenance interrup. Joydebpur 

Barapukuria PS unit-1 was synchronized  

Khulna 225 MW CCPP GT was synchronized  

Haripur 412 MW CCPP Shutdown with remarks:- ST  

Joypurhat 132/33kV S/S Naogaon Ckt.-2 Project Work S/D  

Tongi 230/132/33kV S/S Tongi-Uttara 3rd Phase Ckt Scheduled S/D Due to Shutdown taken by  

NLDC 

Evening peak generation 14196 MW  

Project Work 

Chowmuhani 230/132/33kV S/S TR3-435T HT Scheduled S/D Due to TR-03 CRP Relocation Work.  

Chowmuhani 230/132/33kV S/S TR3-435T LT Scheduled S/D Due to TR-03 CRP Relocation Work.  

Bogura(New)-Naogaon 132 kV Ckt-1 Project Work S/D from Bogura 230/132kV end.  

end  

Chowmuhani-Feni 132 kV Ckt-2 Project Work S/D from Daganbhuiyan 132/33kV end Due to For  

06:17

06:18 06:32

06:18 06:32

06:18

06:30

07:00

Network Operation Division Network Operation Division Network Operation Division

interrup. 

Minimum Generation: 12308 MW.  

Sub-Divisional Engineer Executive Engineer Superintendent Engineer

জিনত কারেন অপােরশন করা হয়। interrup. 

Bibiyana-III 400 MW CCPP Tripped with remarks:- GT  

Kaliakoir 400/230/132kV S/S 132kV Bus 2 Forced S/D Due to DS 102S Maintenance 60.0MW load 

Nabinagar 132/33kV S/S T-1 LT Forced S/D Due to কািলয়াৈকর িςড উপেকে϶ Bus Shifting 8.0MW load 

জিনত কারেন অপােরশন করা হয়। interrup. 

Nabinagar 132/33kV S/S T-1 HT Forced S/D Due to কািলয়াৈকর িςড উপেকে϶ Bus Shifting 8.0MW load 

Meghnaghat 450 MW CCPP (MPL) Shutdown with remarks:- GT-2  


