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12774.33 MW 11:00 Hr. MKWHr.

15000.45 MW 12:00 Hr. MKWHr.

14712 MW 21:00 Hr. MKWHr.

16765 MW 21:00 Hr. °C

12295.05 MW 08:00 Hr. MMCFD

14712 MW 21:00 Hr. Tk.

Gas Coal HFO HSD Hydro Solar Import Wind Total

33.74 0.00 10.07 0.00 0.00 0.22 0.00 0.00 44.03

5.48 33.72 6.63 0.00 0.95 0.13 0.00 0.09 47.00

30.54 0.00 3.94 0.00 0.00 0.47 3.60 0.00 38.55

1.19 0.00 2.23 0.00 0.00 0.29 0.00 0.00 3.72

25.68 0.00 0.00 0.00 0.00 0.06 0.00 0.00 25.74

6.79 29.26 1.02 0.06 0.00 0.67 20.85 0.00 58.66

8.14 44.04 0.85 0.00 0.00 0.00 0.00 0.00 53.03

17.89 0.00 1.96 5.14 0.00 1.49 18.07 0.00 44.55

0.00 0.16 1.24 0.00 0.00 1.15 0.00 0.00 2.55

129.45 107.17 27.94 5.20 0.95 4.48 42.52 0.09 317.81

Fuel Fuel

Gas Hydro

Coal Solar

HFO Import

HSD Wind

Total: Tk.

KWHr: MKWHr: 20.850909 Peak Hr Flow 913.00 MW at 21:00 hrs.

KWHr: MKWHr: 18.07433 Peak Hr Flow 757.00 MW at 21:00 hrs.

MW: MKWHr: 3.5952 Peak Hr Flow 124.00 MW at 21:00 hrs.

MW: MKWHr: 42.520439 Peak Hr Flow 1794.00 MW at 21:00 hrs.

Sl Capacity Sl Capacity

1 20

2 100

3 85

4 115

Total 320 Total 0

Outage 
Time

Restoration 
Time

08:01 09:12

08:01 09:14

08:38 08:46

08:38 08:46

08:38 08:46

08:38 08:46

08:40 08:50

08:40 08:50

08:45

08:46

08:51

08:53

09:00 17:47

09:06

 

Kaliakoir-Tangail   132kV Ckt-1 is restored.  

Ghorasal-Joydeb-B   132kV Ckt-2 is restored.  

Bogura 400/230kV S/S Bogura - Kaliakoir 400 kV Ckt-1 Project Work S/D Due to Aviation light replace. 

Dhamrai 132/33kV S/S Transformer-2 LT Scheduled S/D Due to Kaliakoir end bus shift  

Nabinagar 132/33kV S/S T-1 LT Forced S/D Due to কািলয়াৈকর িƣড উপেকেȰ Bus Shifting 

জিনত কারেন অপােরশন করা হয়। 

8.0MW load 

interrup. 

Nabinagar 132/33kV S/S T-1 HT Forced S/D Due to কািলয়াৈকর িƣড উপেকেȰ Bus Shifting 

Bibiyana-III 400 MW CCPP Synchronized with remarks:- GT  

Kaliakoir 400/230/132kV S/S 132kV Bus 2 is restored.  

Ghorasal-Joydeb-B   132kV Ckt-1 is restored.  

জিনত কারেন অপােরশন করা হয়। 

8.0MW load 

interrup. 

Kulaura 132/33kV S/S TR-1 AB LT Scheduled S/D Due to PBS bus DS redhot maintenance 18.0MW load interrup. 

Dhamrai 132/33kV S/S Transformer-1 HT Scheduled S/D Due to Kaliakoir end.  

Dhamrai 132/33kV S/S Transformer-2 HT Scheduled S/D Due to Kaliakoir end bus shift  

Dhamrai 132/33kV S/S Transformer-1 LT Scheduled S/D Due to Kaliakoir end bus shift.  

Siddhirgonj 210 MW  TPP

Total Unavailable Capacity 320

Event Summary

Description of Event Description of Event

Kulaura 132/33kV S/S TR-1 AB HT Scheduled S/D Due to PBS bus DS redhot maintenance 18.0MW load interrup. 

Rangpur 20 MW  GTPP

Baghabari  100 MW GTPP

Barapukuria TPP  Unit-2

551

Khulna 335 2018

Barishal 110 523

Rangpur 160 1010

Total 1965 16063

Power Grid Bangladesh PLC

National Load Dispatch Center (NLDC)

System Summary Report

25-04-2026

Rajshahi 240 1752

Zone-wise Generation Summary (MKWHr.)

Rangpur Zone

Total

Dhaka Zone

Chattogram Zone

Cumilla Zone

Mymensingh Zone

Power Supply Scenario

Energy Demand 370.58144

Energy Generated 317.80944

Energy Unserverd 52.77200

Day Peak Generation

Day Peak Demand

Evening Peak Generation

Plant Name Plant Name

Total Import through C/B Interconnector:   2840

52791618.18

Maximum Temperature 36.50

Maximum Generation of the Day

Minimum Generation of the Day Total Gas Supplied 925.64

Production Cost per KWHr 6.27117

Evening Peak Demand

Sylhet Zone

Khulna Zone

Barishal Zone

Rajshahi Zone

Production Cost (Tk.)

452276859.1

728009368.1

484976188

20857734.4

94818

71045923.7

234412915.4

1362734.4

Tk. Tk.

Planned S/D Forced S/D

Zone-wise Load-shed and Demand Summary (MW) at evening peak Hour (21:00 Hr.)

Zone Load-Shed

Status of unavailable Power Plant

Maximum Power Flow (W-E):

E-W Interconnector & Import Scenario

Import through HVDC C/B Interconnector:   

Import through Adani C/B Interconnector:   

Import through Cumilla C/B Interconnector:   

0

2124

Energy Flow from East to West:

Energy Flow from West to East:

Power Flow during Peak Demand (W-E):

Demand

Dhaka 390 5871

199,30,36,540

Mymensingh 260 1278

Sylhet 0

Chattogram 220 1484

Cumilla 250 1576

Fuel-Wise Generation Summary

Gas

Coal

HFO

HSD

Hydro

Solar

Import

Wind

Cost-Wise Generation Summary

Gas

Coal

HFO

HSD

Hydro

Solar

Import

Wind
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10:13 17:37

10:22 13:12

10:36 19:03

10:37 19:00

10:40 18:59

11:11 13:12

11:42

11:42

12:00

12:24 13:36

12:24 13:38

12:33

12:33

12:36

13:14

13:25 13:38

14:15

14:45

14:58 20:16

14:59 20:11

15:08

17:22

17:22

17:48 19:17

21:00

22:33 23:36

00:42

Sub-Divisional Engineer Executive Engineer Superintendent Engineer

Network Operation Division Network Operation Division Network Operation Division

Bogura 400/230kV S/S 400 KV Reactor (125 MVAR) is restored.  

 

Rahanpur 400/132kV S/S Rahanpur-Niamatpur 132 KV Line Ckt-01 Scheduled S/D  

Gollamari 132/33kV S/S Tr-1 LT is restored.  

Feni 230/132kV S/S ATR-2 HT is restored.  

Feni 230/132kV S/S ATR-2 LT is restored. 

Pabna- Shahjadpur  132kV Ckt-1 Scheduled S/D from Pabna 132/33kV end.  

 Evening Peak Generation is 14712 MW.  

Rangpur 132/33kV S/S Rangpur-Teesta Solar-1 Tripped showing Distance relay relays Due to 

storm and thundering 

 

 

Brahmanbaria-Shahjibazar 132 kV Ckt-2 Tripped from Shahjibazar 132/33kV end showing 

Distance  Relay relays Due to Bad Weather and from Brahmanbaria 132/33kV end showing Distance relays. 

 

Bibiyana-III 400 MW CCPP Synchronized with remarks:- STG  

Gollamari 132/33kV S/S Tr-1 HT is restored.  

Niamatpur 132/33kV S/S 132kV Rahanpur Ckt-1 Project Work S/D Due to Commission work of RTU 

Haripur 412 MW CCPP Synchronized with remarks:- ST  

Jamalpur 132/33kV S/S T-3 HT Scheduled S/D Due to Project work.  

Jamalpur 132/33kV S/S T-3 LT Scheduled S/D Due to Project work.  

Day peak generation 12679 MW  

Barishal 230/132kV S/S ATR-1 LT Scheduled S/D Due to Oil Refill Auxiliary-1 of ATR-1  

Baroaulia-Hathazari 132 kV Ckt-1 is restored.  

Baroaulia-Hathazari 132 kV Ckt-1 is restored.  

Khulshi-Madunaghat  132kV Ckt-2 Forced S/D from Khulshi 132/33kV end Due to as per 

instruction of nldc 

 

Barishal 230/132kV S/S ATR-1 HT Scheduled S/D Due to Oil Refill of Aux-1  

Savar 132/33kV S/S T-2 LT Scheduled S/D Due to Painting  

Savar 132/33kV S/S T-2 HT Scheduled S/D Due to Painting  

Savar 132/33kV S/S Main Bus-I Scheduled S/D Due to Redhot maintenance  

Barapukuria 230/132/33kV S/S 132/33 KV T-5, 424T HT Scheduled S/D Due to 33 kv under 

ground cable fault. 

 

Rangpur-Rangpur Confidence(100MW)  132kV Ckt-2 Project Work S/D from Rangpur 132/33kV end 

Due to Project work 

 

Barapukuria 230/132/33kV S/S 132/33 KV T-5, 424T LT Scheduled S/D Due to under ground cable fault  


