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13749.33 MW 12:00 Hr. MKWHr.

14283.33 MW 12:00 Hr. MKWHr.

11478.91 MW 21:00 Hr. MKWHr.

11478.91 MW 21:00 Hr. °C

10598.87 MW 19:00 Hr. MMCFD

13749.33 MW 12:00 Hr. Tk.

Gas Coal HFO HSD Hydro Solar Import Wind Total

32.79 0.00 4.17 0.00 0.00 0.16 0.00 0.00 37.11

5.33 45.59 3.45 0.00 0.89 0.15 0.00 0.31 55.73

29.92 0.00 1.43 0.00 0.00 0.41 2.45 0.00 34.21

0.38 0.00 1.85 0.00 0.00 0.24 0.00 0.00 2.47

27.46 0.00 0.00 0.00 0.00 0.04 0.00 0.00 27.50

5.49 26.39 0.18 0.88 0.00 0.54 22.02 0.00 55.51

6.05 40.14 0.32 0.00 0.00 0.00 0.00 0.00 46.52

16.50 0.00 0.38 3.29 0.00 1.07 16.88 0.00 38.12

0.00 0.00 0.37 0.00 0.00 0.28 0.00 0.00 0.65

123.93 112.12 12.14 4.17 0.89 2.89 41.36 0.31 297.81

Fuel Fuel

Gas Hydro

Coal Solar

HFO Import

HSD Wind

Total: Tk.

KWHr: MKWHr: 22.024 Peak Hr Flow923.00 MW at 21:00 hrs.

KWHr: MKWHr: 16.880422 Peak Hr Flow764.91 MW at 21:00 hrs.

MW: MKWHr: 2.45376 Peak Hr Flow48.00 MW at 21:00 hrs.

MW: MKWHr: 41.358182 Peak Hr Flow1735.91 MW at 21:00 hrs.

Sl Capacity Sl Capacity

1 20 1 50

2 100

3 85

4 115

Total 320 Total 50

Outage Time
Restoration 

Time
08:45 20:40

08:45 20:40

08:50 17:22

09:07 16:46

09:08 16:45

10:20 17:30 Niamatpur 132/33kV S/S 132kV Rahanpur Ckt-1 Forced S/D Due to Extra sound at inside of  

rahanpur ckt 1 Y phase breaker. 

Rangpur-Rangpur Confidence(100MW)  132kV Ckt-2 Project Work S/D from Rangpur 132/33kV  

end. 

Khulna (C) S/S TR-1 425T LT Project Work S/D Due to Due to x-former painting work.  

Khulna (C) S/S TR-1 425T HT Project Work S/D Due to Due to x-former painting work  

Nabinagar 132/33kV S/S T-1 LT Project Work S/D Due to clamp connector replacement due to  

red hot maintenance 

Nabinagar 132/33kV S/S T-1 HT Project Work S/D Due to clamp connector replacement due to  

red hot maintenance 

Siddhirgonj 210 MW  TPP

Total Unavailable Capacity 370

Event Summary

Description of Event Description of Event

Plant Name Plant Name

Rangpur 20 MW  GTPP Patenga 50MW PP (Baraka)

Baghabari  100 MW GTPP

Barapukuria TPP  Unit-2

Total 0 11146

Status of unavailable Power Plant

Planned S/D Forced S/D

Rajshahi 0 1182

Rangpur 0 638

Khulna 0 1661

Barishal 0 448

Mymensingh 0 807

Sylhet 0 251

Chattogram 0 1094

Cumilla 0 466

Zone-wise Load-shed and Demand Summary (MW) at evening peak Hour (21:00 Hr.)

Zone Load-Shed Demand

Dhaka 0 4599

Power Flow during Peak Demand (W-E): 969 Import through Cumilla C/B Interconnector:   

Maximum Power Flow (W-E): 2747 Total Import through C/B Interconnector:   

Energy Flow from East to West: 0 Import through HVDC C/B Interconnector:   

Energy Flow from West to East: 43580127.27 Import through Adani C/B Interconnector:   

208043367.4 220395165.6

30645181.5 4610702.4

169,72,14,000

E-W Interconnector & Import Scenario

Production Cost (Tk.)

Tk. Tk.

428672845.9 89460

760694134.2 44063143.71

Sylhet Zone

Khulna Zone

Barishal Zone

Rajshahi Zone

Rangpur Zone

Total

Zone-wise Generation Summary (MKWHr.)

Dhaka Zone

Chattogram Zone

Cumilla Zone

Mymensingh Zone

Minimum Generation of the Day Total Gas Supplied 866.53

Maximum Generation of the Day Production Cost per KWHr 5.69896

Evening Peak Demand Maximum Temperature 34.00

Day Peak Generation Energy Generated 297.81135

Day Peak Demand Energy Unserverd 9.77600
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Power Supply Scenario

Evening Peak Generation Energy Demand 307.58735

Fuel-Wise Generation Summary

Gas

Coal

HFO

HSD

Hydro

Solar

Import

Wind

Cost-Wise Generation Summary

Gas

Coal

HFO

HSD

Hydro

Solar

Import

Wind
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10:30 14:45

10:32 14:45

10:54 12:21

11:13 17:32

12:00

12:55 13:04

13:55 16:17

13:56 16:16

14:14 14:28

14:35 15:25

16:00 16:24

16:41

16:41

17:03 20:56

17:14 18:44

17:14

17:15 19:01

17:15 19:13

17:19 18:20

17:19 21:21

17:24 17:56

17:25 17:56

17:26 18:46

18:01 18:43

18:09

18:09

18:17

18:17

18:47 19:41

20:02 22:15

20:02 22:15

20:08 21:29

20:12 21:08 Bhangura 132/33kV S/S Tr-2(413T) LT Forced S/D Due to red hot 33 kv side  

Chandpur 132/33kV S/S 422T(T-5) LT Forced S/D Due to Maintainace  

Madunaghat 132/33kV S/S TR-1(507T) LT Tripped showing REL 615 relays Due to Due to 33 kv 29.0MW load 

feeder fault interrup. 

Due to B-ph, zone1, SOTF, interrup. 

Cumilla(S) 132/33kV 

end  

Chandpur 132/33kV S/S 412T (T-2) LT Forced S/D Due to Maintainance  

Sirajgonj 225MW CCPP Unit-2 GT Shutdown with remarks:- As per NLDC request to shutdown  

the plant (XEN, Fahad Mahmud) 

Sirajgonj 225MW CCPP Unit-2 Shutdown with remarks:- GT  

Cumilla(S)-Kachua 132 kV Ckt-1 Tripped from Cumilla(S) 132/33kV end showing REL670 relays 7.0MW load 

weather 

Sirajgonj 225MW CCPP Unit-2 ST Shutdown with remarks:- As per NLDC request to shutdown  

the plant 

Sirajgonj 225MW CCPP Unit-2 Shutdown with remarks:- ST  

Trip, Non Dir OC relays Due to Habiganj Bypass Feeder Over Current Earth. 

Keranigonj 230/132/33kV S/S 132 kV Lalbagh Ckt. 3 Tripped showing 86.1 relays Due to SOTF 66.0MW load 

& Zone-1 trip interrup. 

Kasba 132/33kV S/S Muradnagar-Kasba Ckt-1 Tripped showing Distance(F21) relays Due to Bad  

over flux 

Shahjibazar 132/33kV S/S TR-02 LT Tripped showing Gen. Trip,Non Dir OC DMT Trip relays  

Due to Shaistaganj Feeder Over Curent Earth Fault. 

Shahjibazar 132/33kV S/S TR-04 LT Tripped showing Trip Relay-1, General Trip, Y&B PH  

Postogola 132/33kV S/S GT-1 LT Tripped showing RET670 relays Due to GT-1 tripped due to 46.0MW load 

over flux 46 interrup. 

Postogola 132/33kV S/S GT-2 HT Tripped showing RET670 relays Due to GT-2 tripped due to  

earth fault trip relays Due to Heavy Storm and rain interrup. 

Madanganj 132/33kV S/S GT-2 LT Tripped showing Phase instants fault relays Due to Heavy 10.0MW load 

Storm and rain interrup. 

showing DISTANCE PROTECTION RELAY P443,  LOCK OUT RELAY 1 & 2,  BUSBAR PROTECTION. relays 

Due to Extreme strom, DISTANCE TRIP Z-1, 

Keranigonj 230/132/33kV S/S 132 kV Hasnabad Ckt. 1 Tripped showing 86.1 relays Due to  

SOTF & Zone -1 trip 

  Madanganj 132/33kV S/S GT-2 HT Tripped showing R,Y, B phase tripGeneral tripO/C and 10.0MW load 

Aminbazar 400/230/132kV S/S 230/132kv Tr-02 LT Tripped showing Diff (R, Y, B) ph  

 tripGeneral trip relays Due to 33KV Auxiliary Bus Ph to Ph short 

Keraniganj-Nawabganj 132kV Ckt-1 Tripped from Keranigonj 230/132/33kV end showing 86.1  

relays Due to 50/67N earth fault trip & Zone-1 trip and from Nawabganj 132/33kV end 

Bog-Sherpur 132/33kV S/S Transformer-1 (404T) HT Tripped showing DIFFERENTIAL PROTECTION  

P632 relays Due to Not Finding 

Bog-Sherpur 132/33kV S/S Transformer-1 (404T) LT Tripped showing DIFFERENTIAL PROTECTION  

P632 relays Due to Not Finding 

zone -2 relays. 

Sunamganj 132/33kV S/S Tr-1 HT Forced S/D Due to Shutdown due to PDB Busbar maintenance  

Tangail 132/33kV S/S Kaliakair-1 Tripped showing REL 316*4 relays Due to Main Protection  

Operated Distance-Trip 

Mahasthangarh 132/33kV S/S 416T MTR 2 HT Scheduled S/D Due to 33 kv Prib feeder source 35.0MW load 

side red hot interrup. 

Jaldhaka-Saidpur 132kV Ckt-2 Tripped from Saidpur 132/33kV end showing Distance relay,  

Baghabari-Shahjadpur 132 kV Ckt-1 Tripped from Shahjadpur 132/33kV end showing N/A relays  

Due to N/A 

Mahasthangarh 132/33kV S/S 416T MTR 2 LT Scheduled S/D Due to 33 kv Prib feeder source 35.0MW load 

side red hot interrup. 

Barapukuria-Rangpur 132 kV Ckt-2 Tripped from Barapukuria 230/132/33kV end showing Simens  

siprotec relays Due to Zone 01Trip 

Rahanpur 400/132kV S/S Rahanpur-Niamatpur 132 KV Line Ckt-01 Forced S/D  

Day Peak Generation: 13745 MW.  

Savar 132/33kV S/S T-1 LT Scheduled S/D  

Savar 132/33kV S/S T-2 HT Scheduled S/D  
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20:12 21:07

20:35 22:11

21:00

21:16 22:14

21:16 22:14

21:55 23:21

21:56 23:20

22:35 23:42

22:35 23:43

23:00 23:39

23:09 23:22

00:06 00:53

00:08 00:51

01:40 02:47

03:30 04:10

04:02 07:10

04:12

04:12

04:56

05:08

05:08

05:08

05:10

05:11 07:28

05:11 07:28

05:11

05:11

Over voltage trip 

Bhaluka 132/33kV S/S BR Powergen Ckt- 02 Tripped showing Distance PROTN RLY relays Due to  

relays Due to O ver voltage Trip 

Bhaluka-Mymensingh 132 kV Ckt-2 Tripped from Bhaluka 132/33kV end showing Distance relay  

relays Due to Over voltage Trip 

Bhaluka 132/33kV S/S BR Powergen Ckt- 01 Tripped showing Distance PROTN RLY relays Due to  

Mirzapur 132/33kV S/S Mirzapur-Tangail-ckt-2A(E04) Tripped showing Bay contro Protection 34.0MW load 

  Unit-FB CPU relays Due to Storm and rain system Over Voltage interrup. 

Bhaluka-Mymensingh 132 kV Ckt-1 Tripped from Bhaluka 132/33kV end showing Distance Relay  

Rajendrapur 132/33kV S/S MTR-1 LT Tripped showing REF 630 relays Due to 81 trip 20.0MW load 

interrup. 

Rajendrapur 132/33kV S/S MTR-2 LT Tripped showing REF 630 relays Due to 81 trip 15.0MW load 

interrup. 

Jamalpur-Mymensingh  132kV Ckt-1 Forced S/D from Jamalpur 132/33kV end Due to open due to  

over voltage 

Rajendrapur 132/33kV S/S MTR-3 LT Tripped showing REF630 relays Due to 81 trip 15.0MW load 

interrup. 

Bogura 400/230kV S/S Bogura - Kaliakoir 400 kV Ckt-1 Forced S/D Due to Reduce system  

voltage 

Bogura 400/230kV S/S Bogura - Kaliakoir 400 kV Ckt-2 Forced S/D Due to Reduce system  

voltage 

Sirajganj-Ullahpara 132KV Ckt-1 Tripped from Sirajganj 132/33kV end showing Quadramho  

 SHPM 101-(21)Power Swing (B Ph) relays. 

Bogura 230/132kV S/S Confidance UN-2 Tripped showing Over voltage trip relays Due to  

stormy weather 

Bhangura 132/33kV S/S Tr-1(403T) HT Forced S/D Due to 33 kv bua red hot remove  

Purbasadipur-Saidpur  132kV Ckt-1 Tripped from Saidpur 132/33kV end showing 1) Distance  

 Relay, C2) Auto Reclose fail relays. and from Purbasadipur 230/132/33kV end showing 

Siprotech,siemens relays Due to Thundering 

Chandina 132/33kV S/S TR-3 LT Forced S/D Due to For Pbs fedder R phase DS red hot problem  

Shahjibazar 132/33kV S/S TR-04 LT Tripped showing General Trip, Y PH Trip, B PH Trip, Non  

Dir EF relays Due to Madhabpur-1 feeder fault 

Bhangura 132/33kV S/S Tr-1(403T) LT Forced S/D Due to 33 kv bua red hot remove  

Daudkandi 132/33kV S/S Transformer-1 HT Scheduled S/D Due to Red hot maintenance by PBS-3  

at 33 kV switchyard 

Narshingdi 132/33kV S/S T-4 HT Scheduled S/D Due to Redhot maintenance  

Narshingdi 132/33kV S/S T-4 LT Scheduled S/D Due to Redhot maintenance  

Chandpur 132/33kV S/S 412T (T-2) HT Scheduled S/D Due to Maintainace Work at 33kv Side 5.0MW load 

interrup. 

Daudkandi 132/33kV S/S Transformer-1 LT Scheduled S/D Due to Red hot maintenance by PBS-3  

at 33 kV switchyard 

maintenance. interrup. 

 Evening Peak Generation is 11478 MW.  

Chandpur 132/33kV S/S 422T(T-5) HT Scheduled S/D Due to Maintainace Work at 33kv Side  

Bhangura 132/33kV S/S Tr-2(413T) HT Forced S/D Due to red hot 33 kv side  

Patiya 132/33kV S/S BUS I Forced S/D Due to Pbs 33 kv fedeer load side redhot 12.0MW load 
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05:12

05:12 06:36

05:12 06:36

05:20

05:38 07:22

06:00

06:02

06:02

06:03 07:15

06:03

06:05

06:08 06:33

06:12

06:34

06:34

06:37

06:37

06:37

06:42 06:46

06:50 06:55

06:50 06:55

07:04

07:04

07:12

07:15

07:16

07:16

07:17

07:17

07:17

07:27

07:27

07:28

Bhaluka 132/33kV S/S Sreepur Ckt- 02 Tripped showing Busbar bay unit relays Due to CB  

Open by NLDC 

Bhaluka-Mymensingh 132 kV Ckt-2 is restored.  

loop jumper maintenence.(Baliatoir feeder). 

Bakulia 132/33kV S/S T-1 (402T) LT Forced S/D Due to Hot Spot Maintenance work.  

Bhaluka 132/33kV S/S Sreepur Ckt- 01 Tripped showing Busbar bay unit relays Due to CB  

open by NLDC 

Joypurhat 132/33kV S/S Transformer T-2 (417 T) LT Forced S/D Due to Due to 33kv bus side  

loop jumper maintenence.(Baliatoir feeder). 

Bakulia 132/33kV S/S T-1 (402T) LT Forced S/D Due to Hot Spot Maintenance work.  

Joypurhat 132/33kV S/S Transformer T-2 (417 T) HT Forced S/D Due to Due to 33kv bus side  

loop jumper maintenence.(Baliatoir feeder). interrup. 

Joypurhat 132/33kV S/S Transformer T-1 (407 T) HT Forced S/D Due to Due to 33kv bus side 7.0MW load 

loop jumper maintenence.(Baliatoir feeder). interrup. 

Jamalpur 132/33kV S/S T-4 LT Tripped showing Lockout relays Due to Over voltage  

Halishahar-Khulshi  132kV Ckt-1 Project Work S/D from Halishahar 132/33kV end Due to Line  

parameters check 

Joypurhat 132/33kV S/S Transformer T-1 (407 T) LT Forced S/D Due to Due to 33kv bus side 7.0MW load 

Jamalpur 132/33kV S/S T-4 HT Tripped showing Lockout relays Due to Over voltage  

Jamalpur 132/33kV S/S T-4 LT Tripped showing Lockout relays Due to Over voltage  

Jamalpur 132/33kV S/S T-4 HT Tripped showing Lockout relays Due to Over voltage  

Muktagacha 132/33kV S/S T-3(424T) HT Tripped showing Over excitation relays Due to Over  

voltage 

Jamalpur-Mymensingh  132kV Ckt-2 Forced S/D from Jamalpur 132/33kV end Due to Open due to  

over voltage 

Muktagacha 132/33kV S/S T-1(404T) HT Tripped showing 0/v relay relays Due to  

24-overexitation 

Muktagacha 132/33kV S/S T-2(414T) HT Tripped showing Over excitation relays Due to Over  

voltage 

Jhenaidah 132/33kV S/S Transformer T-1 LT Forced S/D 15.0MW load 

interrup. 

Jhenaidah 132/33kV S/S Transformer T-1 HT Forced S/D Due to Redhot maintenance 15.0MW load 

interrup. 

Shahjibazar 132/33kV S/S SPCL 86 MW Tripped showing P341 operated relays Due to Heavy  

Rain with Thundering 

Aminbazar-Kallyanpur 132kV Ckt-2 Tripped from Aminbazar 400/230/132kV end showing  

Overvoltage Protection relays Due to Over Voltage 

Mirpur-Uttara  3PH  132kV Ckt-1 Tripped from Mirpur 132/33kV end showing Line  

Differential/Distance relay.( Siemens,  siprotec 7DL87) relays Due to Over Voltage. 

Mirpur-Uttara  3PH  132kV Ckt-1 Forced S/D from Mirpur 132/33kV end Due to Fault  

rectification. 

Sreepur 230/132/33kV S/S 230/132 kV T-1 HT Tripped showing 86.1 and 86.2 relays Due to  

Over Voltage 

Bakulia 132/33kV S/S T-2 (412T) LT Forced S/D Due to 33KV side Y-phase terminal point  

emergency Hot Spot maintenance work. 

Minimum Generation: 7332 MW  

 Sreepur 230/132/33kV S/S 230/132 kV T-2 HT Tripped showing 86.186.2 relays Due to Over 5.0MW load 

Voltage interrup. 

Jamalpur United (20MW)-Jamalpur  132kV Ckt-1 Forced S/D from Jamalpur 132/33kV end Due to  

Open due to over voltage 

Kabirpur -Tongi   132kV Ckt-2 Tripped from Tongi 230/132/33kV end showing  

   Y,B-PhaseOV/DTTAR BLOCKED SYNCH NOT OK relays. 

relay relays Due to Over voltage and from Muktagacha 132/33kV end showing O/V relays Due 

to Over voltage 

Mymensingh RPCL-Tangail  132kV Ckt-2 Tripped from Muktagacha 132/33kV end showing O/V  

relays Due to Over voltage 

Muktagacha 132/33kV S/S RPCL-2 Tripped showing O/v relay relays Due to O/v  

Over voltage Trip 

Mymensingh RPCL-Tangail  132kV Ckt-1 Tripped from Muktagacha 132/33kV end showing O/V  
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