
 QF-LDC-08(Sheet-1)
page 1 of 3

Date :

10958.7 MW 12:00 Hr. MKWHr.

10958.7 MW 12:00 Hr. MKWHr.

13195.81 MW 21:00 Hr. MKWHr.

13230.64 MW 19:00 Hr. °C

7333.42 MW 06:00 Hr. MMCFD

13195.81 MW 21:00 Hr. Tk.

Gas Coal HFO HSD Hydro Solar Import Wind Total

32.56 0.00 3.15 0.00 0.00 0.11 0.00 0.00 35.81

5.36 41.74 1.00 0.00 0.57 0.09 0.00 0.67 49.43

28.60 0.00 0.64 0.00 0.00 0.29 2.53 0.00 32.06

0.03 0.00 0.87 0.00 0.00 0.06 0.00 0.00 0.96

25.80 0.00 0.00 0.00 0.00 0.02 0.00 0.00 25.82

4.57 21.64 0.00 0.00 0.00 0.27 19.43 0.00 45.91

6.54 32.99 0.00 0.00 0.00 0.00 0.00 0.00 39.53

15.79 0.00 0.12 0.00 0.00 0.67 15.10 0.00 31.68

0.00 0.00 0.23 0.00 0.00 0.39 0.00 0.00 0.62

119.25 96.37 6.00 0.00 0.57 1.90 37.06 0.67 261.83

Fuel Fuel

Gas Hydro

Coal Solar

HFO Import

HSD Wind

Total: Tk.

KWHr: MKWHr: 19.428364 Peak Hr Flow 737.00 MW at 21:00 hrs.

KWHr: MKWHr: 15.100398 Peak Hr Flow 921.21 MW at 21:00 hrs.

MW: MKWHr: 2.53056 Peak Hr Flow 132.00 MW at 21:00 hrs.

MW: MKWHr: 37.059322 Peak Hr Flow 1790.21 MW at 21:00 hrs.

Sl Capacity Sl Capacity

1 20

2 100

3 85

4 115

Total 320 Total 0

Outage Time
Restoratio

n Time
08:10

08:16 17:18

08:17 17:17

08:18

08:18

08:18

08:18

08:19

08:34

08:34

08:39

08:40 11:34

08:42

08:42

08:42

Rajendrapur 132/33kV S/S MTR-3 LT is restored.  

Rajendrapur 132/33kV S/S MTR-1 LT is restored.  

Bhaluka 132/33kV S/S Sreepur Ckt- 01 is restored.  

Amtali 400/132kV S/S Amtali - RNPL 400 kV Ckt - 1 Project Work S/D Due to RNPL এর পǘ  

ĺথেক চাওয়া হইেছ। 

Rajendrapur 132/33kV S/S MTR-2 LT is restored.  

Jhenaidah 132/33kV S/S Transformer T-1 LT is restored.  

Jamalpur 132/33kV S/S T-4 HT is restored.  

Jamalpur 132/33kV S/S T-4 LT is restored.  

Muktagacha 132/33kV S/S T-1(404T) HT is restored.  

Muktagacha 132/33kV S/S T-2(414T) HT is restored.  

Muktagacha 132/33kV S/S T-3(424T) HT is restored.  

Khulna (C) S/S TR-1 425T LT Project Work S/D Due to Due to x-former painting work  

Khulna (C) S/S TR-1 425T HT Project Work S/D Due to Due to x-former painting work  

Jhenaidah 132/33kV S/S Transformer T-1 HT is restored.  

Total Unavailable Capacity 320

Event Summary

Description of Event Description of Event

Bakulia 132/33kV S/S T-1 (402T) LT is restored.  

Plant Name Plant Name

Rangpur 20 MW  GTPP

Baghabari  100 MW GTPP

Barapukuria TPP  Unit-2

Siddhirgonj 210 MW  TPP

Total 0 12537

Status of unavailable Power Plant

Planned S/D Forced S/D

Rajshahi 0 1166

Rangpur 0 674

Khulna 0 1831

Barishal 0 457

Mymensingh 0 775

Sylhet 0 228

Chattogram 0 1398

Cumilla 0 1141

Zone-wise Load-shed and Demand Summary (MW) at evening peak Hour (21:00 Hr.)

Zone Load-Shed Demand

Dhaka 0 4867

Power Flow during Peak Demand (W-E): 1422 Import through Cumilla C/B Interconnector:   

Maximum Power Flow (W-E): 1902 Total Import through C/B Interconnector:   

Energy Flow from East to West: 8363.64 Import through HVDC C/B Interconnector:   

Energy Flow from West to East: 30459763.64 Import through Adani C/B Interconnector:   

102399421.1 199203238.4

0 9870998.4

141,00,72,288

E-W Interconnector & Import Scenario

Production Cost (Tk.)

Tk. Tk.

413550883.3 57066

655850180.9 29140500.77

Sylhet Zone

Khulna Zone

Barishal Zone

Rajshahi Zone

Rangpur Zone

Total

Zone-wise Generation Summary (MKWHr.)

Dhaka Zone

Chattogram Zone

Cumilla Zone

Mymensingh Zone

Minimum Generation of the Day Total Gas Supplied 888.65

Maximum Generation of the Day Production Cost per KWHr 5.38553

Evening Peak Generation Energy Demand 262.08690

Evening Peak Demand Maximum Temperature 28.60

Day Peak Generation Energy Generated 261.82590

Day Peak Demand Energy Unserverd 0.26100
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Power Supply Scenario

Fuel-Wise Generation Summary

Gas

Coal

HFO

HSD

Hydro

Solar

Import

Wind

Cost-Wise Generation Summary

Gas

Coal

HFO

HSD

Hydro

Solar

Import

Wind
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08:49

08:52

08:52 18:41

08:53

08:54

08:55

08:55 15:20

08:55 14:10

08:59

08:59

09:01

09:12

09:22

09:30

09:33

09:48 15:38

09:48 15:40

09:51 13:58

10:18 13:41

10:20 15:04

10:21 15:05

10:24 11:24

10:24 11:21

10:35 12:30

10:35 12:30

10:37

10:58

11:15

11:51 12:42

11:51 12:46

12:21 13:55

12:21 13:55

13:23 15:29

13:23 15:28

13:24 14:55

13:24 14:57

13:42 16:42

13:48

14:45 15:10

15:21 15:25

15:25

15:29

15:46 17:10

15:49 17:09

16:26

16:27

16:55

Bog-Sherpur 132/33kV S/S Transformer-1 (404T) HT is restored.  

Bog-Sherpur 132/33kV S/S Transformer-1 (404T) LT is restored.  

Rangpur 132/33kV S/S Rangpur-GTPS is restored.  

Rahanpur 400/132kV S/S Rahanpur-Niamatpur 132 KV Line Ckt-02 Scheduled S/D Due to For  

maintenance work 

Niamatpur 132/33kV S/S 132 kV Rahanpur Ckt-2 Project Work S/D Due to Project work and RTU  

test 

Kishoreganj 132/33kV S/S Tr-3 (424T) LT Scheduled S/D Due to Parallel operation 5.0MW load 

interrup. 

Kishoreganj 132/33kV S/S Tr-3 (424T) LT is restored.  

Dhamrai 132/33kV S/S Transformer-1 LT is restored.  

meter replacement. 

Mirsorai 230/33kV S/S TR-1, 718T LT Forced S/D Due to For protection,SPMD  

Chandpur 132/33kV S/S 33 kV T-2 section Forced S/D Due to Maintenance work by BPDB 12.0MW load 

interrup. 

interrup. 

Ghorashal 230kV S/S TARFO-2 LT Forced S/D Due to CT B phase Red hot maintenance. 65.0MW load 

interrup. 

Mymensingh-Netrokona 132kV Ckt-2 Scheduled S/D from Netrakona 132/33kV end Due to Energy  

Dhamrai 132/33kV S/S Transformer-1 HT Scheduled S/D Due to Due to PBS 33 KV radio feeder 50.0MW load 

riser clamp maintenance interrup. 

Ghorashal 230kV S/S TARFO-2 HT Forced S/D Due to CT B phase Red hot maintenance. 65.0MW load 

Sylhet (South) S/S Trafo-2 LT Scheduled S/D Due to for 33 kv  broken loop connection  

Dhamrai 132/33kV S/S Transformer-1 LT Scheduled S/D Due to Due to PBS 33 KV radio feeder 50.0MW load 

riser clamp maintenance interrup. 

Mithapukur 132/33kV S/S TR-2 (414T) HT Forced S/D  

Mithapukur 132/33kV S/S TR-2 (414T) LT Forced S/D  

Sylhet (South) S/S Trafo-2 HT Scheduled S/D Due to for 33 kv broken loop connection.  

Mymensingh RPCL-Tangail  132kV Ckt-1 is restored.  

Keranigonj 230/132/33kV S/S 132 kV Hasnabad Ckt. 1 Scheduled S/D Due to For conductor  

repair work at Hasnabad end. 

Halishahar-Khulshi  132kV Ckt-1 is restored.  

Mithapukur 132/33kV S/S TR-1(404T) HT Scheduled S/D Due to Energy meter change.  

Kachua 230/132/33kV S/S TR-1 LT Forced S/D  

Kachua 230/132/33kV S/S TR-1 HT Forced S/D  

end. 

Rangpur-Rangpur Confidence(100MW)  132kV Ckt-2 Project Work S/D from Rangpur 132/33kV  

end. 

Mithapukur 132/33kV S/S TR-1(404T) LT Scheduled S/D Due to Energy meter change.  

gauge repair and from Bogura 230/132kV end Due to Maintenance work at kV Sub-Station 

Mymensingh-Netrokona 132kV Ckt-1 Scheduled S/D from Netrakona 132/33kV end Due to Energy  

meter replacement. 

Rangpur-Rangpur Confidence(100MW)  132kV Ckt-1 Project Work S/D from Rangpur 132/33kV  

test 

Rahanpur 400/132kV S/S Rahanpur-Niamatpur 132 KV Line Ckt-01 Scheduled S/D Due to As per  

instruction of ALDC (Bogura) 

Bogura-Bogura (New)) 132 kV Ckt-1 Scheduled S/D from Bogura 132/33kV end Due to SF6 Meter  

Sreepur 230/132/33kV S/S 230/132 kV T-2 HT is restored.  

Jamalpur United (20MW)-Jamalpur  132kV Ckt-1 is restored.  

Niamatpur 132/33kV S/S 132kV Rahanpur Ckt-1 Project Work S/D Due to Project work and RTU  

Sreepur 230/132/33kV S/S 230/132 kV T-1 HT is restored.  

Bhaluka 132/33kV S/S Sreepur Ckt- 02 is restored.  

Jamalpur-Mymensingh  132kV Ckt-1 is restored.  

Kaliakoir 400/230/132kV S/S 400/132kV TR1 HT Scheduled S/D Due to DS-142s maintenance.  

Bhaluka 132/33kV S/S BR Powergen Ckt- 02 is restored.  

Bhaluka 132/33kV S/S BR Powergen Ckt- 01 is restored.  

Joypurhat 132/33kV S/S Transformer T-1 (407 T) LT is restored.  

Joypurhat 132/33kV S/S Transformer T-2 (417 T) LT is restored.  

Kaliakoir 400/230/132kV S/S 400/132kV TR1 LT Scheduled S/D Due to DS-141S maintenance .  

Joypurhat 132/33kV S/S Transformer T-1 (407 T) HT is restored.  

Kaliakoir 400/230/132kV S/S 132kV Bus 2 Scheduled S/D Due to DS-142S of 400/132kv ATR-1  

maintenance. 

Joypurhat 132/33kV S/S Transformer T-2 (417 T) HT is restored.  

Mirzapur 132/33kV S/S Mirzapur-Tangail-ckt-2A(E04) is restored.  
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18:04

18:04

18:32 20:02

21:00

22:01 23:17

22:05 23:15

22:12 23:01

03:10 03:16

03:10 03:16

05:33 07:20

06:00

06:05 07:19

06:10

07:08

07:30

07:32

07:33

07:37

07:37

07:46

Network Operation Division Network Operation Division Network Operation Division

Distance Relay relays Due to Stormy Weather and from Brahmanbaria 132/33kV end showing 

Distance relay relays Due to None 

Ashuganj-Kishoreganj 132kV Ckt-1 Tripped from Kishoreganj 132/33kV end showing C phase,  

Zone-1, SOTF relays. 

Sub-Divisional Engineer Executive Engineer Superintendent Engineer

Brahmanbaria-Shahjibazar 132 kV Ckt-2 Tripped from Shahjibazar 132/33kV end showing  

Distance Relay relays Due to Stormy Weather and from Brahmanbaria 132/33kV end showing 

Distance relay relays. 

Brahmanbaria-Shahjibazar 132 kV Ckt-1 Tripped from Shahjibazar 132/33kV end showing  

Shitalakhya grid got power through Madanganj-Shitalkhaya ckt  

Kaliakoir 400/230/132kV S/S 400/132kV TR2 LT Scheduled S/D Due to Bus DS maintenance.  

Kaliakoir 400/230/132kV S/S 400/132kV TR2 HT Scheduled S/D Due to Bus DS maintenance.  

Kaliakoir 400/230/132kV S/S 132 kV Bus-1 Scheduled S/D Due to Bus DS maintenance.  

Full interruption is occurring under Shitalakhya, Postogola, Fatullah and Hasnabad 132 kV  

grid s/s due to tripping of 132 kV bus of Hasnabad 132 kV grid s/s showing busbar 

protection relay 

Kaliakoir 400/230/132kV S/S 400/132kV TR-3 LT Scheduled S/D Due to Bus DS maintenance.  

Minimum generation 10606 MW  

Kaliakoir 400/230/132kV S/S 400/132kV TR-3 HT Scheduled S/D Due to Bus Ds maintenance.  

Relay relays Due to Fault Occurred in 33KV feeder-1 interrup. 

 Srinagar 132/33kV S/S Tr-01 LT Tripped showing Lockout Relay-01 Overcurrent Protection 20.0MW load 

Relay relays Due to Fault Occurred in 33KV feeder-1 interrup. 

Srinagar 132/33kV S/S 33 kV bus Scheduled S/D Due to Red hot maintenance at 33kv bus 20.0MW load 

feeder 04. interrup. 

 Srinagar 132/33kV S/S Tr-02 LT Tripped showing Lockout Relay-01 Overcurrent Protection 20.0MW load 

feeder 04. interrup. 

Srinagar 132/33kV S/S Tr-01 HT Scheduled S/D Due to Red hot maintenance at 33kv bus 20.0MW load 

feeder 04. interrup. 

Maintenance(PBS) interrup. 

Evening Peak Generation: 13195 MW.  

Srinagar 132/33kV S/S Tr-01 LT Scheduled S/D Due to Red hot maintenance at 33kv bus 20.0MW load 

Bogura 400/230kV S/S Bogura - Kaliakoir 400 kV Ckt-2 is restored.  

Bogura 400/230kV S/S Bogura - Kaliakoir 400 kV Ckt-1 is restored.  

Daganbhuiyan 132/33kV S/S Transformer-2 LT Forced S/D Due to for 33KV Bus Red hot 11.0MW load 


