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Date :

11689.02 MW 12:00 Hr. MKWHr.

11689.02 MW 12:00 Hr. MKWHr.

13055.55 MW 19:30 Hr. MKWHr.

13055.55 MW 19:30 Hr. °C

7418.5 MW 04:00 Hr. MMCFD

13055.55 MW 19:30 Hr. Tk.

Gas Coal HFO HSD Hydro Solar Import Wind Total

32.69 0.00 3.00 0.00 0.00 0.16 0.00 0.00 35.86

2.92 36.89 0.32 0.00 0.53 0.09 0.00 0.33 41.08

25.40 0.00 0.26 0.00 0.00 0.31 2.27 0.00 28.24

0.43 0.00 1.16 0.00 0.00 0.26 0.00 0.00 1.85

23.18 0.00 0.00 0.00 0.00 0.07 0.00 0.00 23.25

5.87 23.53 0.00 0.00 0.00 0.56 17.31 0.00 47.28

6.63 30.94 0.00 0.00 0.00 0.00 0.00 0.00 37.57

12.97 0.00 0.11 0.00 0.00 1.24 18.61 0.00 32.93

0.00 0.00 0.31 0.00 0.00 1.23 0.00 0.00 1.54

110.09 91.36 5.18 0.00 0.53 3.94 38.19 0.33 249.61
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Zone-wise Generation Summary (MKWHr.)

Rangpur Zone

Total

Dhaka Zone

Chattogram Zone

Cumilla Zone

Mymensingh Zone

Power Supply Scenario

Energy Demand 249.61432

Energy Generated 249.61432

Energy Unserverd 0.00000

Day Peak Generation

Day Peak Demand

Evening Peak Generation

Maximum Temperature 23.30

Maximum Generation of the Day

Minimum Generation of the Day Total Gas Supplied 818.31

Production Cost per KWHr 5.43717

Evening Peak Demand

Sylhet Zone

Khulna Zone

Barishal Zone

Rajshahi Zone

Fuel-Wise Generation Summary

Gas

Coal

HFO

HSD

Hydro

Solar

Import

Wind

Cost-Wise Generation Summary

Gas

Coal

HFO

HSD

Hydro

Solar

Import

Wind

Fuel Fuel

Gas Hydro

Coal Solar

HFO Import

HSD Wind

Total: Tk.

KWHr: MKWHr: 17.30909 Peak Hr Flow 925.00 MW at 19:30 hrs.

KWHr: MKWHr: 18.609363 Peak Hr Flow 715.35 MW at 19:30 hrs.

MW: MKWHr: 2.2704 Peak Hr Flow 110.00 MW at 19:30 hrs.

MW: MKWHr: 38.188853 Peak Hr Flow 1750.35 MW at 19:30 hrs.

Sl Capacity Sl Capacity

1 20

2 20

3 100

4 85

5 115

Total 340 Total 0

Outage Time
Restoration 

Time
08:01

Barapukuria TPP  Unit-2

Siddhirgonj 210 MW  TPP

Total Unavailable Capacity 340

Event Summary

Description of Event Description of Event

Aminbazar-Keraniganj 230kV Ckt-1 is restored.  

Rangpur 0 772

Total 0 12487

Rangpur 20 MW  GTPP

Rangpur 20 MW  GTPP

Baghabari  100 MW GTPP

Rajshahi 0 1238

429

Khulna 0 1587

Barishal 0 361

Plant Name Plant Name

Total Import through C/B Interconnector:   2377

43363836.36

Production Cost (Tk.)

381494105.7

609554962.8

83581374.36

0

53424

63508613.4

214158105.5

4843708.8

Tk. Tk.

Planned S/D Forced S/D

Zone-wise Load-shed and Demand Summary (MW) at evening peak Hour (19:30 Hr.)

Zone Load-Shed

Status of unavailable Power Plant

Maximum Power Flow (W-E):

E-W Interconnector & Import Scenario

Import through HVDC C/B Interconnector:   

Import through Adani C/B Interconnector:   

Import through Cumilla C/B Interconnector:   

0

1834

Energy Flow from East to West:

Energy Flow from West to East:

Power Flow during Peak Demand (W-E):

Demand

Dhaka 0 4721

135,71,94,294

Mymensingh 0 950

Sylhet 0

Chattogram 0 1374

Cumilla 0 1055

08:16 17:30

08:16 17:30

09:30 12:34

09:30 12:32 Lalmonirhat 132/33kV S/S T-2 (415T) HT Project Work S/D Due to 132 KV CB change  

Cumilla(S) 132/33kV S/S TR-2 LT Scheduled S/D Due to 132Kv T-1 Transformer (damage) 

replacement work. 

 

Cumilla(S) 132/33kV S/S TR-2 HT Scheduled S/D Due to Transformer replacement work  

Lalmonirhat 132/33kV S/S T-2 (415T) LT Scheduled S/D Due to 132 kv CB Change  
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10:11 18:23

10:53

11:06 13:20

11:07 13:19

11:20 12:36

12:00

12:09 15:58

12:33

12:46

13:03

13:10

13:40 14:40

14:03

14:04

14:56 16:31

14:57 16:30 Sonargaon 132/33kV S/S Tr-2 HT Scheduled S/D Due to Due to PBS 33KV source side  55.0MW load 

Maintenance 

 

Feni 132/33kV S/S T-2(415T) HT is restored.  

Feni 132/33kV S/S T-2(415T) LT is restored.  

Langalband feeder's blade change work. 

55.0MW load 

interrup. 

RPCL-Mymensingh 132 kV ckt-2 was switched ON after completion of reconductoring work  

Kushtia 132/33kV S/S T-1 HT is restored.  

Aminbazar-Keraniganj 230kV Ckt-2 is restored.  

Muradnagar 132/33kV S/S 132KV Transformar-02 HT Project Work S/D Due to 33 Kv DS 

5.0MW load interrup. 

Muradnagar 132/33kV S/S 132KV Transformar-01 HT Scheduled S/D Due to project work  

Day peak generation 11684 MW  

Lakshmipur 132/33kV S/S Transformer-1 HT Scheduled S/D Due to Transformer has taken 

Shutdown due to fix Red Hot Problem. 

Sonargaon 132/33kV S/S Tr-2 LT Scheduled S/D Due to Due to PBS 33KV source side  

 

BIPTC S/S Baharampur-4 Scheduled S/D Due to Shutdown was taken from Baharampur end  

Bogura(New)-Naogaon 132 kV Ckt-1 Project Work S/D from Bogura 230/132kV end.  

Barapukuria 230/132/33kV S/S 132/33 KV T-5, 424T LT Forced S/D Due to Emergency cable maintenance. 5.0MW load interrup. 

Barapukuria 230/132/33kV S/S 132/33 KV T-5, 424T HT Forced S/D Due to Emergency cable maintenance. 

Kushtia 132/33kV S/S T-1 LT is restored.  

15:02

16:39

16:40

19:04

19:30

19:33

22:10

22:52

23:20

01:35

04:23

05:52

06:15

06:16

06:16

06:16

07:20

07:20

07:20

07:21

Cumilla(S) 132/33kV S/S TR-2 LT Scheduled S/D Due to Tr-01 Replacement work.  

Khulna (S)-Rampal Ckt-1 Project Work S/D from Khulna(S) 230/132kV end.  

Khulna (S)-Rampal Ckt-2 Project Work S/D from Khulna(S) 230/132kV end.  

Sub-Divisional Engineer Executive Engineer Superintendent Engineer

Sylhet (South) S/S Trafo-2 HT Scheduled S/D Due to 33 kv bus coupler redhot maint..work. 10.0MW load interrup. 

Sylhet (South) S/S Trafo-1 LT Scheduled S/D Due to 33 kv bus coupler redhot maint..work.  

Sylhet (South) S/S Trafo-1 HT Scheduled S/D Due to 33 kv bus coupler redhot maint..work.  

Cumilla(S) 132/33kV S/S TR-2 HT Scheduled S/D  

Ashuganj 400/230 KV interbus XFR-1  

Sylhet (South) S/S Trafo-2 LT Scheduled S/D Due to 33 kv bus coupler redhot maint..work. 10.0MW load interrup. 

Ashuganj CCPP 225 MW Synchronized with remarks:- ST  

 Evening Peak Generation is 13055 MW.  

Hasnabad 132/33kV S/S 132kV Main Bus is restored.  

Adani Power Jharkhand Ltd. Unit-1 was sync.  

JERA Meghnaghat Power Limited 718 MW CCPP GT-11 was shutdown.  

Barapukuria PS unit-1 was sync.  

From NLDC: Bhola 225MW CCPP GT-2 tripped.  

JERA Meghnaghat Power Limited 718 MW CCPP GT-12 was sync.  

Langalband feeder's blade change work. interrup. 

Ashuganj CCPP 225 MW Synchronized with remarks:- GT  

Hathazari 230/132/33kV S/S MT-01 HT is restored.  

Hathazari 230/132/33kV S/S MT-01 LT is restored.  

Network Operation Division Network Operation Division Network Operation Division

Sub-Divisional Engineer Executive Engineer Superintendent Engineer


