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9226.33 MW 12:00 Hr. MKWHr.

9226.33 MW 12:00 Hr. MKWHr.

10790.5 MW 19:30 Hr. MKWHr.

10790.5 MW 19:30 Hr. °C

8080.56 MW 06:00 Hr. MMCFD

10983.53 MW 00:00 Hr. Tk.

Gas Coal HFO HSD Hydro Solar Import Wind Total

30.62 0.00 0.17 0.00 0.00 0.13 0.00 0.00 30.93

3.45 28.42 0.00 0.00 0.95 0.08 0.00 0.39 33.30

26.35 0.00 0.00 0.00 0.00 0.20 2.08 0.00 28.63

2.00 0.00 0.45 0.00 0.00 0.25 0.00 0.00 2.70

23.89 0.00 0.00 0.00 0.00 0.02 0.00 0.00 23.91

6.21 18.74 0.00 0.00 0.00 0.42 16.69 0.00 42.07

4.29 24.49 0.00 0.00 0.00 0.00 0.00 0.00 28.79

12.33 0.00 0.00 0.00 0.00 1.17 20.35 0.00 33.85

0.00 0.94 0.00 0.00 0.00 0.92 0.00 0.00 1.87

109.16 72.60 0.62 0.00 0.95 3.21 39.11 0.39 226.04

Sylhet Zone

Khulna Zone

Barishal Zone

Rajshahi Zone

Rangpur Zone

Total

Zone-wise Generation Summary (MKWHr.)

Dhaka Zone

Chattogram Zone

Cumilla Zone

Mymensingh Zone

Minimum Generation of the Day Total Gas Supplied 818.46

Maximum Generation of the Day Production Cost per KWHr 5.10849

Evening Peak Demand Maximum Temperature 28.20

Day Peak Generation Energy Generated 226.04454

Day Peak Demand Energy Unserverd 0.00000
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01-05-2026

Power Supply Scenario

Evening Peak Generation Energy Demand 226.04454

Fuel-Wise Generation Summary

Gas

Coal

HFO

HSD

Hydro

Solar

Import

Wind

Cost-Wise Generation Summary

Gas

Coal

HFO

HSD

Hydro

Solar

Import

Wind

Fuel Fuel

Gas Hydro

Coal Solar

HFO Import

HSD Wind

Total: Tk.

KWHr: MKWHr: 16.687273 Peak Hr Flow 924.00 MW at 19:30 hrs.

KWHr: MKWHr: 20.345454 Peak Hr Flow 956.00 MW at 19:30 hrs.

MW: MKWHr: 2.08128 Peak Hr Flow 92.00 MW at 19:30 hrs.

MW: MKWHr: 39.114007 Peak Hr Flow 1972.00 MW at 19:30 hrs.

Sl Capacity Sl Capacity

1 100

2 85

3 115

Total 300 Total 0

Outage Restoration 

Event Summary

Description of Event Description of Event

Plant Name Plant Name

Baghabari  100 MW GTPP

Barapukuria TPP  Unit-2

Siddhirgonj 210 MW  TPP

Total Unavailable Capacity 300

Total 0 10400

Status of unavailable Power Plant

Planned S/D Forced S/D

Rajshahi 0 1059

Rangpur 0 678

Khulna 0 1415

Barishal 0 376

Mymensingh 0 896

Sylhet 0 374

Chattogram 0 998

Cumilla 0 1027

Zone-wise Load-shed and Demand Summary (MW) at evening peak Hour (19:30 Hr.)

Zone Load-Shed Demand

Dhaka 0 3577

Power Flow during Peak Demand (W-E): 1475 Import through Cumilla C/B Interconnector:   

Maximum Power Flow (W-E): 2173 Total Import through C/B Interconnector:   

Energy Flow from East to West: 1672.73 Import through HVDC C/B Interconnector:   

Energy Flow from West to East: 31918254.54 Import through Adani C/B Interconnector:   

9851445.66 222134806.3

0 5740430.4

115,47,46,599

E-W Interconnector & Import Scenario

Production Cost (Tk.)

Tk. Tk.

378181732.8 95382

486892616.8 51850185.35

Wind Wind

Outage 
Time

Restoration 
Time08:41

08:41

08:45 11:48

08:45 11:48

08:46

08:47

09:05 11:31

09:06 11:31

09:56 18:11

09:56 18:07

10:25

10:25

10:28

10:35 11:48 Patuakhali-Payra  132kV Ckt-1 Scheduled S/D from Patuakhali 132/33kV end Due to Line DS  

Conductor Stringing and from Naogaon 132/33kV end Due to Shutdown get Niamatpur end 

Niamatpur 132/33kV S/S 132 kV Naogaon ckt-2 Project Work S/D Due to Conductor Stringing  

Naogaon 132/33kV S/S Naogaon-Niamatpur Ckt-2 Project Work S/D Due to Shutdown get  

Niamatpur end 

temperature maintenance 

Savar 132/33kV S/S T-1 LT Scheduled S/D Due to Painting  

Savar 132/33kV S/S T-1 HT Scheduled S/D Due to Painting  

Naogaon-Niyamatpur  132kV Ckt-1 Project Work S/D from Niamatpur 132/33kV end Due to  

Sylhet (South) S/S Trafo-2 LT is restored.  

Hasnabad 230/132kV S/S AUTO TR-2 LT Forced S/D Due to 132 kv R-Phse CT joint high  

temperature maintenance 

Hasnabad 230/132kV S/S AUTO TR-2 HT Forced S/D Due to 132 kv R-Phse CT joint high  

Keranigonj 230/132/33kV S/S ATR-3 LT Scheduled S/D Due to High temperature maintenance.  

Keranigonj 230/132/33kV S/S ATR-3 HT Scheduled S/D Due to High temperature maintenance.  

Sylhet (South) S/S Trafo-2 HT is restored.  

Description of Event Description of Event

Sylhet (South) S/S Trafo-1 LT is restored.  

Sylhet (South) S/S Trafo-1 HT is restored.  
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11:21

11:35 14:31

11:44

11:44

11:50 14:23

12:00

12:03

14:52

14:52

14:53

14:53

16:44

17:10

17:10

buchholz Trip, Main Tank PRV, OLTC PRV, OLTC OSR Trip, OTI Trip. relays Due to 

Unexpectedly fire broke out in the MTR-1 and MTR-1 Tripped. 

Full interruption is occurring under Siddhirganj 132/33 kV grid s/s due to tripping of  

230/132 kV transformer TR-1 caused by fire in this transformer 

Khulna (S)-Rampal Ckt-2 is restored.  

BIPTC S/S 10CF16 Forced S/D Due to Currective Maintenance .  

Siddhirganj 230/132kV S/S MTR 1 HT Tripped showing 87T diff trip, 87T unrest trip,  

Khulna (S)-Rampal Ckt-1 is restored.  

Khulna (S)-Rampal Ckt-1 is restored.  

Khulna (S)-Rampal Ckt-2 is restored.  

Hasnabad 132/33kV S/S 132kV Main Bus Scheduled S/D Due to Auto Tr-3 Main Bus D/S  

maintenance. 

Day Peak Generation: 9222 MW.  

Bashundhara-Tongi 132 kV Ckt-1 is restored.  

Hasnabad 230/132kV S/S AUTO TR-3 LT Forced S/D Due to DS -322M end temperature rising  

Cumilla(S) 132/33kV S/S TR-2 LT is restored.  

Cumilla(S) 132/33kV S/S TR-2 HT is restored.  

Red Hot Maintenance and from Payra 400/132/33kV end Due to Maintenance 

BIPTC S/S 10CF16 Tripped showing 87 Differential Relay relays Due to Tripped by CPR04  

Fault and 87 Differential Relay. 

17:11 18:16

17:13 17:34

17:13 17:34

17:29 18:12

18:13

18:30 18:42

18:30 18:44

19:01 19:57

19:01 19:41

19:30

21:10

21:10

02:24

06:00

06:00

07:00

07:04

Tangail 132/33kV S/S Kaliakair-1 Scheduled S/D  

Baroaulia-Hathazari 132 kV Ckt-1 Scheduled S/D from Hathazari 230/132/33kV end Due to  

Dead end clamp change 

Goalpara- Khulna (C)  132kV Ckt-2 Forced S/D from Goalpara 132/33kV end Due to order by  

SAE Rubel ALDC Khulna. and from Khulna (C) end Due to Distance relay DC fail. 

Kaliakoir-Tangail   132kV Ckt-1 Scheduled S/D from Kaliakoir 400/230/132kV end Due to  

Line bypass by kabirpur grid ss 

Fault 

Evening peak generation 10790 MW  

Bogura 400/230kV S/S Bogura - Kaliakoir 400 kV Ckt-1 is restored.  

Bogura 400/230kV S/S Bogura - Kaliakoir 400 kV Ckt-2 is restored.  

interrup. 

Bagerhat 132/33kV S/S Transformer-1 (403T) LT Tripped showing Nil relays Due to Earth  

Fault 

Bagerhat 132/33kV S/S Transformer-1 (403T) HT Tripped showing E/F (t) relays Due to Earth  

Instructed to take full load. 

Kulaura 132/33kV S/S TR-1 AB HT Tripped showing No Relay operated relays Due to None 12.0MW load 

interrup. 

Kulaura 132/33kV S/S TR-1 AB LT Tripped showing No Relay operated relays Due to None 12.0MW load 

interrup. 

Haripur-Siddirganj 132kV Ckt-2 Scheduled S/D from Haripur 230/132kV end Due to Ordered by  

NLDC. 

Siddhirganj 132/33 kV grid s/s 132 kV bus was charged through Haripur 132 kV ckt-2.  

relays Due to Transformer fault at 230/132kV Siddhirganj S/S. 

Munshiganj 132/33kV S/S Transformer-1 LT Tripped showing None relays. 30.0MW load 

interrup. 

Munshiganj 132/33kV S/S Transformer-2 LT Tripped showing None relays. 30.0MW load 

230/132 kV transformer TR-1 caused by fire in this transformer 

Haripur-Siddirganj 132kV Ckt-1 Tripped from Haripur 230/132kV end showing Z3, DEF, ABC.  

07:04

07:04

07:05

07:05

07:10

07:48

Sub-Divisional Engineer Executive Engineer Superintendent Engineer

Network Operation Division Network Operation Division Network Operation Division

Naogaon 132/33kV S/S T-2 33kV BUS Project Work S/D Due to   Bus DS change 8.0MW load 

interrup. 

Khulshi 132/33kV S/S Khulshi-Baraulia Circuit-2 Scheduled S/D Due to Line survey for  

Re-conducting work. 

Kodda 132/33kV S/S Tr-2 (416T) HT Scheduled S/D Due to T1&T2 33kv incomer bus DS change  

work(work by energypack) 

Kodda 132/33kV S/S Tr-1 (406T) HT Scheduled S/D Due to T1&T2 33kv incomer bus DS change  

work(work by energypack) 

work(work by energypack) interrup. 

Kodda 132/33kV S/S Tr-1 (406T) LT Scheduled S/D Due to T1&T2 33kv incomer bus DS change 20.0MW load 

work(work by energypack) interrup. 

Kodda 132/33kV S/S Tr-2 (416T) LT Scheduled S/D Due to T1&T2 33kv incomer bus DS change 10.0MW load 


