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10754.59 MW 12:00 Hr. MKWHr.

10754.59 MW 12:00 Hr. MKWHr.

11435.13 MW 20:00 Hr. MKWHr.

11435.13 MW 20:00 Hr. °C

8208 MW 05:00 Hr. MMCFD

11435.13 MW 20:00 Hr. Tk.

Gas Coal HFO HSD Hydro Solar Import Wind Total

31.66 0.00 0.18 0.00 0.00 0.16 0.00 0.00 32.01

2.79 26.02 0.48 0.00 0.94 0.05 0.00 0.51 30.79

28.41 0.00 0.00 0.00 0.00 0.27 2.30 0.00 30.98

3.23 0.00 0.09 0.00 0.00 0.14 0.00 0.00 3.47

27.09 0.00 0.00 0.00 0.00 0.02 0.00 0.00 27.11

8.64 18.92 0.00 0.00 0.00 0.53 19.05 0.00 47.15

5.43 24.83 0.00 0.00 0.00 0.00 0.00 0.00 30.26

13.46 0.00 0.42 0.00 0.00 1.09 20.51 0.00 35.48

0.00 1.00 0.00 0.00 0.00 0.70 0.00 0.00 1.71

120.71 70.77 1.18 0.00 0.94 2.97 41.87 0.51 238.95

Fuel Fuel

Gas Hydro

Coal Solar

HFO Import

HSD Wind

Total: Tk.

KWHr: MKWHr: 19.051636 Peak Hr Flow 927.00 MW at 20:00 hrs.

KWHr: MKWHr: 20.509091 Peak Hr Flow 1003.13 MW at 20:00 hrs.

MW: MKWHr: 2.30496 Peak Hr Flow 104.00 MW at 20:00 hrs.

MW: MKWHr: 41.865687 Peak Hr Flow 2034.13 MW at 20:00 hrs.

Sl Capacity Sl Capacity

1 100

2 85

3 115

Total 300 Total 0

Outage 
Time

Restoration 
Time

08:51 15:56

08:52 15:53

08:52 15:54

08:52 15:56

08:59

09:24 19:11

09:25 19:10

09:42

09:50 09:55

09:54

09:58

10:07 12:53

10:08 12:51

10:30 12:12 Kodda 132/33kV S/S Tr-3 (426T) LT Scheduled S/D Due to 33kv (section -2)incomer bus DS 25.0MW load 

change work(work by energypack) interrup. 

commissioning 

Naogaon 132/33kV S/S T-2 33kV BUS is restored.  

Savar 132/33kV S/S T-1 LT Scheduled S/D Due to Painting  

Savar 132/33kV S/S T-1 HT Scheduled S/D Due to Painting  

commissioning 

Bagerhat-Bhandaria 132 kV Ckt-1 Scheduled S/D from Bagerhat 132/33kV end Due to Emergency  

tree trimming work. 

Kaliakoir 400/230/132kV S/S 400/132kV TR-3 HT Project Work S/D Due to DFDR Testing and  

Khulna (C) S/S TR-1 425T LT Project Work S/D Due to Tr1 shutdown for project work.  

Khulna (C) S/S TR-1 425T HT Project Work S/D Due to Tr1 shutdown for project work.  

Kaliakoir 400/230/132kV S/S 400/132kV TR-3 LT Project Work S/D Due to DFDR testing and  

Jhenaidah-Kushtia  132kV Ckt-2 Scheduled S/D from Kushtia 132/33kV end.  

Jhenaidah 132/33kV S/S Jhenaidah-Kushtia 132kV Circuit-2(L2) Scheduled S/D  

Khulshi-Madunaghat  132kV Ckt-2 is restored.  

Event Summary

Description of Event Description of Event

Jhenaidah 132/33kV S/S Jhenaidah-Kushtia 132kV Circuit-1(L1) Scheduled S/D  

Jhenaidah-Kushtia  132kV Ckt-1 Scheduled S/D from Kushtia 132/33kV end.  

Plant Name Plant Name

Baghabari  100 MW GTPP

Barapukuria TPP  Unit-2

Siddhirgonj 210 MW  TPP

Total Unavailable Capacity 300

Total 0 10906

Status of unavailable Power Plant

Planned S/D Forced S/D

Rajshahi 0 1196

Rangpur 0 691

Khulna 0 1256

Barishal 0 186

Mymensingh 0 864

Sylhet 0 382

Chattogram 0 921

Cumilla 0 930

Zone-wise Load-shed and Demand Summary (MW) at evening peak Hour (20:00 Hr.)

Zone Load-Shed Demand

Dhaka 0 4480

Power Flow during Peak Demand (W-E): 1963 Import through Cumilla C/B Interconnector:   

Maximum Power Flow (W-E): 2227 Total Import through C/B Interconnector:   

Energy Flow from East to West: 0 Import through HVDC C/B Interconnector:   

Energy Flow from West to East: 39418400 Import through Adani C/B Interconnector:   

19736562.75 234107400.6

0 7505630.4

120,25,65,710

E-W Interconnector & Import Scenario

Production Cost (Tk.)

Tk. Tk.

419284293.7 93930

474797964.3 47039929.12

Sylhet Zone

Khulna Zone

Barishal Zone

Rajshahi Zone

Rangpur Zone

Total

Zone-wise Generation Summary (MKWHr.)

Dhaka Zone

Chattogram Zone

Cumilla Zone

Mymensingh Zone

Minimum Generation of the Day Total Gas Supplied 903.22

Maximum Generation of the Day Production Cost per KWHr 5.03274

Evening Peak Generation Energy Demand 238.94846

Evening Peak Demand Maximum Temperature 32.00

Day Peak Generation Energy Generated 238.94846

Day Peak Demand Energy Unserverd 0.00000

Power Grid Bangladesh PLC

National Load Dispatch Center (NLDC)

System Summary Report

02-05-2026

Power Supply Scenario

Fuel-Wise Generation Summary

Gas

Coal

HFO

HSD

Hydro

Solar

Import

Wind

Cost-Wise Generation Summary

Gas

Coal

HFO

HSD

Hydro

Solar

Import

Wind
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10:30 12:12

10:31 12:06

10:32 12:10

10:45

11:25 19:00

11:26 18:07

11:29 16:36

11:29 16:36

11:29 16:36

11:29 16:37

11:29 16:36

11:29 16:36

12:00

12:14 12:24

12:19 13:25

12:44

12:45

12:55 17:20

12:57 17:20

13:16

13:32 16:30

13:49 14:11

14:28

14:30

15:07

15:09

15:29

15:47 22:44

16:22 18:14

17:59 20:30

18:00 20:29

18:50

18:51

18:52

18:53

20:00

20:03 20:54

20:03 20:56

20:20

05:00

07:10

07:11

Sub-Divisional Engineer Executive Engineer Superintendent Engineer

Network Operation Division Network Operation Division Network Operation Division

Jhenaidah 132/33kV S/S Transformer T-2 HT Forced S/D Due to 33kV Y phase(Bus) Loop  

Conductor changing. 

Jhenaidah 132/33kV S/S Transformer T-1 HT Forced S/D Due to 33kV Y phase(Bus) Loop 40.0MW load 

Conductor changing. interrup. 

incomer-01 bus side. interrup. 

Shahmirpur 132/33kV S/S 416T HT Tripped showing Differential relays Due to Earth fault  

Minimum generation 8931 MW  

Nawabganj 132/33kV S/S TR-1 HT Forced S/D Due to Emergency red hot maintenance 33kV 9.0MW load 

incomer-01 bus side. interrup. 

Nawabganj 132/33kV S/S TR-1 LT Forced S/D Due to Emergency red hot maintenance 33kV 9.0MW load 

Kodda 132/33kV S/S Tr-1 (406T) LT is restored.  

Kodda 132/33kV S/S Tr-2 (416T) LT is restored.  

Evening Peak Generation: 11435 MW.  

Cumilla(S) 132/33kV S/S TR-2 HT Scheduled S/D  

Kodda 132/33kV S/S Tr-1 (406T) HT is restored.  

Kodda 132/33kV S/S Tr-2 (416T) HT is restored.  

relays Due to The opgw is torn due to the stormy whether 

Naogaon 132/33kV S/S T-2 33kV BUS Project Work S/D Due to 33KV Bus Isolator change. 8.0MW load 

interrup. 

Cumilla(S) 132/33kV S/S TR-2 LT Scheduled S/D Due to Energypac work.  

Kaliakoir-Tangail   132kV Ckt-1 is restored.  

Baroaulia-Hathazari 132 kV Ckt-1 is restored.  

Baroaulia-Hathazari 132 kV Ckt-1 Tripped from Baroaulia 132/33kV end showing Quadramho  

132/33kV end  

Barapukuria 230/132/33kV S/S 132/33 KV T-3, 404T HT is restored.  

Barapukuria 230/132/33kV S/S 132/33 KV T-3, 404T LT is restored.  

Tangail 132/33kV S/S Kaliakair-1 is restored.  

Jamalpur 132/33kV S/S Bus-B Project Work S/D Due to 132kv D.S. Upgradation Work purpose.  

Feni-PHP  132kV Ckt-1 Tripped from Feni 132/33kV end showing Distance realy: C-phase,  12.0MW load 

 zone -1Autoreclose relay: air fail relays. interrup. Feni 

Savar 132/33kV S/S T-3 LT Scheduled S/D  

Savar 132/33kV S/S T-3 HT Scheduled S/D  

Bhola ( Borhanuddin) 230/33 kv Txr 33 Side Close.  

33Kv Nikra feeder fault. 

Jamalpur 132/33kV S/S Bus-A Project Work S/D Due to 132kv D.S. Upgradation Work purpose.  

Baroaulia-Khulshi 132 kV Ckt-1 is restored.  

Khulshi 132/33kV S/S Khulshi-Baraulia Circuit-2 is restored.  

Bagerhat 132/33kV S/S Transformer-1 (403T) HT Scheduled S/D  

 Day Peak Generation is 10752 MW.  

Nawabganj 132/33kV S/S TR-2 LT Tripped showing Overcurrent Relay relays Due to Due to  

Bagerhat 132/33kV S/S Transformer-1 (403T) HT Scheduled S/D  

Bagerhat 132/33kV S/S Transformer-1 (403T) LT Scheduled S/D  

Bagerhat 132/33kV S/S Transformer-1 (403T) HT Scheduled S/D  

Madanganj 132/33kV S/S Madanganj -Bashundhara 132 kv Ckt Forced S/D Due to 132 KV  

Basundhara bay equipment test 

Bagerhat 132/33kV S/S Transformer-1 (403T) HT Scheduled S/D  

Bagerhat 132/33kV S/S Transformer-1 (403T) HT Scheduled S/D  

change work(work by energypack) 

Bhola ( Borhanuddin) 230/33 kv Txr Trip ( 33 kv side ) Due to 33 kv Bus PT(B Phase)   

Blast . 

Madanganj 132/33kV S/S BUS Coupler Forced S/D Due to 132 KV Basundhara bay equipment test  

change work(work by energypack) interrup. 

Kodda 132/33kV S/S Tr-3 (426T) HT Scheduled S/D Due to 33kv (section -2)incomer bus DS  

change work(work by energypack) 

Kodda 132/33kV S/S Tr-4 (436T) HT Scheduled S/D Due to 33kv (section -2)incomer bus DS  

Kodda 132/33kV S/S Tr-4 (436T) LT Scheduled S/D Due to 33kv (section -2)incomer bus DS 25.0MW load 


