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11965.97 MW 12:00 Hr. MKWHr.

11965.97 MW 12:00 Hr. MKWHr.

13192.2 MW 19:30 Hr. MKWHr.

13192.2 MW 19:30 Hr. °C

8931.74 MW 05:00 Hr. MMCFD

13192.2 MW 19:30 Hr. Tk.

Gas Coal HFO HSD Hydro Solar Import Wind Total

33.16 0.00 2.19 0.00 0.00 0.20 0.00 0.00 35.54

2.11 35.99 0.16 0.00 0.93 0.13 0.00 0.68 40.01

31.28 0.00 0.03 0.00 0.00 0.18 2.65 0.00 34.13

2.17 0.00 1.11 0.00 0.00 0.24 0.00 0.00 3.53

28.09 0.00 0.00 0.00 0.00 0.05 0.00 0.00 28.14

8.83 22.79 0.00 0.00 0.00 0.54 19.19 0.00 51.34

5.87 30.52 0.00 0.00 0.00 0.00 0.00 0.00 36.39

13.50 0.00 0.00 0.00 0.00 1.39 23.26 0.00 38.15

0.00 0.00 0.37 0.00 0.00 1.48 0.00 0.00 1.85

125.02 89.30 3.86 0.00 0.93 4.20 45.10 0.68 269.09

Fuel Fuel

Gas Hydro

Coal Solar

HFO Import

HSD Wind

Total: Tk.

KWHr: MKWHr: 19.186909 Peak Hr Flow926.00 MW at 19:30 hrs.

KWHr: MKWHr: 23.264933 Peak Hr Flow1379.00 MW at 19:30 hrs.

MW: MKWHr: 2.64672 Peak Hr Flow134.00 MW at 19:30 hrs.

MW: MKWHr: 45.098562 Peak Hr Flow2439.00 MW at 19:30 hrs.

Sl Capacity Sl Capacity

1 100

2 85

3 115

Total 300 Total 0

Outage 
Time

Restoration 
Time

08:10 17:51

08:11 17:50

08:25

08:26

08:28 15:36

08:28 15:37 Kodda 132/33kV S/S Tr-1 (406T) LT Scheduled S/D Due to LDS change (33kv T1) 25.0MW load interrup.

 

Total Unavailable Capacity 300

Event Summary

Description of Event Description of Event

Khulna (C) S/S TR-1 425T LT Project Work S/D  

Jhenaidah 132/33kV S/S Transformer T-1 HT is restored.  

Jhenaidah 132/33kV S/S Transformer T-2 HT is restored.  

Kodda 132/33kV S/S Tr-1 (406T) HT Scheduled S/D Due to LDS change  

Khulna (C) S/S TR-1 425T HT Project Work S/D Due to Project work  

Rangpur 0 799

Total 0 12827

Baghabari  100 MW GTPP

Barapukuria TPP  Unit-2

Siddhirgonj 210 MW  TPP

447

Khulna 0 1601

Barishal 0 340

Rajshahi 0
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Power Supply Scenario

Energy Demand

1371

Zone-wise Generation Summary (MKWHr.)

Rangpur Zone

Total

Dhaka Zone

Chattogram Zone

Cumilla Zone

Mymensingh Zone

Sylhet Zone

Khulna Zone

269.08724

Energy Generated 269.08724

Energy Unserverd 0.00000

Day Peak Generation

Day Peak Demand

Evening Peak Generation

Barishal Zone

Plant Name Plant Name

Total Import through C/B Interconnector:   2615

36767781.82

Maximum Temperature 32.00

Maximum Generation of the Day

Minimum Generation of the Day Total Gas Supplied 919.31

Production Cost per KWHr 5.30794

Evening Peak Demand

Rajshahi Zone

Production Cost (Tk.)

432706190.3

594961291.9

64621761.17

0

93138

69067872.99

256865110.9

9983971.2

Tk. Tk.

Planned S/D Forced S/D

Zone-wise Load-shed and Demand Summary (MW) at evening peak Hour (19:30 Hr.)

Zone Load-Shed

Status of unavailable Power Plant

Maximum Power Flow (W-E):

E-W Interconnector & Import Scenario

Import through HVDC C/B Interconnector:   

Import through Adani C/B Interconnector:   

Import through Cumilla C/B Interconnector:   

0

2292

Energy Flow from East to West:

Energy Flow from West to East:

Power Flow during Peak Demand (W-E):

Demand

Dhaka 0 4943

142,82,99,336

Mymensingh 0 1013

Sylhet 0

Chattogram 0 1301

Cumilla 0 1012

Fuel-Wise Generation Summary

Gas

Coal

HFO

HSD

Hydro

Solar

Import

Wind

Cost-Wise Generation Summary

Gas

Coal

HFO

HSD

Hydro

Solar

Import

Wind
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09:12

09:13

09:37 13:52

10:30 23:02

11:24 17:17

11:34

11:34

11:38 17:03

11:56

11:57

12:00

12:30 12:47

14:02

14:22

15:15

15:40 17:02

16:08 17:31

16:09 17:30

17:29

17:54

18:37 19:23

18:37 19:23

21:56 23:30

21:57 23:29

22:05 22:57

05:54 06:06

06:49

07:05

07:07

Network Operation Division Network Operation Division Network Operation Division

Rajendrapur 

132/33kV end  

Mirzapur 132/33kV S/S Mirzapur-Tangail-ckt-2A(E04) Scheduled S/D Due to Tangail-Kaliakair 

Ckt Tower Replacing Work 

29.0MW load interrup. 

Nawabganj 132/33kV S/S TR-1 LT Forced S/D Due to Redhot maintenance 

Nawabganj 132/33kV S/S TR-1 HT Forced S/D Due to Redhot maintenance 9.0MW load interrup. 

Sub-Divisional Engineer Executive Engineer Superintendent Engineer

9.0MW load interrup. 

DS MAINTENANCE WORK 

29.0MW load 

interrup. 

Niamatpur 132/33kV S/S 132 kV Naogaon ckt-2 Tripped showing SIEMENS SIPROTEC 7SA612 

relays Due to Over Current 

 

Kodda-Rajendrapur  132kV Ckt-2 Tripped from Rajendrapur 132/33kV end showing  relays Due 

to None 

62.0MW load interrup. 

Bhandaria 132/33kV S/S Transformer-2 HT Forced S/D Due to Kathia wz 33 kV feeder source 

switchyard by Comilla PBS-3 

 

Goalpara- Khulna (C)  132kV Ckt-2 is restored.  

230/33 KV,120/140 MVA Txr S/D Withdrow at Bhola ( Borhanuddin ) .  

Bhandaria 132/33kV S/S Transformer-1 LT Tripped showing 50 O/C DMT trip and 50N E/F DMT 

Trip relays Due to WZPDCL kathalia 33kv cable fault 

37.0MW load 

Bhandaria 132/33kV S/S Transformer-2 LT Tripped showing 50 O/C DMT trip and 50N E/F DMT 

Trip relays Due to WZPDCL kathalia 33 kv Fault 

16.0MW load 

interrup. 

Bhandaria 132/33kV S/S Transformer-2 LT Forced S/D Due to Kathalia wz 33kv feeder source DS 29.0MW load interrup. 

230/33 KV,120/140 MVA Txr S/D at Bhola ( Borhanuddin ) Due to 33kv  PT (B- phase) 

Replacement.  

 

Niamatpur 132/33kV S/S 132 kV Naogaon ckt-2 is restored.  

interrup. 

Naogaon-Niyamatpur  132kV Ckt-1 is restored.  

Naogaon 132/33kV S/S T-2 33kV BUS Scheduled S/D Due to Red hot maintenance work of 33 KV 

PBS Potnitola feeder. 

 

Daudkandi 132/33kV S/S Transformer-2 LT Scheduled S/D Due to Red hot maintenance at 33 kV 

switchyard by Comilla PBS-3 

 

Daudkandi 132/33kV S/S Transformer-2 HT Scheduled S/D Due to Red hot maintenance at 33 kV 

Day Peak Generation: 11962 MW.  

Baroaulia-KSRM 132 kV Ckt-1 Tripped from Baroaulia 132/33kV end showing Null relays Due to Null 

Integration work. 

 

Purbasadipur-Thakurgaon-EPV  132kV Ckt-1 Project Work S/D from Purbasadipur 230/132/33kV end.  

Kalurghat 132/33kV S/S TRFO-01(506T) HT is restored.  

BIPTC S/S 10CF16 is restored. 

Purbasadipur 230/132/33kV S/S 132kV BUS-B Project Work S/D  

Rampal 400/230kV S/S Gopalganj Line-1 Reactor Forced S/D Due to NLDC Demand  

Rampal 400/230kV S/S Gopalganj Line-2 Reactor Forced S/D Due to NLDC Demand  

9.0MW load interrup.

 

Khulna(C )-Noapara  132kV Ckt-1 Scheduled S/D from Noapara 132/33kV end Due to By the 

instruction of ALDC. and from Khulna (C) end Due to Project work 

 

Khulna(C )-Noapara  132kV Ckt-2 Scheduled S/D from Noapara 132/33kV end Due to By the 

instruction of ALDC. and from Khulna (C) end Due to Project work 

 

Khulna(S) 230/132kV S/S Rupsha Ckt-1 Project Work S/D  

Baghabari-Ishurdi 230 kV Ckt-1 Forced S/D from Baghabari 230/132kV end Due to DFDR 


