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12185.25 MW 12:00 Hr. MKWHr.

12185.25 MW 12:00 Hr. MKWHr.

13888.26 MW 19:30 Hr. MKWHr.

13888.26 MW 19:30 Hr. °C

9809 MW 05:00 Hr. MMCFD

13888.26 MW 19:30 Hr. Tk.

Gas Coal HFO HSD Hydro Solar Import Wind Total

31.80 0.00 4.18 0.00 0.00 0.00 0.00 0.00 35.97

5.54 42.36 0.55 0.00 0.94 0.12 0.00 0.18 49.68

30.01 0.00 0.14 0.00 0.00 0.33 3.11 0.00 33.60

0.90 0.00 1.65 0.00 0.00 0.27 0.00 0.00 2.81

28.65 0.00 0.00 0.00 0.00 0.04 0.00 0.00 28.69

7.33 22.48 0.00 0.00 0.00 0.56 22.51 0.00 52.88

8.36 30.94 0.00 0.00 0.00 0.00 0.00 0.00 39.30

13.59 0.00 0.03 0.00 0.00 1.24 24.26 0.00 39.12

0.00 0.00 0.82 0.00 0.00 1.60 0.00 0.00 2.41

126.18 95.78 7.36 0.00 0.94 4.16 49.88 0.18 284.48

Fuel Fuel

Gas Hydro

Coal Solar

HFO Import

HSD Wind

Total: Tk.

KWHr: MKWHr: 22.506182 Peak Hr Flow 932.00 MW at 19:30 hrs.

KWHr: MKWHr: 24.264932 Peak Hr Flow 1423.66 MW at 19:30 hrs.

MW: MKWHr: 3.11328 Peak Hr Flow 146.00 MW at 19:30 hrs.

MW: MKWHr: 49.884394 Peak Hr Flow 2501.66 MW at 19:30 hrs.

Sl Capacity Sl Capacity

1 100

2 85

3 115

Total 300 Total 0

Outage 
Time

Restoration 
Time

08:12 16:42

08:13 16:41

09:38

09:40

09:55 18:07

10:15 13:00

10:30 10:34

10:30 10:34

11:05 14:37

11:15

11:19 13:15

11:20 13:14

11:42 16:44

11:42 16:44

Power Grid Bangladesh PLC

National Load Dispatch Center (NLDC)

System Summary Report

04-05-2026

Power Supply Scenario

Evening Peak Generation Energy Demand 284.47711

Evening Peak Demand Maximum Temperature 32.20

Day Peak Generation Energy Generated 284.47711

Day Peak Demand Energy Unserverd 0.00000

Zone-wise Generation Summary (MKWHr.)

Dhaka Zone

Chattogram Zone

Cumilla Zone

Mymensingh Zone

Minimum Generation of the Day Total Gas Supplied 922.79

Maximum Generation of the Day Production Cost per KWHr 5.46406

Production Cost (Tk.)

Tk. Tk.

439481492.3 93960

637118400.2 68009151.17

Sylhet Zone

Khulna Zone

Barishal Zone

Rajshahi Zone

Rangpur Zone

Total

Energy Flow from East to West: 0 Import through HVDC C/B Interconnector:   

Energy Flow from West to East: 35754472.73 Import through Adani C/B Interconnector:   

126663078.1 280420621.2

0 2612496

155,43,99,198

E-W Interconnector & Import Scenario

Zone-wise Load-shed and Demand Summary (MW) at evening peak Hour (19:30 Hr.)

Zone Load-Shed Demand

Dhaka 0 5055

Power Flow during Peak Demand (W-E): 2282 Import through Cumilla C/B Interconnector:   

Maximum Power Flow (W-E): 2448 Total Import through C/B Interconnector:   

Mymensingh 0 1015

Sylhet 0 457

Chattogram 0 1469

Cumilla 0 1185

Rajshahi 0 1414

Rangpur 0 904

Khulna 0 1552

Barishal 0 346

Plant Name Plant Name

Baghabari  100 MW GTPP

Barapukuria TPP  Unit-2

Siddhirgonj 210 MW  TPP

Total Unavailable Capacity 300

Total 0 13397

Status of unavailable Power Plant

Planned S/D Forced S/D

Nawabganj 132/33kV S/S TR-1 HT is restored.  

Nawabganj 132/33kV S/S TR-1 LT is restored.  

Barishal-Barishal(N) 132 kV Ckt-1 Scheduled S/D from Barishal 132/33kV end Due to  

Event Summary

Description of Event Description of Event

Khulna (C) S/S TR-1 425T LT Project Work S/D Due to Painting work  

Khulna (C) S/S TR-1 425T HT Project Work S/D Due to Painting work  

Pabna 132/33kV S/S T-1 HT Forced S/D Due to 132 Kv CB maintenance work  

Baghabari-Shahjadpur 132 kV Ckt-2 Scheduled S/D from Shahjadpur 132/33kV end Due to S/D  

taken by Baghabari Power Station 

Hathazari 230/132/33kV S/S Raojan-02 is restored.  

Shutdown by ALDC and from Barishal 230/132kV end Due to Replace of OPGW 

Mymensingh RPCL -Mymensingh  132kV Ckt-1 Project Work S/D from Mymensingh 132/33kV end  

Due to None 

Pabna 132/33kV S/S T-1 LT Forced S/D Due to 132 kv CB Maintenance work.  

Bagerhat 132/33kV S/S Transformer-1 (403T) HT Tripped showing Over current relays.  

 Bagerhat 132/33kV S/S Transformer-1 (403T) LT Tripped showing Over current (132 kv  

Mithapukur 132/33kV S/S TR-1(404T) LT Forced S/D Due to Red hot maintenance work 15.0MW load 

interrup. 

Mithapukur 132/33kV S/S TR-1(404T) HT Forced S/D 15.0MW load 

interrup. 

Fuel-Wise Generation Summary

Gas

Coal

HFO

HSD

Hydro

Solar

Import

Wind

Cost-Wise Generation Summary

Gas

Coal

HFO

HSD

Hydro

Solar

Import

Wind
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11:59

12:00

12:08

12:25 13:25

12:46 16:03

12:46 16:04

13:22 14:11

14:16 21:56

14:32 17:26

16:08 18:51

16:09 18:45

16:45 19:54

16:45 19:56

17:14 18:28

17:15 18:30

17:31

17:31

20:25

20:25

20:59

21:53 22:32

21:55 22:30

00:38

01:02 02:59

04:30 05:01

04:30 05:03

04:30 05:01

04:30 05:03

04:50 05:01

04:50 05:01

05:54

05:55

06:13 07:33

06:58

06:58

07:27

07:58

07:58

side.) relays. 

Goalpara 132/33kV S/S Goalpara-NWPGCL Scheduled S/D Due to BUS-1 PT Test  

Barguna 132/33kV S/S Transformer-1 HT Scheduled S/D Due to WZPDCL-2(Barguna) Redhot  

Maintenance 

Barguna 132/33kV S/S Transformer-1 LT Scheduled S/D Due to WZPDCL-2(Barguna) Redhot  

Maintenance 

 Day Peak Generation is 12182 MW.  

Goalpara 132/33kV S/S Bus 1 Scheduled S/D Due to Bus-1 PT problem testing  

Kishoreganj-Mymensingh  132kV Ckt-1 Forced S/D from Bajitpur 132/33kV end.  

relays. 

Nawabganj 132/33kV S/S TR-2 LT Forced S/D Due to Due to red hot maintenance(Bay-105,  

R-phase DS) 

Nawabganj 132/33kV S/S TR-2 HT Forced S/D Due to Due to red hot maintenance(Bay-105,  

Niamatpur 132/33kV S/S 132 kV Naogaon ckt-2 Tripped showing SEMENS relays.  

Baghabari-Ishurdi 230 kV Ckt-1 Project Work S/D from Baghabari 230/132kV end Due to  

Project Work 

Niamatpur 132/33kV S/S 132 kV Naogaon ckt-2 Tripped showing SEMENS SIPROTEC 7SA612  

feeder-05. interrup. 

Srinagar 132/33kV S/S Tr-02 HT Scheduled S/D Due to Red Hot Maintenance at Mpbs 12.0MW load 

feeder-05. interrup. 

R-phase DS) 

Bagerhat 132/33kV S/S Transformer-1 (403T) HT Scheduled S/D Due to CT Cable Change work.  

Bagerhat 132/33kV S/S Transformer-1 (403T) LT Scheduled S/D Due to CT Cable Change work.  

Srinagar 132/33kV S/S Tr-02 LT Scheduled S/D Due to Red Hot Maintenance at Mpbs 12.0MW load 

Ashuganj 450 MW CCPP(North) Synchronized with remarks:- gt  

Khulna(C )-Noapara  132kV Ckt-2 is restored.  

Bhangura 132/33kV S/S Tr-1(403T) LT Forced S/D Due to RED HOT 12.0MW load 

Ashuganj 450 MW CCPP(North) Tripped with remarks:- GT  

Ashuganj North 360 MW CCPP tripped.  

Ashuganj North 360 MW CCPP GT was sync.  

Kishoreganj-Mymensingh  132kV Ckt-1 Forced S/D from Bajitpur 132/33kV end.  

Kushtia 132/33kV S/S T-1 HT Tripped showing Main-1 Relay Operated TR-1 relays Due to 30.0MW load 

Ov/Overflux Trip interrup. 

interrup. 

Bhangura 132/33kV S/S Tr-1(403T) HT Forced S/D Due to RED HOT 12.0MW load 

interrup. 

Bogura 400/230kV S/S 400 KV Reactor (125 MVAR) is restored.  

 Lockout-1 OperatedLockout-2 Operated interrup. 

Kushtia 132/33kV S/S T2 LT Tripped showing Main-1 Relay Operated TR-2 relays Due to 41.0MW load 

 Lockout-1 OperatedLockout-2 Operated interrup. 

Kushtia 132/33kV S/S T2 HT Tripped showing Main-1 Relay Operated TR-2 relays Due to 41.0MW load 

Ov/Overflux Trip interrup. 

Kushtia 132/33kV S/S T-1 LT Tripped showing Main-1 Relay Operated TR-1 relays Due to 32.0MW load 

 Lockout-1 OperatedLockout-2 Operated interrup. 

Saidpur 132/33kV S/S TR-3 (424T) LT Scheduled S/D Due to Red hot maintainance. 20.0MW load 

interrup. 

Saidpur 132/33kV S/S TR-3 (424T) HT Scheduled S/D Due to Red hot maintainance. 20.0MW load 

Kushtia 132/33kV S/S T-3 HT Tripped showing Main-1 Relay Operated TR-3 relays Due to 30.0MW load 

Ov/Overflux Trip interrup. 

Kushtia 132/33kV S/S T-3 LT Tripped showing Main-1 Relay Operated TR-3 relays Due to 30.0MW load 

to BUSBAR jumping the new puthiyabari feeder 

Sirajganj 132/33kV S/S T2-(425) HT Scheduled S/D Due to NESCO Sirajganj has taken S/D due  

to BUSBAR jumping the new puthiyabari feeder 

Barapukuria-Bogura 230 kV Ckt-1 Scheduled S/D from Barapukuria 230/132/33kV end Due to  

interrup. 

Khulna(C )-Noapara  132kV Ckt-2 Scheduled S/D from Noapara 132/33kV end Due to By the  

instruction of ALDC. and from Khulna (C) end Due to For red hot maintenance. 

Sirajganj 132/33kV S/S T2-(425) LT Scheduled S/D Due to NESCO Sirajganj has taken S/D due  

interrup. 

Sub-Divisional Engineer Executive Engineer Superintendent Engineer

Network Operation Division Network Operation Division Network Operation Division

ERS erection / conductor stringing work and from Bogura 400/230kVend.  

Cumilla(S) 132/33kV S/S TR-2 LT Scheduled S/D Due to T-1 Transformer replacement work 12.0MW load 

interrup. 

Cumilla(S) 132/33kV S/S TR-2 HT Scheduled S/D 12.0MW load 


