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10488.98 MW 12:00 Hr. MKWHr.

10540.98 MW 12:00 Hr. MKWHr.

13659.5 MW 21:00 Hr. MKWHr.

13672.5 MW 21:00 Hr. °C

9502.25 MW 09:00 Hr. MMCFD

13686.1 MW 23:00 Hr. Tk.

Gas Coal HFO HSD Hydro Solar Import Wind Total

50.64 0.00 3.70 0.00 0.00 0.00 0.00 0.00 54.33

4.00 25.70 1.91 0.00 1.67 0.13 0.00 0.06 33.47

29.31 0.00 0.78 0.00 0.00 0.54 3.01 0.00 33.65

3.55 0.00 1.99 0.00 0.00 0.37 0.00 0.00 5.91

16.24 0.00 0.00 0.00 0.00 0.07 0.00 0.00 16.31

8.97 21.21 0.33 0.00 0.00 0.79 21.76 0.00 53.06

7.99 24.96 0.00 0.00 0.00 0.00 0.00 0.00 32.96

19.14 0.00 0.64 0.00 0.00 1.67 12.45 0.00 33.90

0.00 0.00 0.91 0.00 0.00 1.60 0.00 0.00 2.51

139.85 71.87 10.25 0.00 1.67 5.17 37.21 0.06 266.09

Fuel Fuel

Gas Hydro

Coal Solar

HFO Import

HSD Wind

Total: Tk.

KWHr: MKWHr: 21.756364 Peak Hr Flow 900.00 MW at 21:00 hrs.

KWHr: MKWHr: 12.445818 Peak Hr Flow 760.00 MW at 21:00 hrs.

MW: MKWHr: 3.01248 Peak Hr Flow 136.00 MW at 21:00 hrs.

MW: MKWHr: 37.214662 Peak Hr Flow 1796.00 MW at 21:00 hrs.

Sl Capacity Sl Capacity

1 100

2 85

3 115

Total 300 Total 0

Outage 
Time

Restoration 
Time

09:01 11:14

09:01 11:15

09:33

09:33

09:40 15:02

09:59 12:09

09:59 12:09

10:32

10:40

11:03 11:17

11:12

12:00

13:26

13:39

13:40 Gopalganj(N)-Rampal Ckt-2 Forced S/D from Rampal 400/230kV end Due to NLDC DEMAND  

Day Peak Generation is 10486 MW.  

Rampal 400/230kV S/S Bus Reactor Forced S/D Due to NLDC DEMAND  

Gopalganj(N)-Rampal Ckt-1 Forced S/D from Rampal 400/230kV end Due to NLDC DEMAND  

Niamatpur 132/33kV S/S Transformer-1(407T) LT Tripped showing SIPROTEC 7SJ62 relays Due 14.0MW load 

to PBS 33kv Sapahar feeder O/C & E/F Tripped. interrup. 

Sirajgonj 225MW CCPP Unit-1 Synchronized with remarks:- GT  

T2 bus section DS. interrup. 

Meghnaghat 450 MW CCPP (MPL) Synchronized with remarks:- GT-2  

Summit Meghnaghat-1 335 CCPP GT 1 was synchronized  

Tangail 132/33kV S/S Tr-2 LT Forced S/D Due to S/D taken by BPDB Due to red hot at 33kv 40.0MW load 

T2 bus section DS. interrup. 

Tangail 132/33kV S/S Tr-2 HT Forced S/D Due to S/D taken by BPDB Due to red hot at 33kv 40.0MW load 

Faridpur 132/33kV S/S Transformer-1 LT is restored.  

Faridpur 132/33kV S/S Transformer-1 HT is restored.  

Siddhirganj 132/33kV S/S 120MW EGCB GT2 Scheduled S/D Due to Line DS Maintenance Work  

Event Summary

Description of Event Description of Event

Sherpur 132/33kV S/S Transformer- 01 HT Forced S/D Due to Rad hot maintenance Work.  

Sherpur 132/33kV S/S Transformer- 01 LT Forced S/D Due to Rad hot maintenance Work.  

Plant Name Plant Name

Baghabari  100 MW GTPP

Barapukuria TPP  Unit-2

Siddhirgonj 210 MW  TPP

Total Unavailable Capacity 300

Total 12 13163

Status of unavailable Power Plant

Planned S/D Forced S/D

Rajshahi 0 1501

Rangpur 0 997

Khulna 0 1799

Barishal 0 496

Mymensingh 0 1215

Sylhet 0 612

Chattogram 0 1446

Cumilla 12 1557

Zone-wise Load-shed and Demand Summary (MW) at evening peak Hour (21:00 Hr.)

Zone Load-Shed Demand

Dhaka 0 3540

Power Flow during Peak Demand (W-E): 1066 Import through Cumilla C/B Interconnector:   

Maximum Power Flow (W-E): 1660 Total Import through C/B Interconnector:   

Energy Flow from East to West: 0 Import through HVDC C/B Interconnector:   

Energy Flow from West to East: 21683163.64 Import through Adani C/B Interconnector:   

175206601.5 193028129.8

0 840235.2

142,66,38,564

E-W Interconnector & Import Scenario

Production Cost (Tk.)

Tk. Tk.

501489615.4 167492

472992317.5 82914172.85

Sylhet Zone

Khulna Zone

Barishal Zone

Rajshahi Zone

Rangpur Zone

Total

Zone-wise Generation Summary (MKWHr.)

Dhaka Zone

Chattogram Zone

Cumilla Zone

Mymensingh Zone

Minimum Generation of the Day Total Gas Supplied 1088.22

Maximum Generation of the Day Production Cost per KWHr 5.36145

Evening Peak Generation Energy Demand 266.30707

Evening Peak Demand Maximum Temperature 35.20

Day Peak Generation Energy Generated 266.09207

Day Peak Demand Energy Unserverd 0.21500

Power Grid Bangladesh PLC

National Load Dispatch Center (NLDC)

System Summary Report

30-05-2026

Power Supply Scenario

Fuel-Wise Generation Summary

Gas

Coal

HFO

HSD

Hydro

Solar

Import

Wind

Cost-Wise Generation Summary

Gas

Coal

HFO

HSD

Hydro

Solar

Import

Wind



 QF-LDC-08(Sheet-1)
page 2 of 3

Date :

Power Grid Bangladesh PLC
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14:12

14:27

15:23

15:24

15:24

15:38

15:38 16:18

15:38 15:46

15:38 15:46

15:45

16:41 16:57

16:41 16:57

20:02

20:06 20:43

20:08 20:41

20:12

20:12

21:00

21:12 21:15

22:33 23:41

22:36 23:40

02:11

03:44

05:45

06:25

07:00

07:40

07:42

PBS 

Sub-Divisional Engineer Executive Engineer Superintendent Engineer

Network Operation Division Network Operation Division Network Operation Division

Minimum generation 11383 MW  

Barishal 230/132kV S/S T-4 LT Scheduled S/D Due to Babuganj 33 kV Bus DS Maintenance by  

PBS 

Barishal 230/132kV S/S T-4 HT Scheduled S/D Due to Babuganj 33 kV Bus DS Maintenance by  

Meghnaghat 450 MW CCPP (MPL) Synchronized with remarks:- ST  

Sirajgonj 225MW CCPP Unit-1, FGMO is ON with remarks:- From 15:04.  

Bhulta-Ghorasal 230 kV Ckt-2 Scheduled S/D from Bhulta 400/230kV end.  

Rajshahi 132/33kV S/S Transformer T-2(415T) HT Forced S/D Due to Red hot removing work at 20.0MW load 

33 Kv BUS side of Poba feeder. interrup. 

Meghnaghat 450 MW CCPP (MPL) Synchronized with remarks:- GT-2  

None interrup. 

Rajshahi 132/33kV S/S Transformer T-2(415T) LT Forced S/D Due to Red hot removing work at 20.0MW load 

33 Kv BUS side of Poba feeder. interrup. 

Hasnabad-Keraniganj 230kV Ckt-2 is restored.  

 Evening Peak Generation is 13659 MW.  

Satkhira 132/33kV S/S Transformer-1 (T-1) LT Tripped showing Earth fault relays Due to 86.0MW load 

Bhangura 132/33kV S/S Tr-1(403T) LT Forced S/D Due to RED HOT  

Bhangura 132/33kV S/S Tr-1(403T) HT Forced S/D Due to RED HOT  

Hasnabad-Keraniganj 230kV Ckt-2 is restored.  

Madanganj 132/33kV S/S GT-2 HT Tripped showing Earth fault relay relays Due to 33kv Shah 10.0MW load 

cement  feeder earth fault interrup. 

Bhangura 132/33kV S/S Tr-1(403T) HT is restored.  

interrup. 

Meghnaghat 450 MW CCPP (MPL) Shutdown with remarks:- GT- 2 & STG  

Madanganj 132/33kV S/S GT-2 LT Tripped showing Earth fault relay relays Due to 33 kv shah 10.0MW load 

cement earth fault. interrup. 

current, 86.1 & 86.2 

Sreepur 230/132/33kV S/S 132/33 kV T-2 LT Tripped showing FBCPU relays Due to df/dt 19.0MW load 

interrup. 

Sreepur 230/132/33kV S/S 132/33 kV T-1 LT Tripped showing FBCPU relays Due to df/dt 22.0MW load 

Meghnaghat 450 MW CCPP (MPL) Tripped with remarks:- GT- 1  

Meghnaghat 400/230kV S/S Meghnaghat-Reliance PP 400KV Ckt-1 Tripped showing 86.1, Line 415.0MW load 

Differential relays Due to Tripped by Line Differential, Directional Earth Fault, Over interrup. 

Chandpur 132/33kV S/S 422T(T-5) LT Forced S/D  

Chandpur 132/33kV S/S 412T (T-2) HT is restored.  

Chandpur 132/33kV S/S 412T (T-2) LT is restored.  

Sirajgonj 225MW CCPP Unit-1 Synchronized with remarks:- ST  

Ghorasal Repowered CCPP Unit-4 Synchronized  


