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13824.9 MW 12:00 Hr. MKWHr.

13849.9 MW 12:00 Hr. MKWHr.

15820.76 MW 21:00 Hr. MKWHr.

16212.76 MW 21:00 Hr. °C

12967.61 MW 08:00 Hr. MMCFD

15897.76 MW 23:00 Hr. Tk.

Gas Coal HFO HSD Hydro Solar Import Wind Total

33.49 0.00 12.71 0.00 0.00 0.23 0.00 0.00 46.43

6.01 39.91 7.70 0.00 2.40 0.13 0.00 0.03 56.17

27.45 0.00 4.46 0.00 0.00 0.47 3.88 0.00 36.25

1.26 0.00 3.19 0.00 0.00 0.46 0.00 0.00 4.90

27.20 0.00 0.00 0.00 0.00 0.06 0.00 0.00 27.26

6.75 28.20 1.76 0.00 0.00 0.64 21.76 0.00 59.11

8.25 43.78 1.59 0.00 0.00 0.00 0.00 0.00 53.62

20.39 0.00 2.25 0.00 0.00 1.50 33.85 0.00 57.98

0.00 0.00 4.27 0.00 0.00 1.35 0.00 0.00 5.62

130.80 111.89 37.92 0.00 2.40 4.83 59.48 0.03 347.35

Fuel Fuel

Gas Hydro

Coal Solar

HFO Import

HSD Wind

Total: Tk.

KWHr: MKWHr: 21.757091 Peak Hr Flow 904.00 MW at 21:00 hrs.

KWHr: MKWHr: 33.845454 Peak Hr Flow 1435.00 MW at 21:00 hrs.

MW: MKWHr: 3.88032 Peak Hr Flow 162.00 MW at 21:00 hrs.

MW: MKWHr: 59.482865 Peak Hr Flow 2501.00 MW at 21:00 hrs.

Sl Capacity Sl Capacity

1 100

2 85

3 115

Total 300 Total 0

Outage 
Time

Restoration 
Time

08:39 10:28

08:39 10:27

08:39 10:27

09:06 11:40

09:07 11:38

Kushtia 132/33kV S/S T2 LT Forced S/D  

Kushtia 132/33kV S/S T2 HT Forced S/D Due to Red Hot Maintenance  

Sonargaon 132/33kV S/S Tr-1 HT Scheduled S/D Due to under ground cable heat shrink work 26.0MW load 

interrup. 

Sonargaon 132/33kV S/S Tr-1 HT Scheduled S/D Due to under ground cable heat shrink work 26.0MW load 

interrup. 

Event Summary

Description of Event Description of Event

Sonargaon 132/33kV S/S Tr-1 LT Scheduled S/D Due to Under ground Cable Heat shrink Ashtha 26.0MW load 

Feed interrup. 

Plant Name Plant Name

Baghabari  100 MW GTPP

Barapukuria TPP  Unit-2

Siddhirgonj 210 MW  TPP

Total Unavailable Capacity 300

Total 375 15581

Status of unavailable Power Plant

Planned S/D Forced S/D

Rajshahi 0 1771

Rangpur 8 1084

Khulna 0 2124

Barishal 0 462

Mymensingh 319 1473

Sylhet 11 700

Chattogram 0 1501

Cumilla 23 1679

Zone-wise Load-shed and Demand Summary (MW) at evening peak Hour (21:00 Hr.)

Zone Load-Shed Demand

Dhaka 14 4787

Power Flow during Peak Demand (W-E): 2166 Import through Cumilla C/B Interconnector:   

Maximum Power Flow (W-E): 2519 Total Import through C/B Interconnector:   

Energy Flow from East to West: 0 Import through HVDC C/B Interconnector:   

Energy Flow from West to East: 45917254.55 Import through Adani C/B Interconnector:   

629331993.1 347423157

0 409526.4

225,27,67,434

E-W Interconnector & Import Scenario

Production Cost (Tk.)

Tk. Tk.

463208291.9 239959.9

736677863.6 75476643.02

Sylhet Zone

Khulna Zone

Barishal Zone

Rajshahi Zone

Rangpur Zone

Total

Zone-wise Generation Summary (MKWHr.)

Dhaka Zone

Chattogram Zone

Cumilla Zone

Mymensingh Zone

Minimum Generation of the Day Total Gas Supplied 940.87

Maximum Generation of the Day Production Cost per KWHr 6.48559

Evening Peak Generation Energy Demand 350.14539

Evening Peak Demand Maximum Temperature 36.70

Day Peak Generation Energy Generated 347.34939

Day Peak Demand Energy Unserverd 2.79600

Power Grid Bangladesh PLC

National Load Dispatch Center (NLDC)

System Summary Report

02-06-2026

Power Supply Scenario

Fuel-Wise Generation Summary

Gas

Coal

HFO

HSD

Hydro

Solar

Import

Wind

Cost-Wise Generation Summary

Gas

Coal

HFO

HSD

Hydro

Solar

Import

Wind
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09:29 11:24

10:30 13:51

10:30 13:52

10:53

10:53

11:02 12:29

11:02 12:29

12:56

13:21

13:21

13:41

13:41

14:40 18:24

14:40 18:25

15:01 16:22

15:02 16:20

21:00

21:00

21:01 02:33

21:02 02:32

21:10

21:10

22:22

23:33 02:13

23:58

05:58

07:00

07:03

07:04

07:20

07:21

07:46

Network Operation Division Network Operation Division Network Operation Division

Cumilla(S) 132/33kV S/S TR-2 HT Scheduled S/D Due to Redhot maintenance 31.0MW load 

interrup. 

Sirajgonj 225MW CCPP Unit-2, FGMO is OFF with remarks:- Gas Shortage  

Sub-Divisional Engineer Executive Engineer Superintendent Engineer

feeder Bus DS radhot maintenance interrup. 

Cumilla(S) 132/33kV S/S TR-2 LT Scheduled S/D Due to 33Kv Palpara Feeder Redhot 31.0MW load 

maintenance. interrup. 

Kulaura 132/33kV S/S TR-1 AB LT Scheduled S/D Due to Reb take this shutdown for Reb-1 24.0MW load 

feeder Bus DS radhot maintenance interrup. 

Kulaura 132/33kV S/S TR-1 AB HT Scheduled S/D Due to Reb take this shutdown for Reb-1 24.0MW load 

Bhulta-Haripur 132 kV Ckt-1 Scheduled S/D from Bhulta 132/33kV end Due to Fault Due to 80.0MW load 

Redhot of DS of Y phase of 132 kV Line. interrup. Bhulta 

132/33kV end  

Minimum generation 13429 MW  

At Bhola ( Borhanuddin) S/S,120/140 MVA Txr (33 kv Side) S/D  is withdrawn.  

Haripur-Siddirganj  230kV Ckt-1 Forced S/D from Haripur 230/132kV end Due to Red Hot  

Maintenance. 

Sirajgonj 225MW CCPP Unit-1, FGMO is OFF with remarks:-   

Bhangura 132/33kV S/S Tr-2(413T) HT Forced S/D Due to Red hot removing 33 kv ds 20.0MW load 

interrup. 

Shahjadpur 132/33kV S/S T-2(415T) LT Forced S/D Due to Redhot maintenance  

Shahjadpur 132/33kV S/S T-2(415T) HT Forced S/D Due to Redhot maintenance  

Feeder (PBS). Interruption- 105 MW.  

 Evening Peak Generation is 15819 MW.  

Bhangura 132/33kV S/S Tr-2(413T) LT Forced S/D Due to Red hot removing 33 kv ds 20.0MW load 

interrup. 

interrup. 

Sonargaon 132/33kV S/S Tr-1 HT Scheduled S/D Due to PBS maintenance works 35.0MW load 

interrup. 

120/140 MVA Txr (33 kv Side) S/D at Bhola ( Borhanuddin) S/S Due Redhot of 33 Charfesson  

Hasnabad 230/132kV S/S AUTO TR-1 HT Scheduled S/D Due to Tap changer maintenance  

Hasnabad 230/132kV S/S AUTO TR-1 LT Scheduled S/D Due to Tap changer maintenance  

Sonargaon 132/33kV S/S Tr-1 LT Scheduled S/D Due to PBS maintenance works 35.0MW load 

Hasnabad 230/132kV S/S AUTO TR-3 HT is restored.  

Sirajganj 225 MW CCPP Unit-1 was shutdown due to gas shortage  

Sirajgonj 225MW CCPP Unit-1 Shutdown with remarks:- GT  

Manikganj 132/33kV S/S 132/33 kV Transformer GT-3 (50/75 MVA) HT Scheduled S/D Due to Red  

hot maintanence 

Sirajgonj 225MW CCPP Unit-1 Shutdown with remarks:- ST  

Hasnabad 230/132kV S/S AUTO TR-3 LT is restored.  

maintenance 

Hasnabad 132/33kV S/S 132kV Reserve Bus is restored.  

Manikganj 132/33kV S/S 132/33 kV Transformer GT-3 (50/75 MVA) LT Scheduled S/D Due to Red  

hot maintanence 

shooting 

Chandraghona 132/33kV S/S TR-02(416T) HT Forced S/D Due to LT bushing melting  

Chandraghona 132/33kV S/S TR-02(416T) LT Forced S/D  

Hasnabad 132/33kV S/S 132kV Main Bus Scheduled S/D Due to 230/132 kV Auto TR-3  bus D/S  

Gopalganj 132/33kV S/S Gallamari-2 Scheduled S/D Due to CB Closing circuit troubling  


