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13987.35 MW 12:00 Hr. MKWHr.

14280.35 MW 12:00 Hr. MKWHr.

15289.62 MW 21:00 Hr. MKWHr.

15684.62 MW 21:00 Hr. °C

12676.78 MW 06:00 Hr. MMCFD

15334.73 MW 23:00 Hr. Tk.

Gas Coal HFO HSD Hydro Solar Import Wind Total

34.78 0.00 11.72 0.00 0.00 0.11 0.00 0.00 46.61

5.55 47.50 8.44 0.00 2.33 0.11 0.00 0.08 64.00

28.19 0.00 4.11 0.00 0.00 0.47 3.30 0.00 36.07

0.13 0.00 2.55 0.00 0.00 0.48 0.00 0.00 3.16

27.55 0.00 0.00 0.00 0.00 0.07 0.00 0.00 27.62

5.00 27.38 0.61 0.00 0.00 0.40 21.71 0.00 55.09

3.64 45.78 0.27 0.00 0.00 0.00 0.00 0.00 49.69

16.30 0.00 1.60 0.00 0.00 0.82 32.46 0.00 51.18

0.00 1.00 1.68 0.00 0.00 1.25 0.00 0.00 3.93

121.14 121.66 30.97 0.00 2.33 3.71 57.47 0.08 337.36

Fuel Fuel

Gas Hydro

Coal Solar

HFO Import

HSD Wind

Total: Tk.

KWHr: MKWHr: 21.709091 Peak Hr Flow 905.00 MW at 21:00 hrs.

KWHr: MKWHr: 32.461269 Peak Hr Flow 1469.62 MW at 21:00 hrs.

MW: MKWHr: 3.29664 Peak Hr Flow 150.00 MW at 21:00 hrs.

MW: MKWHr: 57.467 Peak Hr Flow 2524.62 MW at 21:00 hrs.

Sl Capacity Sl Capacity

1 100

2 85

3 115

Total 300 Total 0

Outage Time
Restoration 

Time
09:00

09:05

09:05

09:16 12:31

09:18

09:53 11:54

09:54 11:54

10:06 14:12

10:08 14:10

10:58 12:30

10:58 12:30

11:04 12:24 Patuakhali 132/33kV S/S 425T (T-3) HT Forced S/D Due to Red hot maintenance 25.0MW load 

interrup. 

Maintenance. interrup. 

Chowmuhani 230/132/33kV S/S TR3-435T HT Forced S/D Due to For 33kV LPBS-1 Feeder BUS Loop 20.0MW load 

Maintenance. interrup. 

Savar 132/33kV S/S T-3 LT Scheduled S/D Due to Control cable changing works  

Savar 132/33kV S/S T-3 HT Scheduled S/D  

Chowmuhani 230/132/33kV S/S TR3-435T LT Forced S/D Due to For 33kV LPBS-1 Feeder BUS Loop 20.0MW load 

BPBS-2 Feder interrup. 

Gopalganj 132/33kV S/S Transformer-03 HT Forced S/D Due to Red hot maintenance work of 15.0MW load 

BPBuS-2 Feder interrup. 

132/33kV end  

Baghabari-Ishurdi 230 kV Ckt-1 Project Work S/D from Baghabari 230/132kV end Due to Relay  

Testing Ishurdi end. and from Ishurdi 230/132kVend.  

Gopalganj 132/33kV S/S Transformer-03 LT Forced S/D Due to Red hot maintenance work of 15.0MW load 

Meghnaghat 450 MW CCPP was shutdown.  

Ashuganj-Kishoreganj 132kV Ckt-2 Scheduled S/D from Bajitpur 132/33kV end Due to Red hot 20.0MW load 

maintenance interrup. Bajitpur 

Event Summary

Description of Event Description of Event

Meghnaghat 450 MW CCPP (MPL) Shutdown with remarks:- ST  

Meghnaghat 450 MW CCPP (MPL) Shutdown with remarks:- GT-2  

Plant Name Plant Name

Baghabari  100 MW GTPP

Barapukuria TPP  Unit-2

Siddhirgonj 210 MW  TPP

Total Unavailable Capacity 300

Total 378 15029

Status of unavailable Power Plant

Planned S/D Forced S/D

Rajshahi 0 1516

Rangpur 0 1089

Khulna 0 1731

Barishal 0 512

Mymensingh 340 1403

Sylhet 10 703

Chattogram 7 1587

Cumilla 2 1580

Zone-wise Load-shed and Demand Summary (MW) at evening peak Hour (21:00 Hr.)

Zone Load-Shed Demand

Dhaka 19 4908

Power Flow during Peak Demand (W-E): 2055 Import through Cumilla C/B Interconnector:   

Maximum Power Flow (W-E): 2740 Total Import through C/B Interconnector:   

Energy Flow from East to West: 0 Import through HVDC C/B Interconnector:   

Energy Flow from West to East: 46810054.55 Import through Adani C/B Interconnector:   

522408965.3 332385488.4

0 1122667.2

213,56,06,409

E-W Interconnector & Import Scenario

Production Cost (Tk.)

Tk. Tk.

422459333.6 233262.7

798860906.7 58135785.24

Sylhet Zone

Khulna Zone

Barishal Zone

Rajshahi Zone

Rangpur Zone

Total

Zone-wise Generation Summary (MKWHr.)

Dhaka Zone

Chattogram Zone

Cumilla Zone

Mymensingh Zone

Minimum Generation of the Day Total Gas Supplied 881.12

Maximum Generation of the Day Production Cost per KWHr 6.33043

Evening Peak Generation Energy Demand 341.98785

Evening Peak Demand Maximum Temperature 35.20

Day Peak Generation Energy Generated 337.35585

Day Peak Demand Energy Unserverd 4.63200

Power Grid Bangladesh PLC

National Load Dispatch Center (NLDC)

System Summary Report

06-06-2026

Power Supply Scenario

Fuel-Wise Generation Summary

Gas

Coal

HFO

HSD

Hydro

Solar

Import

Wind

Cost-Wise Generation Summary

Gas

Coal

HFO

HSD

Hydro

Solar

Import

Wind
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11:55

12:25

12:55 15:54

12:55

12:56 14:52

13:13 14:22

13:45 17:15

13:52

13:57

13:57

15:43 16:20

15:43 16:20

15:58

16:03 16:17

16:05 16:16

16:38 17:56

16:54 17:52

16:54 17:40

16:54 17:40

18:34

20:20 20:54

20:22 20:52

21:00

22:41

23:58

00:29

01:10

01:59

02:00

02:37

06:00

07:46

07:46

kVSwarupkathi-1 and Banaripara feeder by Pirojpur PBS interrup. 

Sub-Divisional Engineer Executive Engineer Superintendent Engineer

Network Operation Division Network Operation Division Network Operation Division

Barishal 230/132kV S/S T-5 LT Scheduled S/D Due to red hot maintenance of  33 38.0MW load 

kVSwarupkathi-1 and Banaripara feeder by Pirojpur PBS interrup. 

Barishal 230/132kV S/S T-5 HT Scheduled S/D Due to red hot maintenance of  33 38.0MW load 

synchronized to grid at 01:59 hrs. on 07 June 2026. 

Shahjibazar 330 MW CCPP ST was forced shutdown due to main steam valve problem  

Shahjibazar 330 MW CCPP ST was synchronized  

Minimum generation 13004 MW  

Shahjibazar 330 MW CCPP ST was synchronized  

Bhola 225 MW CCPP GT-2 was synchronized  

Bhola Nutan Biddut BD LTD GT-1 Synchronized with remarks:- GT-11 was started and  

Evening peak generation:15289 MW  

Shahjibazar 330 MW CCPP GT was synchronized  

Bhola 225 MW CCPP GT-1 was synchronized  

Ashuganj CCPP 225 MW Synchronized with remarks:- ST  

Bhangura 132/33kV S/S Tr-1(403T) LT Forced S/D Due to RED HOT  

Bhangura 132/33kV S/S Tr-1(403T) HT Forced S/D Due to RED HOT  

feeder fault 

Madaripur 132/33kV S/S T2-415T LT Forced S/D Due to O/C and E/F  

Madaripur 132/33kV S/S T1-405T LT Forced S/D Due to O/C and E/F  

Madaripur 132/33kV S/S T1-405T LT Forced S/D Due to O/C and E/F  

Due to Due to 33 KV Benapole feeder fault(During trial). interrup. 

Nawabganj 132/33kV S/S TR-2 LT Tripped showing Overcurrent protection,  BCU, & LOCKOUT  

RELAY relays Due to 33kv incomer-02 tripped due to baruakhali   feeder fault. 

Madaripur 132/33kV S/S T3-426T HT Forced S/D Due to O/C fault due to 33kv Takerhat-2  

Shomvuganj 400/132kV S/S Transformer-3 ( TR-3) LT Forced S/D Due to Oil Leakage  

Korerhat 400/230/132kV S/S 400kV BUS-2 is restored.  

Benapole 132/33kV S/S Transformer-1(406T) LT Tripped showing O/C and E/F (REF630) relays 6.0MW load 

Satkhira 132/33kV S/S Transformer-3(T-3) LT is restored.  

40 MVA Transformer -3(TR-3) 33 kv close at Satkhira S/S.  

Shomvuganj 400/132kV S/S Transformer-3 ( TR-3) HT Forced S/D Due to Oil Leakage  

Bajitpur 132/33kV S/S Tr-2(414T) HT Scheduled S/D Due to Ret hot maintenance  

Gopalganj 400/132kV S/S 400kV Rooppur Tripped showing Differential relay, C pahse  

pickup,E/F relays. 

Satkhira 132/33kV S/S Transformer-3(T-3) HT is restored.  

Korerhat 400/230/132kV S/S ATR-3(7303T)-Three Ph LT Project Work S/D Due to Project work  

40 MVA Transformer-3 (TR-3) Charge by 132 kv side at Satkhira Sub-Station.  

Korerhat 400/230/132kV S/S ATR-3(7303T)-Three Ph HT Project Work S/D Due to Project work  

Bajitpur 132/33kV S/S 132 kV Bus-2 is restored.  

Patuakhali 132/33kV S/S 425T (T-3) LT is restored.  


